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ATTACHMENT 18 
 
Cooling tower blowdown; volatile organic compound analytical results from 
samples collected at Buildings 801, 827A, and 836A. 
Parameter Units B801 B827A B836A 
Volatile organic compounds  9/20/04 9/20/04 9/20/04 
1,1,1-Trichloroethane µg/L < 0.5 < 0.5 < 0.5 
1,1,2,2-Tetrachloroethane µg/L < 0.5 < 0.5 < 0.5 
1,1,2-Trichloroethane µg/L < 0.5 < 0.5 < 0.5 
1,1-Dichloroethane µg/L < 0.5 < 0.5 < 0.5 
1,1-Dichloroethene µg/L < 0.5 < 0.5 < 0.5 
1,2-Dichlorobenzene µg/L < 0.5 < 0.5 < 0.5 
1,2-Dichloroethane µg/L < 0.5 < 0.5 < 0.5 
1,2-Dichloroethene (total) µg/L < 1 < 1 < 1 
1,2-Dichloropropane µg/L < 0.5 < 0.5 < 0.5 
1,3-Dichlorobenzene µg/L < 0.5 < 0.5 < 0.5 
1,4-Dichlorobenzene µg/L < 0.5 < 0.5 < 0.5 
2-Chloroethylvinylether µg/L < 10 < 10 < 10 
Bromodichloromethane µg/L < 0.5 < 0.5 < 0.5 
Bromoform µg/L  10  9 < 0.5 
Bromomethane µg/L < 1 < 1 < 1 
Carbon tetrachloride µg/L < 0.5 < 0.5 < 0.5 
Chlorobenzene µg/L < 0.5 < 0.5 < 0.5 
Chloroethane µg/L < 0.5 < 0.5 < 0.5 
Chloroform µg/L < 0.5 < 0.5 < 0.5 
Chloromethane µg/L < 0.5 < 0.5 < 0.5 
cis-1,2-Dichloroethene µg/L < 0.5 < 0.5 < 0.5 
cis-1,3-Dichloropropene µg/L < 0.5 < 0.5 < 0.5 
Dibromochloromethane µg/L  0.88 < 0.5 < 0.5 
Dichlorodifluoromethane µg/L < 0.5 < 0.5 < 0.5 
Freon 113 µg/L < 0.5 < 0.5 < 0.5 
Methylene chloride µg/L < 1 < 1 < 1 
Tetrachloroethene µg/L < 0.5 < 0.5 < 0.5 
Total trihalomethanes µg/L  11  9.5 < 2 
trans-1,2-Dichloroethene µg/L < 0.5 < 0.5 < 0.5 
trans-1,3-Dichloropropene µg/L < 0.5 < 0.5 < 0.5 
Trichloroethene µg/L < 0.5 < 0.5 < 0.5 
Trichlorofluoromethane µg/L < 0.5 < 0.5 < 0.5 
Vinyl chloride µg/L < 0.5 < 0.5 < 0.5 
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