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Farhad, Mohammad@Waterboards

From: Mullins, Daniel@CDCR <Daniel.Mullins@cdcr.ca.gov>
Sent: Sunday, April 26, 2015 8:11 AM
To: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards
Subject: RO Plant down

The RO plant has shut down due to a broken hot water line, the RO has no spare, the operators are working today to 
replace the hot water line with another material 
 
Daniel G Mullins 
Water & Wastewater Treatment Plant Supervisor 
Deuel Vocational Institution 
23500 kasson Rd Tracy CA 95376 
Office-(209) 835-4141  x5897 
Fax‐(209) 830‐3941 
 



1

Farhad, Mohammad@Waterboards

From: Daniel Mullins <daniel.mullins@cdcr.ca.gov>
Sent: Tuesday, April 28, 2015 9:14 AM
To: Farhad, Mohammad@Waterboards
Subject: FW: RO Plant down

On April 27, 2015 the RO plant came back on line, some rubber hose was located on the grounds and is being used as a 
temporary fix 
 
Daniel G Mullins 
Water & Wastewater Treatment Plant Supervisor 
Deuel Vocational Institution 
23500 kasson Rd Tracy CA 95376 
Office-(209) 835-4141  x5897 
Fax‐(209) 830‐3941 
 

From: Mullins, Daniel@CDCR  
Sent: Sunday, April 26, 2015 8:11 AM 
To: Farhad, Mohammad@Waterboards (Mohammad.Farhad@waterboards.ca.gov); Kari R. Holmes 
(kari.holmes@waterboards.ca.gov) 
Subject: RO Plant down 
 
The RO plant has shut down due to a broken hot water line, the RO has no spare, the operators are working today to 
replace the hot water line with another material 
 
Daniel G Mullins 
Water & Wastewater Treatment Plant Supervisor 
Deuel Vocational Institution 
23500 kasson Rd Tracy CA 95376 
Office-(209) 835-4141  x5897 
Fax‐(209) 830‐3941 
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Farhad, Mohammad@Waterboards

From: Daniel Mullins <daniel.mullins@cdcr.ca.gov>
Sent: Monday, May 04, 2015 8:13 AM
To: Farhad, Mohammad@Waterboards
Cc: Bettencourt, Miles (Terry)@CDCR
Subject: RO shut down

On Saturday May 2, 2015 the RO water treatment plant shut down due to an 8” raw water feed line breakage 
underground.  
 
NPDES #CA0078093 
Facility ID 5B390100001 
 
 
Daniel G Mullins 
Water & Wastewater Treatment Plant Supervisor 
Deuel Vocational Institution 
23500 kasson Rd Tracy CA 95376 
Office-(209) 835-4141  x5897 
Fax‐(209) 830‐3941 
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Farhad, Mohammad@Waterboards

From: Wyels, Wendy@Waterboards
Sent: Thursday, May 07, 2015 3:05 PM
To: Vasconcellos, Edward@CDCR
Cc: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards; Mullins, 

Daniel@CDCR; Bettencourt, Miles (Terry)@CDCR; Young, Vanessa@Waterboards
Subject: RE: DVI RO Plant Status Update (Offline at this Time)

Edward, 
Thanks for the update. This contains the information that we need, and we look forward to receiving daily updates until 
the plant resumes operation. 
 
Wendy 
 

From: Edward Vasconcellos [mailto:edward.vasconcellos@cdcr.ca.gov]  
Sent: Thursday, May 07, 2015 11:02 AM 
To: Wyels, Wendy@Waterboards 
Cc: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards; Mullins, Daniel@CDCR; Bettencourt, Miles 
(Terry)@CDCR; Young, Vanessa@Waterboards 
Subject: RE: DVI RO Plant Status Update (Offline at this Time) 
 
Wendy: 
 
I wasn’t aware Daniel had sent an update.  I will send the updates, or Terry Bettencourt in my absence, and  will ensure I 
tag Mr. Farhad and Ms. Holmes, along with you. 
 
DVI has successfully repaired the broken distillate line.  However, so far we have been unable to restart the RO 
Plant.  We have attempted three times, but have run into several issues that the operators are working through.  The 
latest being the vapor compressor motor failed to start.  They are currently troubleshooting.  Additionally, we are 
bringing in our former lead operator, who works at another institution, to assist with another attempt today.  In the 
interim, DVI began bottled water distribution on Monday, May 4th.  The Abatement Order requires it for all “outages 
that exceed 7 days in accordance with the plan required by Directive No. 2.”  Therefore, DVI initiated it as soon as we 
determined we weren’t going to be able to start back up immediately.  I will provide daily updates until such time as the 
RO is brought online.  Please advise if there is any additional information I am omitting that your Office requires. 
 
Thank you, 
 
 
Edward Vasconcellos 
Associate Warden, Business Services 
Deuel Vocational Institution 
CA Dept. of Corrections & Rehabilitation 
(209) 830-3855 Phone 
(209) 830-3804 Fax 
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From: Wyels, Wendy@Waterboards [mailto:Wendy.Wyels@waterboards.ca.gov]  
Sent: Thursday, May 07, 2015 10:22 AM 
To: Vasconcellos, Edward@CDCR 
Cc: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards; Mullins, Daniel@CDCR; Bettencourt, Miles 
(Terry)@CDCR; Young, Vanessa@Waterboards 
Subject: RE: DVI RO Plant Status Update (Offline at this Time) 
 
Edward and Daniel, 
Thank you for your separate notifications that the RO plant was shut down on May 2nd.   Please note that the Cleanup 
and Abatement Order requires that the notification also include an estimated timeline for when the plant will return to 
operation.  This information has not been included in your email notifications.  If you do not know when it will return to 
operation, then you can send us an email each day that it remains shut down.  The timeline for return to operation is 
critical because if the plant is shut down for more than seven days, then the Cleanup and Abatement Order requires that 
DVI take additional actions.  
 
Also, in the future, please send one email from DVI regarding plant shut down, and address it to Mohammed Farhad, 
Kari Holmes, and Wendy Wyels.   
 
Please feel free to contact me if you have any questions. 
 
Wendy Wyels 
Supervisor, Compliance and Enforcement Section 
Central Valley Regional Water Quality Control Board 
11020 Sun Center Drive, Suite A 
Rancho Cordova, CA  95670 
(916) 464‐4835 
wwyels@waterboards.ca.gov 
 
 
 

From: Edward Vasconcellos [mailto:edward.vasconcellos@cdcr.ca.gov]  
Sent: Tuesday, May 05, 2015 6:18 PM 
To: Remick, David@Waterboards; Wyels, Wendy@Waterboards 
Subject: DVI RO Plant Status Update (Offline at this Time) 
 
Wendy / David: 
 
DVI has suffered an underground waterline failure at the RO Plant.  Water was leaking from under the concrete between 
the RO Plant and BCS on Sunday and the Plant was taken offline due to pressure loss.  In the interim, DVI commenced 
distribution of bottled drinking water to the inmate population Monday as we attempt repairs.  Per our lead operator, 
the findings are as follows: 
 
“By isolation and testing, we have determined that the distillate line, that was repaired two years ago, failed at one of 
the elbow joints.  This line joins with the RO permeate line.  The failure was most likely heat related, due to the same 
damage that had occurred in the air handlers y‐strainers.  The parts have been obtained, and are enroute to DVI at this 
time.  Repair is expected to be completed tonight, and can be pressure tested sometime tomorrow.” 
 
We are unsure at this time when we will be able to restart the plant.  We are hopeful it will be within the next couple 
days.  As soon as we finalize the repair and pressure test the line, I will resend out a notice. 
 
Thank you, 
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Edward Vasconcellos 
Associate Warden, Business Services 
Deuel Vocational Institution 
CA Dept. of Corrections & Rehabilitation 
(209) 830-3855 Phone 
(209) 830-3804 Fax 
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Farhad, Mohammad@Waterboards

From: Edward Vasconcellos <edward.vasconcellos@cdcr.ca.gov>
Sent: Friday, May 08, 2015 6:21 PM
To: Wyels, Wendy@Waterboards
Cc: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards; Mullins, 

Daniel@CDCR; Bettencourt, Miles (Terry)@CDCR; Young, Vanessa@Waterboards
Subject: DVI RO Plant Status Online and Stable)

The RO Plant was successfully brought online last night and is stable and feeding the 1M gallon tank. DVI issued 2 gallons 
of water to the inmate population today to allow a couple days for the tank to flush to pure RO water.  We do not 
anticipate issuing water again unless the plant goes down. 
 
Thank you,  

Edward Vasconcellos 
Associate Warden 
Deuel Vocational Institution 
(209) 830‐3855 
Sent from my iPhone 
 
On May 7, 2015, at 11:01, "Vasconcellos, Edward@CDCR" <Edward.Vasconcellos@cdcr.ca.gov> wrote: 

Wendy: 
  
I wasn’t aware Daniel had sent an update.  I will send the updates, or Terry Bettencourt in my absence, and  will ensure I 
tag Mr. Farhad and Ms. Holmes, along with you. 
  
DVI has successfully repaired the broken distillate line.  However, so far we have been unable to restart the RO 
Plant.  We have attempted three times, but have run into several issues that the operators are working through.  The 
latest being the vapor compressor motor failed to start.  They are currently troubleshooting.  Additionally, we are 
bringing in our former lead operator, who works at another institution, to assist with another attempt today.  In the 
interim, DVI began bottled water distribution on Monday, May 4th.  The Abatement Order requires it for all “outages 
that exceed 7 days in accordance with the plan required by Directive No. 2.”  Therefore, DVI initiated it as soon as we 
determined we weren’t going to be able to start back up immediately.  I will provide daily updates until such time as the 
RO is brought online.  Please advise if there is any additional information I am omitting that your Office requires. 
  
Thank you, 
  
  
Edward Vasconcellos 
Associate Warden, Business Services 
Deuel Vocational Institution 
CA Dept. of Corrections & Rehabilitation 
(209) 830-3855 Phone 
(209) 830-3804 Fax 
  
<image001.jpg> 
  

From: Wyels, Wendy@Waterboards [mailto:Wendy.Wyels@waterboards.ca.gov]  
Sent: Thursday, May 07, 2015 10:22 AM 
To: Vasconcellos, Edward@CDCR 
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Cc: Farhad, Mohammad@Waterboards; Holmes, Kari@Waterboards; Mullins, Daniel@CDCR; Bettencourt, Miles 
(Terry)@CDCR; Young, Vanessa@Waterboards 
Subject: RE: DVI RO Plant Status Update (Offline at this Time) 
  
Edward and Daniel, 
Thank you for your separate notifications that the RO plant was shut down on May 2nd.   Please note that the Cleanup 
and Abatement Order requires that the notification also include an estimated timeline for when the plant will return to 
operation.  This information has not been included in your email notifications.  If you do not know when it will return to 
operation, then you can send us an email each day that it remains shut down.  The timeline for return to operation is 
critical because if the plant is shut down for more than seven days, then the Cleanup and Abatement Order requires that 
DVI take additional actions.  
  
Also, in the future, please send one email from DVI regarding plant shut down, and address it to Mohammed Farhad, 
Kari Holmes, and Wendy Wyels.   
  
Please feel free to contact me if you have any questions. 
  
Wendy Wyels 
Supervisor, Compliance and Enforcement Section 
Central Valley Regional Water Quality Control Board 
11020 Sun Center Drive, Suite A 
Rancho Cordova, CA  95670 
(916) 464‐4835 
wwyels@waterboards.ca.gov 
  
  
  

From: Edward Vasconcellos [mailto:edward.vasconcellos@cdcr.ca.gov]  
Sent: Tuesday, May 05, 2015 6:18 PM 
To: Remick, David@Waterboards; Wyels, Wendy@Waterboards 
Subject: DVI RO Plant Status Update (Offline at this Time) 
  
Wendy / David: 
  
DVI has suffered an underground waterline failure at the RO Plant.  Water was leaking from under the concrete between 
the RO Plant and BCS on Sunday and the Plant was taken offline due to pressure loss.  In the interim, DVI commenced 
distribution of bottled drinking water to the inmate population Monday as we attempt repairs.  Per our lead operator, 
the findings are as follows: 
  
“By isolation and testing, we have determined that the distillate line, that was repaired two years ago, failed at one of 
the elbow joints.  This line joins with the RO permeate line.  The failure was most likely heat related, due to the same 
damage that had occurred in the air handlers y‐strainers.  The parts have been obtained, and are enroute to DVI at this 
time.  Repair is expected to be completed tonight, and can be pressure tested sometime tomorrow.” 
  
We are unsure at this time when we will be able to restart the plant.  We are hopeful it will be within the next couple 
days.  As soon as we finalize the repair and pressure test the line, I will resend out a notice. 
  
Thank you, 
  
  
Edward Vasconcellos 
Associate Warden, Business Services 
Deuel Vocational Institution 
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CA Dept. of Corrections & Rehabilitation 
(209) 830-3855 Phone 
(209) 830-3804 Fax 
  
<image001.jpg> 
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Farhad, Mohammad@Waterboards

From: Cordua, Matthew@CDCR <Matthew.Cordua@cdcr.ca.gov>
Sent: Monday, August 10, 2015 12:14 PM
To: Wyels, Wendy@Waterboards; Remick, David@Waterboards; Sahota, 

Bhupinder@Waterboards; Farhad, Mohammad@Waterboards; Holmes, 
Kari@Waterboards; Young, Vanessa@Waterboards; Stanley, Jeff@CDCR; Reyes, 
Pedro@CDCR

Cc: Elliott, Tom@CDCR; Bettencourt, Miles (Terry)@CDCR; Rodriguez, Jaime (DVI)@CDCR; 
Vasconcellos, Edward@CDCR; Miramontes, Esthermarie@CDCR; Mullins, Daniel@CDCR

Subject: Deuel Vocational Institution RO Plant Notification(offline)

Importance: High

To all concerned parties, 
 
Due to plant inefficiencies, DVI must shut the RO Plant down to facilitate BCS cleaning, and mesh pad cleaning.  It will be 
shut down by 1300 hrs. today, August 10, 2015.   It is anticipated that the plant will be down for two 
weeks.  Notifications to inmates and staff are being prepared.  Bottled water distribution will begin in accordance with 
plan set forth in March 2015.  If you have any questions regarding this notification, please direct inquiries to Terry 
Bettencourt, CPMII, Plant Operations at 209‐830‐3932. 
 
Thank you, 
 
Matthew Cordua, WSPS 
Deuel Vocational Institution 
209‐835‐4141 ext. 5877 
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Farhad, Mohammad@Waterboards

From: Rodriguez, Jaime (DVI)@CDCR <Jaime.Rodriguez1@cdcr.ca.gov>
Sent: Thursday, March 24, 2016 12:20 PM
To: WB-RB5S-CentralValleySacramento
Cc: Wyels, Wendy@Waterboards; Elliott, Tom@CDCR; Schumacher, Tony@CDCR; Reyes, 

Pedro@CDCR; Gaughan, Nathan@CDCR; Price, Jerome@CDCR; Kesterson, Kathryn J.
@CDCR; Mullins, Daniel@CDCR; Tittle, Allan@CDCR

Subject: Reverse Osmosis Plant off line for maintenance

This email is being submitted to notify the water board that the Reverse Osmosis Plant was taken off line today, 
March 24, 2016, at 0800 hours in order to complete routine maintenance and is schedule to be off line until 
April 14, 2016. 
                      
 

Date of Title of Submittal  March 24, 2016   

Regulatory Program  Title 27 CCR or NPDES 

Unit  Compliance and Enforcement 

Regulated Party (Discharger)  California Department of Corrections and Rehabilitation 

Facility Name  Deuel Vocational Institute 

County  San Joaquin 

 
 

 
Jaime Rodriguez 
Chief Engineer I 
DVI-Plant Operations 
(209) 835-4141 ext.5854 
jaime.rodriguez1@cdcr.ca.gov 
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Farhad, Mohammad@Waterboards

From: Wyels, Wendy@Waterboards
Sent: Thursday, June 23, 2016 8:32 AM
To: Holmes, Kari@Waterboards; Farhad, Mohammad@Waterboards
Subject: FW: RO Plant

FYI 
Late notification… 
 

From: Nathan Gaughan [mailto:nathan.gaughan@cdcr.ca.gov]  
Sent: Thursday, June 23, 2016 8:22 AM 
To: Rodriguez, Jaime (DVI)@CDCR; Wyels, Wendy@Waterboards 
Cc: WB-RB5S-CentralValleySacramento; Reyes, Pedro@CDCR; Price, Jerome@CDCR; Kesterson, Kathryn J.@CDCR; 
Elliott, Tom@CDCR; Schumacher, Tony@CDCR; Tittle, Allan@CDCR; Kenny, Brendan@Waterboards; Siegel, 
LeighAnn@CDCR; Starr, Melba@CDCR; Valenzuela, Gilbert F.@CDCR; Remick, David@Waterboards 
Subject: RE: RO Plant 
 

Minor correction…the Reverse Osmosis Plant shutdown occurred on Friday, June 17, 2016. 
 

From: Rodriguez, Jaime (DVI)@CDCR  
Sent: Thursday, June 23, 2016 7:43 AM 
To: Wyels, Wendy@Waterboards 
Cc: WB-RB5S-CentralValleySacramento; Reyes, Pedro@CDCR; Price, Jerome@CDCR; Kesterson, Kathryn J.@CDCR; 
Gaughan, Nathan@CDCR; Elliott, Tom@CDCR; Schumacher, Tony@CDCR; Tittle, Allan@CDCR; Kenny, 
Brendan@Waterboards; Siegel, LeighAnn@CDCR; Starr, Melba@CDCR; Valenzuela, Gilbert F.@CDCR 
Subject: RO Plant 
 
On Friday, June 27, 2016, at approximately 1423 the RO Plant lost a CPU which cause communication failure with half of 
the plant and had to shut down.  Aqua Sierra is currently in the process of programing a new CPU which had to be 
procured from North Carolina. Also, due to the extended period which the plant has been down, today we are going to 
drain the slurry from inside the Brine Concentrator because it has lost its ability to form crystals. With that being said, 
once the communication is restored, we will reseed and have to go through an incubation period of 72 hours once we 
reach 195 degrees in the Brine Concentrator. We are looking to be back on line early next week.  
 
Jaime Rodriguez 
Chief Engineer  
Deuel Vocational Institution 
(209) 835-4141 ext. 5854 
 


