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CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD 
LOS ANGELES REGION 

 
CEASE AND DESIST ORDER NO. R4-2012-0077 

REQUIRING THE 
 

CITY OF AVALON 
IN LOS ANGELES COUNTY 

 
TO CEASE AND DESIST DISCHARGING WASTE 

IN VIOLATION OF REQUIREMENTS IN  
REGIONAL BOARD ORDER NO. R4-2008-0028 

(NPDES PERMIT NO. CA0054372) 
AND 

STATE BOARD ORDER NO. 2006-0003-DWQ 
AND TO IMPLEMENT  

THE TOTAL MAXIMUM DAILY LOAD (TMDL) 
FOR AVALON BEACH 

ESTABLISHED HEREIN 
 
 
WHEREAS the California Regional Water Quality Control Board, Los Angeles Region 
(hereinafter Regional Board), finds that: 
 
1. This Order serves a dual function, requiring the City of Avalon to cease and desist 

discharging waste in violation of requirements in Regional Board Order No. R4-2008-0028 
and State Board Order No. 2006-0003-DWQ and to implement actions to achieve 
wasteload allocations assigned to the City’s discharges of waste and pollutants. This latter 
function serves to address the Clean Water Act section 303(d) water quality impairment 
listing for bacteria at Avalon Beach. As such, this Order contains all of the required 
elements of a Total Maximum Daily Load (TMDL). According to the State Water 
Resources Control Board’s (State Water Board) “Water Quality Control Policy for 
Addressing Impaired Waters” (State Water Board Resolution No. 2005-0050, p. 5), “[w]hen 
an implementation plan [TMDL] can be adopted in a single regulatory action, such as a 
permit, a waiver, or an enforcement order, there is no legal requirement to first adopt the 
plan through a basin plan amendment. The plan [TMDL] may be adopted directly in that 
single regulatory action.” This Order acts as a single regulatory action to establish and 
implement a TMDL for bacteria at Avalon Beach (Avalon Beach Bacteria TMDL). 

 
2. The City of Avalon (owner and hereinafter Discharger) owns the Avalon Wastewater 

Treatment Facility (hereinafter Facility or Avalon WTF), a Publicly Owned Treatment 
Works. The Avalon WTF is located at 123 Pebbly Beach Road, Avalon. The Facility was 
formerly operated by United Water Environmental Services Inc. whose contract expired on 
February 25, 2011. As of February 25, 2011, Environ Strategy Consultants, Inc. operates 
the Facility under a service contract with the City of Avalon. The Avalon WTF and 
appurtenant sanitary sewer wastewater collection system operates under Order No. R4-
2008-0028, National Pollutant Discharge Elimination System (NPDES) Permit No. 
CA0054372, and was previously subject to Order No. R4-2002-0094 (NPDES Permit No. 
CA0054372) from June 14, 2002 to June 19, 2008. The collection system is also subject to 
State Water Board Order No. 2006-0003-DWQ, Statewide General Waste Discharge 
Requirements for Sanitary Sewer Systems (SSO WDR) and State Water Board Order No. 



Cease and Desist Order No. R4-2012-0077 
City of Avalon 

Page 2 of 21 
 

WQ-2008-0002-EXEC, Adopting Amended Monitoring and Reporting Requirements for the 
SSO WDR (SSO MRP Amendment). 

 
3. The Discharger’s collection system serves a population of approximately 3,800 residents 

and consists primarily of residential customers and some commercial customers. The 
Discharger’s service area covers approximately 1.4 square miles. The Discharger’s 
collection system includes 11 miles of gravity sewers, 1.25 miles of force mains, an 
unknown length of lower laterals and 2 pump stations. 

 
4. On October 28, 2010, EPA Region 9, accompanied by the Regional Board and the State 

Attorney General’s Office, conducted an inspection at the City of Avalon to determine 
compliance with the requirements under the SSO WDR. The inspection report is attached 
(See Exhibit 1). 

 
5. On February 23, 2011, the Regional Board issued a Notice of Violation (NOV) to the 

Discharger (See Exhibit 2 – attached). The NOV was issued to address alleged violations 
of the California Water Code associated with six (6) sanitary sewer overflows (SSOs) that 
occurred from the Discharger’s collection system at various locations between January 1, 
2005 and February 23, 2011. The table “City of Avalon SSOs” included in the NOV 
(Exhibit 2) has been modified due to subsequent responses from the Discharger. 

 
6. On November 22, 2011, the Regional Board issued Investigative Order No. R4-2011-0182 

to the Discharger regarding alleged violations of the Water Code associated with one (1) 
SSO that occurred from the Discharger’s collection system upstream of the Pebbly Beach 
lift station. 

 
7. The total number of SSOs has been adjusted to six (6) and the total volume discharged 

and not recovered due to these events is now 49,050 gallons (See Exhibit 3 – attached). 
 
8. The alleged SSOs occurred as a result of the Discharger’s failure to adequately identify 

and address collection system problems. Specifically, four (4) SSOs were due to poor 
operation and maintenance resulting in the failure of pump station control systems and two 
(2) were due to operator error; one resulting from a lift station pump being left in manual 
mode and one resulting from a storm drain pump system being left in manual mode. 

 
9. On March 10, 2011, the final report “Avalon Bay Water Quality Improvement Project, 

Catalina Island, California” (Avalon Bay Study), Grant, Stanley B., et al. (2011) was 
submitted to the City of Avalon and the State Water Board (See Exhibit 4 – relevant 
portions attached). 

 
10. The Avalon Bay Study found, “[a] number of lines of evidence indicate that shallow 

groundwater…may be contaminated with sewage…” and concluded, “[o]verall, these data 
support the hypothesis that sewage-contaminated shallow groundwater is discharged to 
Avalon Bay…Furthermore, evidence is presented that the seepage face…is contaminated 
with sewage markers.” 

 
11. Raw sewage contains microbial pathogens known to be harmful to public health including: 

bacteria: campylobacter, E. coli, vibrio cholera, salmonella, S. typhi, shigella, Yersinia; 
parasites: cryptosporidium, entamoeba, giardia; and viruses: adenovirus, astrovirus, 
noravirus, echovirus, enterovirus, reovirus, rotavirus. 
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12. Raw sewage can cause illness including abdominal cramps, vomiting, diarrhea, high fever, 
and dehydration. Additionally, it can cause disease such as gastroenteritis, salmonellosis, 
typhoid fever, pneumonia, shigellosis, cholera, bronchitis, hepatitis, aseptic meningitis, 
cryptosporidium, amoebic dysentery, giardiasis, and even death. 

 
13. Raw sewage can also cause environmental impacts such as a loss of recreation and can 

be detrimental to aquatic life support, can result in organic enrichment, and can also result 
in exposure to floatables often contained in sewage. 

 
14. Provisions C.1 and C.2 of the SSO WDR prohibit any SSO that results in a discharge of 

untreated or partially treated wastewater to waters of the United States, or creates a 
nuisance as defined in Water Code § 13050(m). In addition, Provisions D.3 and D.8 of the 
SSO WDR require the Discharger to take all feasible steps to eliminate SSOs and to 
properly manage, operate, and maintain all parts of the collection system. 

 
15. Similarly, Order No. R4-2008-0028 (NPDES Permit No. CA0054372), states, in Section 

III.B, “The bypass or overflow of untreated wastewater to surface waters or surface water 
drainage courses is prohibited…” and requires the Discharger, in Attachment D, Section 
I.D., Standard Provisions, “at all times properly operate and maintain all facilities and 
systems of treatment and control (and related appurtenances) which are installed or used 
by the Discharger to achieve compliance with the conditions of this Order. 

 
16. The reported SSOs occurred as a result of the Discharger’s failure to take all feasible 

steps to prevent and reduce SSOs and has failed to properly manage, operate, and 
maintain all parts of the collection system. As a result, there is a continuing threat of future 
SSOs to surface waters in violation of the Water Code and the federal Clean Water Act, 
the Discharger’s NPDES Permit and the SSO WDR. 

 
17. As of the issuance of this Order, the Discharger has taken a number of steps to address 

collection system issues identified herein. The Discharger is in the process of expending 
$5.7 million in improvements to its collection system. The improvements include, among 
others: conducting a CCTV survey of the entire collection system, creating a GIS map of 
the collection system, conducting various repairs/rehabilitation of the collection system, 
implementing spill training, installing a Computer Maintenance Management System 
(CMMS), developing a Sanitary Sewer Management Plan (SSMP), and developing a 
Sewer Improvement Master Plan. 

 
18. Water Code section 13301 authorizes the Regional Board to issue a Cease and Desist 

Order when it finds that a discharge of waste is taking place, or threatening to take place, 
in violation of requirements or discharge prohibitions prescribed by the Regional Board or 
State Water Board. 

 
19. Water Code section 13267 authorizes the Regional Board to require any person who 

discharged, discharges, or is suspected of having discharged or discharging, within its 
region, to furnish technical or monitoring program reports in connection with any action 
relating to any requirement authorized by Division 7 of the Water Code. 

 
20. This Cease and Desist Order (Order) requires the Discharger to submit reports and 

technical information pursuant to Water Code section 13267. The reports and technical 
information required herein are necessary to assist system management and 
implementation of necessary corrective measures to reduce and eliminate SSOs and 
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associated violations; to ensure that wasteload allocations established in this Order are 
being achieved; and to ensure compliance with this Order. The burden, including costs, of 
the reports required by this Order bear a reasonable relationship to the need for the 
reports and the benefits obtained therefrom. 

 
21. This Order is an enforcement action and, as such, is exempt from the provisions of the 

California Environmental Quality Act (Public Resources Code § 21000 et seq.) in 
accordance with California Code of Regulations section 15321. 

 
22. The Regional Board notified the Discharger and interested persons of its intent to consider 

adoption of this Order, and provided an opportunity to submit written comments and 
appear at a public hearing. The Regional Board, in a public hearing, heard and considered 
all comments. 

 
23. The requirements in the Order are intended to meet or exceed requirements contained in 

the SSO WDR. To the extent that this Order conflicts with the SSO WDR, this Order 
supersedes and controls (See SSO WDR Provision D.2. (iv)). This Order does not, 
however, relieve the Discharger of any of its obligations to comply with the SSO WDR in 
situations where that requirement is not in conflict with or controlled by a more specific 
requirement in this Order. 

 
Total Maximum Daily Load (TMDL) 

 
24. Avalon Beach is currently listed on the 2008/2010 Clean Water Act section 303(d) 

impaired waters list as impaired due to indicator bacteria. 
 
25. The Clean Water Act requires states to establish a priority ranking for impaired waters and 

to develop and implement Total Maximum Daily Loads (TMDLs) to resolve impairments. A 
TMDL specifies the maximum amount of a pollutant that a waterbody can receive and still 
meet water quality standards, and allocates pollutant loadings to point and non-point 
sources. The elements of a TMDL are described in 40 Code of Federal Regulations (CFR) 
sections 130.2 and 130.7 and Clean Water Act section 303(d), as well as in guidance 
developed by the United States Environmental Protection Agency (USEPA). A TMDL is 
also required to account for seasonal variations and include a margin of safety to address 
uncertainty in the analysis. 

 
26. This Order addresses the bacteria listing for Avalon Beach and contains all of the required 

elements of a TMDL. According to the State Water Board’s “Water Quality Control Policy 
for Addressing Impaired Waters” (State Water Board Resolution No. 2005-0050, p. 5), 
“[w]hen an implementation plan [TMDL] can be adopted in a single regulatory action, such 
as a permit, a waiver, or an enforcement order, there is no legal requirement to first adopt 
the plan through a basin plan amendment. The plan [TMDL] may be adopted directly in 
that single regulatory action.” This Order acts as a single regulatory action to establish and 
implement a TMDL for bacteria at Avalon Beach (Avalon Beach Bacteria TMDL). 

 
Environmental Setting 

 
27. Avalon Beach is located in Los Angeles County, in the City of Avalon on Santa Catalina 

Island. The City of Avalon is approximately 22 miles south/southwest of the Los Angeles 
Harbor breakwater, and encompasses roughly 2.67 square miles. Avalon has 
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approximately 3,800 residents and the average annual visitor count was 905,823 for the 
period 2004-2006. 

 
28. The primary industry on Santa Catalina Island is tourism. The City of Avalon is a 

recreational destination for boaters, fisherman, divers, beachgoers, and other ocean 
oriented visitors. Residents and visitors use the local beaches year-round for recreational 
uses. 

 
Problem Identification 

 
29. The Water Quality Control Plan for the Coastal Watersheds of Los Angeles and Ventura 

Counties (Los Angeles Region Basin Plan or Basin Plan) lists the following beneficial uses 
for Santa Catalina Island: Water Contact Recreation (REC-1); Non-Contact Water 
Recreation (REC-2); Navigation (NAV); Commercial and Sport Fishing (COMM); Marine 
Habitat (MAR); Wildlife Habitat (WILD); Preservation of Biological Habitat (BIOL); and 
Rare, Threatened, or Endangered Species (RARE). Potential Uses include: Municipal and 
Domestic Supply (MUN); Spawning, Reproduction, and/or Early Development (SPWN); 
and Shellfish Harvesting (SHELL). REC-1 and REC-2 are recreational uses that often 
occur in the nearshore areas of Avalon Bay, including Avalon Beach. Chronic 
exceedances of fecal indicator bacteria water quality objectives have a direct impact on 
these recreational uses.  

 
30. As stated in the Basin Plan, water quality objectives are intended to protect the public 

health and welfare and to maintain or enhance water quality in relation to the designated 
existing and potential beneficial uses of the water. Fecal indicator bacteria, including total 
coliform, fecal coliform and enterococcus, are used to indicate the likelihood of pathogens 
in surface waters. Water quality objectives for fecal indicator bacteria are set forth in 
Chapter 3 of the Los Angeles Region Basin Plan. 

 
31. Swimming in waters with elevated bacterial indicator densities has long been associated 

with adverse health effects. Specifically, local and national epidemiological studies compel 
the conclusion that there is a causal relationship between adverse health effects and 
recreational water quality, as measured by bacterial indicator densities (USEPA 2009; 
Haile et al. 1999). 

 
32. A study funded by a Proposition 13 Clean Beaches Initiative (CBI) grant investigated the 

presence and causes of fecal indicator bacteria (FIB) impairment in Avalon Bay. The study 
found: (1) the shallow groundwater underlying downtown Avalon is contaminated with high 
concentrations of FIB; (2) markers of human fecal contamination are present in the 
shallow groundwater underlying downtown Avalon, and in the water column in Avalon Bay; 
(3) FIB concentrations in the Bay water and sediments are highest in ankle depth water, 
and decrease with increasing water depth; (4) tidal mixing within the Bay is sufficient to 
dilute (within a couple of hours) any non-continuous source of pollution. 

 
33. A recent study conducted by the Southern California Coastal Water Research Project 

(SCCWRP), UC Berkeley, the Orange County Sanitation District and Heal the Bay further 
assessed the risk of swimming-related illnesses following exposure to waters with elevated 
bacteria densities at three beaches: Doheny Beach in Dana Point, Surfrider Beach in 
Malibu and Avalon Beach. These studies examined new techniques for measuring fecal 
indicator bacteria and examined the utility of other species of bacteria as indicators of 
human health risk. These studies have not yet been published.  
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34. In 1999 the County of Los Angeles began testing Avalon Bay for fecal indicator bacteria 

during the summer season (April 1-October 31) in accordance with Health and Safety 
Code section 115880 (AB411 legislation). These test results frequently exceed the 
minimum bacteriological standards for public beaches, and as a result beaches in Avalon 
have been frequently posted as unsuitable for water contact recreation. 

 
35. Avalon Bay has experienced numerous beach postings and poor report card grades from 

Heal the Bay since AB411 monitoring was initiated in 1999. Based on studies conducted, 
the fecal indicator bacteria impairment along the shoreline in Avalon Bay appears to 
originate directly at the shoreline. One closure of the beaches occurred in May 2004 due 
to a sewage spill. In 2004, approximately 20 percent of the samples taken exceeded water 
quality standards, which led to beach postings. In 2005, approximately 25 percent of the 
samples exceeded, and in 2006 approximately 28 percent of the samples exceeded. Most 
of the exceedances occurred at the sampling site located in the middle of the Avalon Bay 
shoreline.  

 
Table 1: Number of Days Exceeding Single Sample Water Quality Objectives at Avalon 
Beach Monitoring Sites (April 2000-June 2009) 

 

Station ID Station Description 
Single Sample Exceedance Days 

Summer*  
Dry Weather** 

Winter*** Dry 
Weather 

Wet 
Weather**** 

DPH 117 1/3 of the way between storm drain 
& the Green Pleasure Pier 56 N/A 5 

DPH 118 2/3 of the way between storm drain 
& the Green Pleasure Pier 76 N/A 6 

DPH 119 1/3 of the way between the Green 
Pleasure Pier & Busy Bee Rest. 136 N/A 7 

DPH 120 2/3 of the way between the Green 
Pleasure Pier & Busy Bee Rest. 78 N/A 4 

DPH 121 Between the Busy Bee Restaurant 
and Tuna Club 52 N/A 5 

Notes: N/A = No data are available for winter dry weather. 
*Summer is defined as the period from April 1 - October 31, per AB411 legislation. 
**Dry Weather is defined as non-wet weather. 
***Winter is defined as the period from November 1 - March 31. 
****Wet Weather is defined as any day with 0.1 inch of rain and the following 3 days. 
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Table 2: Exceedances of Geometric Mean Water Quality Objectives at Avalon Beach 
Monitoring Sites by Season (April 2000-June 2009) 
 

Station ID Constituent 
Geometric Mean Exceedances 

April – May June July August September – 
October 

DPH 117 Total Coliform 0 0 0 0 1 
Fecal Coliform 0 0 1 0 1 
enterococcus 4 1 2 1 5 

DPH 118 Total Coliform 0 0 1 0 1 
Fecal Coliform 1 2 2 0 1 
enterococcus 5 2 3 0 5 

DPH 119 Total Coliform 1 1 1 0 1 
Fecal Coliform 6 3 2 2 6 
enterococcus 9 3 3 2 7 

DPH 120 Total Coliform 0 0 0 0 1 
Fecal Coliform 1 0 1 1 1 
enterococcus 8 2 2 1 5 

DPH 121 Total Coliform 1 0 1 0 1 
Fecal Coliform 0 0 1 0 1 
enterococcus 2 1 2 0 2 

Notes: No data are available for the November to March period. Geometric mean only calculated when 
at least five (5) samples were available during the time period. 

 
Numeric Targets 

 
36. Chapter 3 of the Basin Plan sets forth water quality objectives to protect beneficial uses. 

The bacterial objectives in the Basin Plan are based on four bacterial indicators and 
include both geometric mean limits and single sample limits. The TMDL has a multi-part 
numeric target based on the bacteriological water quality objectives for marine water to 
protect the water contact recreation beneficial use. These targets are the most appropriate 
indicators of public health risk in recreational waters. The Basin Plan objectives that serve 
as the numeric targets for this TMDL are: 

 
Geometric Mean Limits 
Total coliform density shall not exceed 1,000/100 ml. 
Fecal coliform density shall not exceed 200/100 ml. 
Enterococcus density shall not exceed 35/100 ml. 
 
Single Sample Limits 
Total coliform density shall not exceed 10,000/100 ml. 
Fecal coliform density shall not exceed 400/100 ml. 
Enterococcus density shall not exceed 104/100 ml. 
Total coliform density shall not exceed 1,000/100 ml, if the ratio of fecal-total 
coliform exceeds 0.1. 

 
37. These objectives are generally based on acceptable health risk for marine recreational 

waters of 19 illnesses per 1,000 exposed individuals as set by the US EPA (US EPA, 
1986). The targets apply throughout the year. The final compliance point for the targets is 
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the point at which the discharge initially mixes with the receiving water where there is a 
freshwater outlet (i.e., MS4 outfall or freshwater drainage) to the beach, or at ankle depth 
at beaches without a freshwater outlet, and at surface and depth throughout Avalon Bay. 

 
38. Implementation of the above numeric targets is achieved using a ‘reference system/anti-

degradation approach’ or strict application of the single sample objectives. As required by 
the Clean Water Act and Water Code, Basin Plans set forth the beneficial uses of waters 
of the state, water quality objectives to protect those uses, and an anti-degradation policy, 
collectively referred to as water quality standards. The Basin Plan also includes programs 
of implementation to achieve the water quality standards. This TMDL and its associated 
waste load allocations, which are part of this Order and may be incorporated into other 
relevant permits, are the vehicles for implementation of these standards. 

 
39. The ‘reference system/anti-degradation approach’ means that on the basis of historical 

exceedance levels at existing monitoring locations, including a local reference beach 
within the Los Angeles Region, a certain number of daily exceedances of the single 
sample bacteria objectives are permitted in wet weather and during dry weather from 
November 1st to March 31st. The allowable number of exceedance days is set such that 
(1) bacteriological water quality at any site is at least as good as at a designated reference 
site and (2) there is no degradation of existing bacteriological water quality. This approach 
recognizes that there are natural sources of bacteria that may cause or contribute to 
exceedances of the single sample objectives. These implementation procedures may only 
be used within the context of a TMDL addressing discharges from municipal separate 
storm sewer systems (MS4s) and non-point source discharges. These implementation 
provisions do not apply to NPDES discharges other than MS4 discharges. The geometric 
mean targets may not be exceeded. 

 
40. For the single sample targets, each existing monitoring site is assigned an allowable 

number of exceedance days for three time periods (1) summer dry-weather (April 1 to 
October 31), (2) winter dry-weather (November 1 to March 31), and (3) wet-weather 
(defined as days with 0.1 inch of rain or greater and the three days following the rain 
event.) 

 

Single Sample Allowable Exceedances 

 Allowable Exceedance Day* 
(Daily sampling) 

Summer Dry Weather 0 

Winter Dry Weather 9 

Wet Weather 17 
 
*The allowable exceedance day is defined as the number of days a location is allowed to exceed 
any of the single sample targets based on the observed exceedance rate of the reference beach, 
Leo Carrillo Beach, and the number of wet days during the 90th percentile storm year observed at 
Avalon School Meteorological Station. Over 63 years of precipitation data was available from the 
Avalon School Meteorological Station. A storm year is defined as the period from November 1st, 
typically the beginning of the wet season, through October 31st. See Appendix A for the Avalon 
School Rainfall Data Chart. 
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Source Analysis 

 
41. Leaks from the sewage collection system are a significant source of elevated bacterial 

indicator densities to Avalon Beach during dry and wet weather. In addition, there are 
municipal separate storm sewer system (MS4) discharges located along Avalon’s beaches 
that may be contributing to fecal bacteria pollution. 

 
42. Based on the results of the studies conducted through the CBI grant, sewage 

contaminated shallow groundwater may contribute to high concentrations of FIB along the 
shoreline in Avalon Bay through two mechanisms: (1) the transport of shallow groundwater 
into the Bay by tidal exchange, and/or (2) by the addition of growth factors (organic 
carbon, nutrients, low salinity) that facilitate the growth of environmentally adapted strains 
of FIB in foreshore sands. 

 
Linkage Analysis, Allocations and Margin of Safety 

 
43. The data assessment and source analysis show that: (a) bacterial exceedences at Avalon 

Beach originate at the shoreline; (b) tidal mixing within the Bay is sufficient to dilute (within 
a couple of hours) any non-continuous source of pollutants; and (c) the likely significant 
source of bacteria at Avalon Beach is the sewage contaminated shallow groundwater. 

 
44. The Regional Board finds that a TMDL for bacteria can be implemented by reducing the 

bacteria loaded to Avalon Beach from leaks in the sewage collection system and any 
contributions from the MS4. The Regional Board finds, based on the technical 
documentation, that a single regulatory action through a cease and desist order can be 
used to establish and implement the Bacteria TMDL. 

 
45. Depending on the type of discharge, the City of Avalon is assigned waste load allocations 

(WLAs) expressed as either the number of daily or weekly sample days that may exceed 
the single sample targets identified under “Numeric Target” at a monitoring site or the 
bacterial density. Waste load allocations are expressed as either allowable exceedance 
days or bacterial density because the bacterial density and frequency of single sample 
exceedances are the most relevant to public health protection. 

 
46. For the WLAs expressed as allowable exceedance days, the allowable number of 

exceedance days for monitoring sites for each time period is based on the lesser of two 
criteria (1) exceedance days in the designated reference system and (2) exceedance days 
based on historical bacteriological water quality at the monitoring site. This ensures that 
shoreline bacteriological water quality is at least as good as that of a largely undeveloped 
system and that there is no degradation of existing shoreline bacteriological water quality. 

 
47. For each monitoring site, allowable exceedance days of the single sample numeric targets 

are established for three time periods. These three periods are: 
• Summer dry weather (April 1 to October 31) 
• Winter dry weather (November 1 to March 31) 
• Wet weather days (defined as days of 0.1 inch of rain or more plus three days 

following the rain event). 
 

48. The City of Avalon is the sole responsible jurisdiction. The City of Avalon is responsible for 
complying with WLAs at monitoring locations impacted by discharges of stormwater and 
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non-stormwater from the MS4 and its Publicly Owned Treatment Works (POTW) and 
collection system. The City’s POTW discharges to the Pacific Ocean.  

 
49. The WLAs assigned to discharge from the POTW is zero (0) allowable exceedances of the 

bacterial density limits in the receiving waters for all time periods. 
 
50. The WLAs assigned to discharges of urban runoff and stormwater from the MS4 are as 

follows for each compliance monitoring point, based on daily sampling*: 
(a) Zero (0) allowable exceedance days of the single sample numeric targets during 

summer dry weather 
(b) Nine (9) allowable exceedance days of the single sample numeric targets during winter 

dry weather 
(c) Seventeen (17) allowable exceedance days of the single sample numeric targets 

during wet weather 
*Allowable exceedance days are scaled according to sampling frequency. If weekly 
sampling is conducted, one (1) allowable exceedance day is provided during winter dry 
weather, and three (3) allowable exceedance days are provided during wet weather 
throughout the year. 

 
51. The waste load allocations for the geometric mean targets for both discharges from the 

POTW and the MS4 are zero (0) allowable exceedances of the geometric mean of the 
bacterial density for each fecal indicator bacteria, at each compliance monitoring point. 

 
52. Since all stormwater and urban runoff to Avalon Beach is regulated as a point source, load 

allocations of zero (0) days of allowable exceedances for non-point sources are set in this 
TMDL for each time period. The load allocation for the geometric mean targets is also zero 
(0) exceedances of the geometric mean bacterial density. 

 
53. A margin of safety has been implicitly included through several conservative assumptions, 

such as the assumption that no dilution takes place between the discharge and where the 
discharge initially mixes with the receiving water (the compliance point), and that bacterial 
degradation rates are not fast enough to affect bacteria densities in the receiving water. 

 
Seasonal Variations and Critical Conditions 

 
54. TMDLs must include consideration of critical conditions and seasonal factors. Seasonal 

variations are addressed by developing separate waste load allocations for urban runoff, 
stormwater and nonpoint source discharges for three time periods (summer dry-weather, 
winter dry-weather and wet-weather) based on public health concerns and observed 
natural background levels of exceedance of bacterial indicators. 

 
There is currently no monitoring during the winter; though it is likely to be the critical 
condition based on beach monitoring at other beaches in the Los Angeles Region. The 
critical condition for bacteria loading is during wet weather, when historic monitoring data 
for the reference beach indicate greater exceedance probabilities of the single sample 
bacteria objectives than during dry weather. To more specifically identify a critical 
condition within wet weather, in order to set the allowable exceedance days, the 90th 
percentile storm year in terms of wet days is used as the reference year. Selecting the 
90th percentile year avoids a situation where the reference system is frequently out of 
compliance. It is expected that because the City will be planning for the ‘worst-case’ 
scenario, there will be fewer exceedance days than the maximum allowed in drier years. 
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Implementation 

 
55. This TMDL will be implemented by establishing a schedule in this Order. 
 
56. The City of Avalon shall conduct daily or systematic weekly sampling at the initial point of 

mixing with the receiving water at all MS4 outfalls, at existing monitoring stations, and at 
other designated monitoring stations to determine compliance. The targets shall apply at 
existing or new monitoring sites, with samples taken at ankle depth. Samples collected at 
ankle depth shall be taken on an incoming wave. At locations where there is a freshwater 
outlet, during wet weather, samples should be taken as close as possible to the initial point 
of mixing with the receiving water, and no further away than 10 meters down current of the 
storm drain or outlet. At locations where there is a freshwater outlet, samples shall be 
taken when the freshwater outlet is flowing into the surf zone. If the number of exceedance 
days is greater than the allowable number of exceedance days, the City shall be out of 
compliance with the TMDL. 

 
57. In addition, the City of Avalon may conduct a study to determine the relative bacterial 

loading from all sources, including anthropogenic and non-anthropogenic sources. Once 
this study is completed, the Regional Board may adjust the WLAs based on the rate of 
exceedance due to non-anthropogenic sources, if appropriate, based on the study. 

 
58. This Order is an action taken for the protection of the environment and, as such, is exempt 

from the provisions of the California Environmental Quality Act in accordance with 
California Code of Regulations, title 14, section 15321. 

 
59. Any person aggrieved by this action of the Regional Water Board may petition the State 

Water Board to review the action in accordance with Water Code section 13320 and 
California Code of Regulations, title 23, sections 2050 and following. The State Water 
Board must receive the petition by 5:00 p.m., 30 days after the date of this Order, except 
that if the thirtieth day following the date of this Order falls on a Saturday, Sunday, or state 
holiday, the petition must be received by the State Water Board by 5:00 p.m. on the next 
business day. Copies of the law and regulations applicable to filing petitions may be found 
on the Internet at: 
http://www.waterboards.ca.gov/public_notices/petitions/water_quality or will be provided 
upon request. 

 
AUTHORITY – LEGAL REQUIREMENTS 

 
60. Section 13301 of the California Water Code provides that: 
 

“When a regional board finds that a discharge of waste is taking place, or threatening to 
take place, in violation of requirements or discharge prohibitions prescribed by the regional 
board or the state board, the board may issue an order to cease and desist and direct that 
those persons not complying with the requirements or discharge prohibitions (a) comply 
forthwith, (b) comply in accordance with a time schedule set by the board, or (c) in the 
event of a threatened violation, take appropriate remedial or preventive action. In the event 
of an existing or threatened violation of waste discharge requirements in the operation of a 
community sewer system, cease and desist orders may restrict or prohibit the volume, 
type, or concentration of waste that might be added to that system by dischargers who did 

http://www.waterboards.ca.gov/public_notices/petitions/water_quality


Cease and Desist Order No. R4-2012-0077 
City of Avalon 

Page 12 of 21 
 

not discharge into the system prior to the issuance of the cease and desist order. Cease 
and desist orders may be issued directly by a board, after notice and hearing.” 

 
61. This Order requires the Discharger to conduct monitoring and reporting pursuant to 

California Water Code section 13383, which provides that: 
 

“…(a) The state board or a regional board may establish monitoring, inspection, entry, 
reporting, and recordkeeping requirements, as authorized by Section 13160, 13376, or 
13377 or by subdivisions (b) and (c) of this section, for any person who discharges, or 
proposes to discharge, to navigable waters, any person who introduces pollutants into a 
publicly owned treatment works, any person who owns or operates, or proposes to own or 
operate, a publicly owned treatment works or other treatment works treating domestic 
sewage, or any person who uses or disposes, or proposes to use or dispose, of sewage 
sludge. 
 (b) The state board or the regional boards may require any person subject to this section 
to establish and maintain monitoring equipment or methods, including, where appropriate, 
biological monitoring methods, sample effluent as prescribed, and provide other 
information as may be reasonably required. 
 (c) The state board or a regional board may inspect the facilities of any person subject to 
this section pursuant to the procedure set forth in subdivision (c) of Section 13267.” 

 
IT IS HEREBY ORDERED, in accordance with Water Code §§ 13267, 13301 and 13383, that 
the Discharger shall cease and desist from discharging and threatening to discharge wastes, in 
violation of State and Regional Board orders and shall comply with the following provisions of 
this Order: 
 
I. Operations and Maintenance (O&M) Program 
 
1. SSO Reduction Plan: By June 30, 2012, the Discharger shall prepare an SSO Reduction 

Plan. The SSO Reduction Plan shall include: (1) an analysis of historical SSOs (location, 
cause, maintenance history, and available closed circuit television (CCTV) data); (2) 
review of existing maintenance activities and practices; and (3) recommendations for 
changes to sewer cleaning methods, tools, and schedules to achieve full compliance with 
Prohibitions C.1 and C.2 of the SSO WDR, which prohibit any SSO that results in a 
discharge of untreated or partially treated wastewater to waters of the United States, or 
creates a nuisance as defined in Water Code § 13050(m). By June 30, 2013, the 
Discharger shall commence implementation of the recommendations in the SSO 
Reduction Plan, and shall periodically review and revise the strategy implemented as 
appropriate and necessary to achieve full compliance with the SSO WDR. Such review 
and revision shall be reported in the Annual SSO Reports and may also be taken in 
conjunction and coordination with review and revision of the Discharger’s SSMP that is 
required in the SSO WDR and in Section VIII of this Order. 

 
2. SSO Reporting Timeframes: The Discharger shall meet the reporting requirements 

outlined in the SSO MRP Amendment, including but not limited to reporting Category 1 
and 2 SSOs to the Online SSO System as soon as possible but no later than 3 business 
days after the Discharger is made aware of the SSO (SSO MRP Amendment Provisions 
A.4 and 5). 

 
3. SSO Record Keeping: The Discharger shall meet the record keeping requirements 

outlined in the SSO MRP Amendment, including but not limited to the following: 
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(a) Maintain individual SSO records for a minimum of five years from the date of the SSO 

(SSO MRP Amendment Provision B.1); 
 

(b) Make all records available for review upon State or Regional Board staff’s request 
(SSO MRP Amendment Provision B.3); and 
 

(c) Retain records of all SSOs, such as, but not limited to: service call records and 
complaint logs of calls received by the Discharger, SSO calls, SSO records, steps that 
have been taken and will be taken to prevent the SSO from recurring and a schedule 
to implement those steps, work orders, work completed, and a list and description of 
complaints from customers or others from the previous 5 years (SSO MRP 
Amendment Provision B.5). 

 
4. SSO Training: The Discharger shall continue to provide training on a regular basis for staff 

in sanitary sewer system operations and maintenance, and require contractors to be 
appropriately trained. 

 
5. Computerized Maintenance Management System: By June 30, 2012, the Discharger shall 

provide documentation that a Computerized Maintenance Management System (CMMS) 
has been obtained either by the Discharger or by the Discharger’s contract operator. The 
CMMS shall be used in conjunction with the Discharger’s GIS database to track and make 
readily available to relevant Discharger’s employees and contractors information 
concerning SSO history, sewer line cleaning, and other information necessary to plan 
system operation and maintenance and capital improvements. By June 30, 2012, the 
Discharger shall begin full use of the CMMS for SSO-related activities, including logging 
and tracking incoming SSO complaints, generating SSO-related work orders, and 
scheduling gravity, force main and pump station maintenance activities. 

 
6. System-Wide Cleaning Program: By June 30, 2012, the Discharger shall develop and 

commence implementation of a system-wide cleaning program for the gravity sewers in its 
collection system that details all cleaning activities deemed necessary to reduce or prevent 
future SSOs. The cleaning program shall include: (1) preventative cleaning of problem 
gravity sewer segments (SSO hot spots) including the lower laterals maintained by the 
Discharger, to prevent recurring SSOs; (2) an initial system-wide proactive cleaning of all 
gravity sewers within the next 3 years; (3) condition-based proactive cleaning of all gravity 
sewers with a cleaning cycle not to exceed 10 years for any specific gravity sewer; and (4) 
cleaning activities including visual and closed circuit television (CCTV) inspections to be 
scheduled and tracked via the CMMS by the Discharger. 

 
7. Root Control Program: By June 30, 2013, the Discharger shall develop and implement a 

root control program. The program shall be implemented as appropriate and necessary to 
achieve full compliance with the SSO WDR. The root control program shall utilize cleaning 
results and CCTV inspection data to identify gravity sewers with significant root intrusion 
and shall control root intrusion in those gravity sewers with significant levels of root 
intrusion using mechanical root removal and/or chemical root control. 

 
8. FOG Control Program: By June 30, 2013, the Discharger shall develop and implement a 

Fats, Oil and Grease (FOG) Blockage Control Program. The program shall be 
implemented as appropriate and necessary to achieve full compliance with the SSO WDR. 
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The FOG Control Program may use a combination of sewer cleaning, source control, 
and/or public education/outreach. 

 
9. Illicit Discharges Elimination Program: The Discharger shall develop and implement a 

program to detect and eliminate illicit discharges. By June 30, 2013, the Discharger shall 
complete and document results of smoke testing of the portions of its collections system 
identified in the System Evaluation and Capacity Assurance Plan (discussed in greater 
detail below in Paragraph 12) as having the most significant Inflow & Infiltration (I&I) and 
as being most appropriate for smoke testing. The Discharger shall require private property 
owners to eliminate illegal drainage connections or defective laterals and will eliminate any 
inappropriate cross-connections in Discharger owned facilities identified during smoke 
testing. 

 
By June 30, 2013, the Discharger shall adopt an ordinance, or amend existing ordinances, 
to provide the Discharger with the requisite authority to eliminate illicit discharges and shall 
take reasonable enforcement efforts under said ordinance(s) to eliminate identified illicit 
discharges. The Discharger shall take reasonable enforcement actions against any 
violators and maintain records to document any such enforcement actions. 

 
10. Condition Assessment: By June 30, 2013, the Discharger shall complete a condition 

assessment of 100% of its collection system including force mains. The condition 
assessment shall be based on CCTV inspection and employ a system for ranking the 
condition of sewer pipes that meets National Association of Sewer Service Companies 
(NASCO), or other industry-accepted standards. The Discharger shall use the results of 
the CCTV inspection and condition assessment to identify and prioritize collection system 
deficiencies requiring repair, rehabilitation and replacement and shall incorporate identified 
sewer repair, rehabilitation and replacement projects into the Capital Improvement Plan 
(CIP) (defined below) based on the ranking and resulting prioritization. The Discharger 
shall develop and implement a schedule for re-inspection of all gravity sewer lines based 
on the condition of such lines. 

 
Completion of the condition assessment by June 30, 2013 requires that the Discharger 
attempt CCTV inspection and ranking of every segment of the collection system. For 
segments where full segment inspection is precluded, the Discharger shall develop a plan 
and schedule to repair or replace and fully re-inspect each blocked segment and shall 
implement the plan in accordance with the time frames set forth in the schedule. 

 
11. Overflow Emergency Response Plan: By June 30, 2012, the Discharger shall develop and 

implement an overflow emergency response plan. 
 
II. System Evaluation and Capacity Assurance Plan 
 
12. By June 30, 2013, the Discharger shall complete an updated System Evaluation and 

Capacity Assurance Plan (SECAP). The SECAP shall be developed in accordance with 
Provision D.13(viii) of the SSO WDR and comply with the following requirements: 

 
(a) The SECAP shall evaluate the performance of the Discharger’s collection system 

under existing and future dry weather and wet weather flows. 
 

(b) The SECAP shall identify basins within the Discharger’s collection system with the 
most extensive I&I. 
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(c) The SECAP shall identify any bottlenecks in the collection system which lack sufficient 

capacity to convey sewage flows through the collection system and to the Avalon WTF 
during peak wet weather conditions. The SECAP shall identify any areas where 
increases in pipeline size, I&I reduction programs, and increases and redundancy in 
pumping capacity are needed using commercially available hydraulic computer 
modeling designed specifically to evaluate collection system hydraulic flow and 
capacity. 
 

(d) The SECAP shall include a hydraulic analysis that includes calculation for all sewer 
lines and all pump stations of estimated dry weather wastewater flow and estimated 
peak wet weather wastewater flow. Findings of the hydraulic analysis shall be 
presented on a GIS system map or other database. 
 

(e) The SECAP shall identify projects to eliminate any identified capacity deficiencies and 
to reduce I&I. 
 

(f) The SECAP must be reviewed and approved by a professional engineer registered in 
the State of California. 

 
III. Capital Improvement Plan 
 
13. The Discharger shall prepare and implement a Capital Improvement Plan (CIP) based to 

the extent possible on the results of the condition assessment conducted pursuant to 
Paragraph 10 of the Order and the SECAP, required above in Paragraph 12. The CIP 
shall be developed in accordance with Provisions D.13(iv)(c) of the SSO WDR. 

 
(a) By June 30, 2013, the Discharger shall complete a CIP that includes: (1) projects 

identified in the SECAP to address capacity deficiencies; (2) projects identified in the 
SECAP to reduce I&I; and (3) repair, rehabilitation or replacement projects identified to 
address collection system deficiencies detected during the collection system condition 
assessment. The CIP shall include a schedule for implementing the projects contained 
in the CIP. 
 

(b) The Discharger shall implement the CIP in accordance with the schedule contained 
therein. 
 

(c) The Discharger shall update the schedules in the CIP as project implementation 
occurs and priorities change to meet established goals and to ensure proper 
management of infrastructure assets. The Discharger shall provide such updates as 
appropriate in its Annual SSO Report. 
 

(d) The Discharger shall annually post on its website a CIP tracking report that indicates 
the status of all projects listed in the CIP. 

 
IV. Financial Plan 
 
14. By June 30, 2013, and annually thereafter, the Discharger shall develop a 10-year 

Financial Plan and by December 31, 2013, a 20 year Financial Plan. Each shall evaluate: 
(1) the costs of implementing the tasks required by the SSO WDR and this Order; (2) 
current and projected future resources available to implement such tasks; and (3) whether 
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the Discharger’s current wastewater rates need to be increased to ensure adequate 
financial resources to implement such tasks. The Discharger shall provide periodic 
updates and/or amendments to these financial plans as necessary to achieve the tasks 
required by the SSO WDR and this Order. 

 
V. Private Sewer Service Lateral Program 
 
15. If the SECAP concludes that the Discharger’s collection system does not have adequate 

capacity and identifies repair or replacement of private laterals as a cost-effective measure 
for addressing capacity-related problems, the Discharger shall develop and implement a 
private sewer lateral replacement program to reduce the addition of I&I from defective 
private sewer laterals. By December 31, 2013, the Discharger shall present to its city 
council for adoption an ordinance requiring: (1) testing of private sewer laterals (portion of 
a lateral from the building foundation to the property line, or in some cases extending to 
the sewer main line that the private property owner is responsible for maintaining) upon 
sale of property, a major remodel (>$75,000), and any remodel that adds a bathroom or 
significant plumbing fixtures; (2) replacement of defective private sewer laterals by a 
specified deadline; and (3) evidence from landowner that defective private sewer laterals 
has been repaired, rehabilitated, or replaced as condition to closing or the Discharger’s 
sign-off on a permit. 

 
VI. Training 
 
16. By June 30, 2012, the Discharger shall complete an assessment of the competency of its 

collection system staff and develop a plan to provide training to collection system 
operation and maintenance (O&M) personnel. The training assessment and program shall 
include but not be limited to the following: 

 
(a) The Discharger shall assess all collection system O&M personnel (from line staff 

through supervisor) to determine current abilities and compare against the actual 
technical skill sets needed to competently perform collection system O&M duties. The 
assessment shall be based on the personnel’s current needs as compared to what the 
personnel can actually do and is expected to do per the job description. 
 

(b) Based on the results of the assessment, the Discharger shall identify deficiencies and 
make the appropriate adjustments to job descriptions and/or training plan for each 
collection system O&M personnel. 
 

(c) No later than December 31, 2012, the Discharger shall commence implementation of 
the training plan developed for each O&M personnel. 
 

(d) Training provided to O&M personnel shall include but not be limited to classroom, 
drills/practice of SSO response events including procedures for properly notifying, 
documenting and reporting all SSOs to comply with the SSO WDR and SSO MRP 
Amendment, including but not limited to training to ensure proper documentation and 
reporting of SSO start time, ongoing SSO spill rate, SSO end time, estimation of SSO 
volume and amount recovered, and completion of proper documentation of all work 
activities related to SSO response and corrective action taken, workshops, online 
courses and self-paced courses. 
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(e) The Discharger shall report on the progress of its training program in the Annual SSO 
Reports required by Paragraph 24 of this Order for calendar years 2012 through 2015, 
at a minimum. 

 
VII. SSMP Certification, Communication and Audit 
 
17. By June 30, 2012, a copy of the Discharger’s current SSMP and any future revisions to the 

SSMP must be publicly available in the Discharger’s office and posted in the Discharger’s 
internet website. 

 
18. Beginning June 30, 2012, the Discharger shall communicate at a minimum on an annual 

basis with the public by placing information on the Discharger’s website about the 
development, implementation and performance, and costs of its SSMP. The 
communication must provide the public the opportunity to provide input and comments to 
the Discharger as the SSMP is revised and implemented. The Discharger shall document 
its communication program in its SSMP. 

 
19. By June 30, 2014, the Discharger shall revise and re-certify the SECAP element of the 

SSMP into the California Integrated Water Quality System (CIWQS). 
 
20. By June 30, 2013, the Discharger shall revise and re-certify the Operation and 

Maintenance Program element of the SSMP in CIWQS. 
 
21. By June 30, 2014, the Discharger shall present the final revised SSMP to its City Council 

for approval at one or more public meetings. Within thirty (30) days after the Discharger’s 
City Council approves the final revised SSMP, the SSMP must be publicly available in the 
Discharger’s office and posted on the Discharger’s internet website. 

 
22. By June 30, 2014, and every five (5) years thereafter, the Discharger shall review, and 

update as necessary, it’s SSMP in accordance with Provision D.14 of the SSO WDR. 
Each update shall be so noted in the SSO Annual Report for that calendar year. 

 
23. By March 15, 2013, and every March 15th of each year thereafter, the Discharger shall 

conduct an annual audit of its SSMP covering the previous calendar year and submit an 
SSMP Audit Report to the Regional Board. During the Audit, the Discharger shall, at a 
minimum, review the following information: 

 
(a) Collection System Technical Information (SSO “hot spots”, number of SSOs, number 

of preventable SSOs); 
 

(b) Financial Information to ensure the collection system has the financial resources to 
properly carry-out all SSMP elements; 
 

(c) Sewer Maintenance Procedures; and 
 

(d) Measurable Performance Measures. 
 

The Discharger shall initiate/direct corrective actions to be taken whenever deficiencies 
are noted and SSMP improvements are needed. If/when significant changes are made to 
the SSMP; the Discharger shall update the SSMP in accordance with Provision D.14 of 
the SSO WDR. 
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24. By March 15th of each year, the Discharger shall submit an Annual SSO Report covering 

the previous calendar year. The Annual SSO Report shall: (1) summarize number, 
volume, general location and causes of SSOs during the reporting period; (2) summarize 
the sewer system cleaning statistics for the entire system and for hot spots (i.e. number of 
miles cleaned per year and cleaning frequency); (3) perform a trend analysis showing a 
comparison of data for the current reporting period with previous years; and (4) provide a 
status of SSMP development. In addition, starting March 15, 2014, the Annual SSO 
Report shall include additional items so the Regional Board can evaluate ongoing 
compliance with this CDO. The additional information includes: (5) based on trend analysis 
conducted, identify areas of concern in the collection system; (6) provide a list of actions to 
be taken over the next calendar year to address areas needing improvement including a 
list of needed capital projects if applicable; (7) provide a list of any capital improvement 
projects completed during the reporting period to address areas of concern previously 
identified; (8) document all training received by Discharger’s employees during that 
reporting period in accordance with the Discharger’s Training Program. 

 
VIII. Consequences of Non-Compliance 
 
25. If the Discharger fails to comply with the provisions of this Order the Regional Board can 

take additional enforcement action, which may include the imposition of administrative civil 
liability pursuant to Water Code sections 13331, 13350 and/or 13268, or referral to the 
Attorney General. The Executive Officer is authorized herein to refer violations of this 
Order to the Attorney General to take such legal actions as he or she may deem 
appropriate. 

 
IX. Total Maximum Daily Load 
 
26. The City of Avalon is required to achieve the following milestones and targets for WLAs 

assigned to MS4 discharges and nonpoint source discharges:  By April 1, 2016, there shall 
be no allowable exceedances at any locations during summer dry weather (April 1 to 
October 31) By November 1, 2016, compliance with the allowable number of winter dry-
weather exceedance days shall be achieved (November 1 to March 31). By November 1, 
2017, compliance with the allowable number of wet-weather exceedance days and 
geometric mean targets must be achieved. 

 
27. The City of Avalon is required to achieve the following milestones and targets for WLAs 

assigned to the POTW and its collection system: (a) For discharges from the POTW, there 
shall be no exceedances of the numeric targets set forth above upon the effective date of 
this Order. (b) For discharges from the collection system, by June 30, 2015, there shall be 
no discharge resulting in detectable levels of the fecal indicator bacteria identified as 
numeric targets as set forth above. 

 
28. The City of Avalon shall submit a report for the Executive Officer’s approval by November 

30, 2012 describing how it intends to comply with the WLAs. The compliance plan shall 
include implementation methods, and proposed milestones (i.e., actions and dates) to 
track progress toward achieving the WLAs per the schedule identified herein. 

 
29. The City of Avalon shall implement the approved compliance plan within 90 days of the 

Executive Officer approving it. 
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30. To determine compliance with the WLAs assigned to MS4 and nonpoint source 
discharges, the City of Avalon must conduct daily or systematic weekly sampling year-
round at the initial point of mixing with the receiving water at all MS4 outfalls, at existing 
monitoring stations, and at other designated monitoring stations to determine compliance. 
The targets and WLAs apply at existing and new monitoring sites, with samples taken at 
ankle depth. Samples collected at ankle depth shall be taken on an incoming wave. At 
locations where there is a freshwater outlet, during wet weather, samples should be taken 
as close as possible to the initial point of mixing with the receiving water, and no further 
away than 10 meters down current of the storm drain or outlet. At locations where there is 
a freshwater outlet, samples shall be taken when the freshwater outlet is flowing into the 
surf zone. If the number of exceedance days is greater than the allowable number of 
exceedance days, the City shall be considered out of compliance with the WLAs and/or 
LAs. 

 
The water quality program shall include at least six sites: 
DPH 117 Avalon Beach 100 feet east of the Green Pleasure Pier, Avalon 
DPH 118 Avalon Beach 50 feet east of the Green Pleasure Pier, Avalon 
DPH 119 Avalon Beach 50 feet west of the Green Pleasure Pier, Avalon 
DPH 120 Avalon Beach 100 feet west of the Green Pleasure Pier, Avalon 
DPH 121 Avalon Beach East of the Casino Arch at the steps, Avalon 
Pebbly Beach site across from the pump station 

 
31. If a sampling site is found to be out of compliance with a single sample bacteria objective, 

the City of Avalon shall sample daily, or as approved by the Executive Officer in the 
compliance plan, at the sampling site until the samples meet water quality objectives. 

 
32. Total coliform, fecal coliform (E. coli may be substituted), and enterococcus must be 

analyzed by EPA-approved methods including colorimetric methods (e.g. IDEXX). 
 
33. The County of Los Angeles currently conducts monitoring at five sites. The City of Avalon 

need not repeat sampling that the County already conducts as long as the monitoring is 
consistent with the requirements of this Order, but the City of Avalon shall report all water 
quality testing comprehensively. 

 
34. The City of Avalon shall conduct a study to determine the relative bacterial loading from 

anthropogenic and non-anthropogenic sources, including but not limited to storm drains, 
boats, birds, the pier, and other sources. The City of Avalon shall submit a proposed 
schedule and study workplan to the Executive Officer for review prior to commencing the 
study. Once this study is completed, the Regional Board may adjust the WLAs or LAs, if 
appropriate, based on the study. 

 
35. The City of Avalon shall conduct a study to determine residence time of indicator bacteria 

populations in shallow groundwater underlying downtown Avalon and potential methods to 
reduce the bacteria populations. The City of Avalon shall submit a proposed schedule and 
study workplan to the Executive Officer for review prior to commencing the study. Once 
this study is completed, the Regional Board may, if necessary, adjust implementation 
schedule dates to allow time for implementation actions to address the residual bacterial 
populations or natural attenuation of the bacterial populations. 

 
36.  In addition, the epidemiological study of three beaches: Doheny Beach; Surfrider Beach; 

and Avalon Beach, or other site-specific study, including but not limited to, a study to 
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establish a Santa Catalina Island-specific reference beach, may also be used by the 
Regional Board in the futur~. to revise targets or allocations. 

X. Reopener Provision 

37. This Order may be reopened ·and modified by the Executive Officer to specify the method 
of determining compliance with the geometric mean or to specify an alternate reference 
beach as a result of future Basin Plan Amendments. 

XI. Reservation of Enforcement Authority and Discretion 

38. Nothing in this Order is intended or. shall be construed to limit or preclude the Regional 
Board from exercising its authority under any statute, regulation, ordinance, or other law, 
including but not limited to, the authority to bring enforcement against the Discharger in 
response to any SSO event regardless of Discharger's compliance with this Order. 

XII. Regulatory Changes 

39. Nothing in this Order shall excuse the Discharger from meeting any more stringent 
requirements that may be imposed hereafter by changes in applicable and legally binding 
legislation, regulations, or generally applicable state-wide or regional requirements. 

I, Samuel Unger, P.E., Executive Officer, do hereby certify that the foregoing is full, true, and 
correct copy of an order adopted by the Regional Board, on April 5, 2012. 

Samuel Unger, P.E. · 
Executive Officer 
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Historical Rainfall Data at Avalon School Meteorological Station from 1947 to 2009 
            

Storm 
Year1 

Rain 
Days2 Percentile Storm 

Year1 
Wet 

Days3 Percentile Storm 
Year1 Rain (in) Percentile Storm 

Year1 
Dry 

Days4 Percentile 
1983 39 98.3% 1998 110 100.0% 1978 29.5 100.0% 1968 352 100.0% 
1998 39 98.3% 1983 98 98.3% 1983 26.6 98.3% 1972 346 98.3% 
1978 36 96.7% 1978 82 96.7% 1980 23.91 96.7% 1961 342 96.7% 
1993 34 95.0% 1993 81 95.0% 1995 22.7 95.0% 1959 337 93.4% 
1952 31 91.8% 2005 79 93.4% 2005 21.45 93.4% 1970 337 93.4% 
2005 31 91.8% 1952 78 91.8% 1958 20.9 91.8% 1977 329 91.8% 
1995 30 90.1% 1999 77 90.1% 1998 20.87 90.1% 1948 327 86.8% 
1958 28 86.8% 1957 76 88.5% 1993 19.8 88.5% 1964 327 86.8% 
1992 28 86.8% 1995 74 86.8% 1969 19.41 86.8% 1971 327 86.8% 
1957 26 83.6% 1973 73 85.2% 1952 18.76 85.2% 1960 325 80.3% 
1973 26 83.6% 1958 72 83.6% 1986 17.26 83.6% 1967 325 80.3% 
1979 25 81.9% 1979 68 80.3% 2001 16.77 81.9% 1988 325 80.3% 
1962 23 72.1% 1985 68 80.3% 1966 16.64 80.3% 1990 325 80.3% 
1980 23 72.1% 1992 67 78.6% 1973 16.04 78.6% 1954 324 78.6% 
1982 23 72.1% 1955 65 75.4% 1962 15.45 77.0% 1966 323 73.7% 
1986 23 72.1% 1982 65 75.4% 1975 15.11 75.4% 1997 323 73.7% 
1996 23 72.1% 1949 62 73.7% 2003 14.81 73.7% 2008 323 73.7% 
1999 23 72.1% 1965 61 72.1% 1979 14.46 72.1% 1991 322 70.4% 
1949 22 70.4% 2003 59 70.4% 1992 14.23 70.4% 2004 322 70.4% 
1985 21 65.5% 1986 57 68.8% 1967 14.22 68.8% 1956 321 63.9% 
2001 21 65.5% 2000 56 67.2% 1960 11.88 67.2% 1963 321 63.9% 
2003 21 65.5% 1980 55 62.2% 1984 11.77 65.5% 2006 321 63.9% 
1974 20 62.2% 1994 55 62.2% 1954 11.76 63.9% 2007 321 63.9% 
1976 20 62.2% 1996 55 62.2% 1956 11.64 62.2% 1969 320 60.6% 
1955 19 59.0% 1976 54 60.6% 1957 11.63 60.6% 1981 320 60.6% 
2000 19 59.0% 1962 53 57.3% 1997 11.61 59.0% 1950 318 59.0% 
1956 18 57.3% 1974 53 57.3% 1982 11.5 57.3% 1951 316 55.7% 
1954 17 49.1% 1953 52 52.4% 1994 10.58 55.7% 1989 316 55.7% 
1965 17 49.1% 1987 52 52.4% 1955 10.55 54.0% 1984 315 54.0% 
1969 17 49.1% 2001 52 52.4% 1974 10.47 52.4% 1975 314 50.8% 
1975 17 49.1% 1975 51 47.5% 1965 10.3 50.8% 2002 314 50.8% 
1984 17 49.1% 1984 51 47.5% 1971 9.92 49.1% 1953 313 45.9% 
1951 16 39.3% 2002 51 47.5% 1985 9.77 47.5% 1987 313 45.9% 
1953 16 39.3% 1951 49 44.2% 1991 9.59 45.9% 2001 313 45.9% 
1991 16 39.3% 1989 49 44.2% 1950 9.54 44.2% 1962 312 40.9% 
1994 16 39.3% 1950 47 42.6% 1953 9.4 42.6% 1974 312 40.9% 
2004 16 39.3% 1956 45 37.7% 2008 9.34 40.9% 1976 312 40.9% 
2008 16 39.3% 1969 45 37.7% 1996 9.33 39.3% 1980 311 37.7% 
1950 15 29.5% 1981 45 37.7% 1988 9.32 37.7% 1996 311 37.7% 
1981 15 29.5% 1963 44 31.1% 2009 9.3 36.0% 1994 310 34.4% 
1987 15 29.5% 2004 44 31.1% 1968 9.21 34.4% 2000 310 34.4% 
1997 15 29.5% 2006 44 31.1% 2004 9.02 32.7% 1986 308 32.7% 
2002 15 29.5% 2007 44 31.1% 1989 8.78 31.1% 2003 306 31.1% 
2006 15 29.5% 1991 43 27.8% 2000 8.7 29.5% 1965 304 29.5% 
1948 14 22.9% 2008 43 27.8% 1981 8.26 27.8% 1949 303 27.8% 
1967 14 22.9% 1966 42 24.5% 1977 8.12 26.2% 1955 300 24.5% 
1988 14 22.9% 1997 42 24.5% 1951 8.01 24.5% 1982 300 24.5% 
1989 14 22.9% 1954 41 19.6% 1963 8 22.9% 1992 299 22.9% 
1966 13 18.0% 1960 41 19.6% 1976 7.98 21.3% 1979 297 19.6% 
1971 13 18.0% 1988 41 19.6% 1948 7.38 19.6% 1985 297 19.6% 
1990 13 18.0% 1967 40 16.3% 1949 6.61 18.0% 1958 293 18.0% 
1960 12 11.4% 1990 40 16.3% 2006 6.5 16.3% 1973 292 16.3% 
1977 12 11.4% 1948 39 11.4% 1959 6.47 14.7% 1995 291 14.7% 
2007 12 11.4% 1964 39 11.4% 1999 6.41 13.1% 1957 289 13.1% 
2009 12 11.4% 2009 39 11.4% 1964 6.12 11.4% 1952 288 9.8% 
1963 11 8.1% 1971 38 9.8% 1970 6 9.8% 1999 288 9.8% 
1964 11 8.1% 1977 36 8.1% 1987 5.76 8.1% 2005 286 8.1% 
1959 10 6.5% 1959 28 4.9% 2007 5.01 6.5% 1993 284 6.5% 
1970 8 4.9% 1970 28 4.9% 2002 4.9 4.9% 1978 283 4.9% 
1961 7 3.2% 1961 23 3.2% 1990 4.8 3.2% 1983 267 3.2% 
1968 5 0.0% 1972 20 1.6% 1972 4.18 1.6% 1998 255 1.6% 
1972 5 0.0% 1968 14 .0% 1961 3.02 .0% 2009 203 0.0% 

            
1 A storm year is defined as November 1 to October 31 to be consistent with the periods specified in AB411. 
2 A rain day is defined as a day with a 0.1" of rain or more. 
3 A wet day is defined as a day with a 0.1" of rain or more plus the 3 days following the rain event. 
4 A dry day is defined as a non-wet day. 





SEWAGE COLLECTION SYSTEM INSPECTION FORM  


(EPA Reg 9; form revised September 23, 2010) 
 


GENERAL INFORMATION 


 


Inspection Date:  October 28, 2010 


 


Utility Name:  City of Avalon Wastewater Treatment Plant 


Address:123 Pebbly Beach Road 


Avalon, CA  90704 


Contact Person:  Charlie Wagner, Chief Administrative Officer, City of Avalon 


Phone:  310-510-0220    Cell:                Fax: 


Email: 


 


Inspectors Names    Agency/Contractor 


JoAnn Cola U.S. EPA, Region 9 


Russ Colby State of California RWQCB, Region 4 


Raul Medina State of California RWQCB, Region 4 


Ivar K. Ridgeway State of California RWQCB, Region 4 


L.B. Nye State of California RWQCB, Region 4 


Hugh Marley State of California RWQCB, Region 4 


Brandi Outwin State of California RWQCB, Region 4 


Noah Golden-Krasner State of California Attorney General’s 


Office, Los Angeles 


 


Utility personnel who accompanied inspectors 


Name      Title 


Charlie Wagner Chief Administrative Officer, City of 


Avalon 


Denise Radde City Manager’s Office, City of Avalon 


Pastor Lopez Director of Public Works, City of Avalon 


Vic Savage Area Manager, United Water 


Brent Brady Project Manager, United Water 


Ralph Sogliuzzo Assistant Project Manager, United 


Water 


Mike Jones Former Avalon Project Manager, United 


Water 


Shawn Hagerty BBK, representing City Attorney’s 


Office 
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SYSTEM OVERVIEW 


(This inspection form was filled out by the City of Avalon and e-mailed to EPA after the 


inspection.  Inspector has added notes.) 


 


Population:____3,800______ Service Area (Sqr. Miles):____1.4_______ 


Service Area Description:  The City of Avalon is an island resort community. 


 


 Residential Commercial Industrial Total 


Number of 


service 


connections    


1,500 200   


 


Combined Sewers (% of system):  <2%  (Inspector is unclear as to the meaning of this 


response.) 
 


Name and NPDES permit number for WWTP(s) owned or operated by the collection system 


utility:  Waste Discharge Requirements for the City of Avalon Order No. R4-2008-0028  


NPDES No. CA0054372 
 


Name and NPDES permit number for WWTP(s) that receive flow from the collection system 


utility:  None 


 


Names of upstream collection systems sending flow to the collection system utility:  


None 


Names of downstream collection systems receiving flow from the collection system utility:  


N/A 


__________________________ 


__________________________ 


 


Do any interagency agreements exit with upstream collection systems? (Y/N)  N/A 


 


Does the utility maintain the legal authority to limit flow from upstream satellite collection 


systems? (Y/N)  N/A 


 


 


SYSTEM INVENTORY (LIST ONLY ASSETS OWNED BY UTILITY) 


 


Miles of 


gravity main 


Miles of 


force main 


Miles of 


Laterals  


Number of 


maintenance 


access 


structures 


Number of 


pump 


stations 


Number of 


siphons 


11 1.25 Unknown Appx. 125 2 0 


 


Utility responsibility for laterals (none, whole, lower)  lower 
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Size Distribution of Collection System  


Diameter in inches Gravity Sewer (miles) Force Mains (miles) 


6 inches or less 8.25 0 


8 inches  1.75 0.9 


9 - 18 inches 0.5 0.3 


19 - 36 inches 0.5 0 


> 36 inches  0 0 


 


 


Age Distribution of Collection System  


Age Sewer Mains, miles # of Pump Stations 


0 - 25 years 6.7 0 


26 - 50 years 5.5 2 


51 - 75 years 0 0 


> 76 years  0 0 


 


(City’s response appears reflective of pipe lining work.  During the interview, the City 


indicated that pipes were installed 100 years ago.) 


 


 


 


SYSTEM FLOW CHARACTERISTICS 


 


Collection System                    


Average Daily Dry Weather 


Flow (MGD) 


Peak Daily Wet Weather Flow 


(MGD) 


Peak Instantaneous Wet 


Weather  Flow (MGD) 


0.4 0.7 (Summer Q) 2.0 


 


Location of flow monitor(s) from which above information obtained:  WWTP effluent meter 


 


Period over which flow was monitored:  24 hours/day 


 


Agency conducting the flow monitoring:  United Water Environmental Services, Inc. 


 


If no flow monitors, describe method for estimating flows:  


 


 


Wastewater Treatment Plant 


Average Daily Dry Weather 


Flow (MGD) 


Peak Daily Wet Weather Flow 


(MGD) 


Peak Instantaneous Wet 


Weather  Flow (MGD) 


0.4 0.7 2.0 
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Upstream Satellite Name Avg. Dry Weather Flow Peak Flow 


(MGD) 


Flow based on 


meter or 


estimate? 
(MGD) % of total flow 


Hamilton Cove 0.02 4.0 .05 estimate 


     


     


     


     


 


 


Constructed Overflow Points 


Overflow 


Point 


Location Number of Discharges/Year 


None   


   


   


 


 


 


REGULATORY BACKGROUND 


 


Does the system operate under the provisions of an NPDES permit (either their own or under 


provisions of another agencies permit)? (Y/N)  Y 


 


Permit holder: City of Avalon  Permit #  NPDES Permit No. CA0054372 


 


List provision of the permit that apply (If permit holder is other than the agency being inspected) 


______________________________________________________________________________


______________________________________________________________________________


______________________________________________________________________________


______________________________________________________________________________


___________________________________________ 


 


Does the system operate under a state permit? (Y/N)  Y 


Are there any spill reporting requirements? (Y/N)  Y 


Which agency (or agencies) promulgates the spill reporting requirements?  Los Angeles County 


Health Department; California Office of Emergency Services; California Regional Water 


Quality Control Board, Los Angeles Region 
 


Outline the spill reporting requirements (summarize spill reporting requirement for each 


applicable statute, regulation and permit): __See spill reporting 


plan._________________________________________________________________________


______________________________________________________________________________


______________________________________________________________________________


_____ 


 







 5 


SPILLS 


 


Sanitary Sewer Overflows From and Caused by Utility 


Note:  Spill Rate = number of SSOs/100 miles of sewer pipe/year 


Year Mains  


(Miles of Mains  11) 


Laterals 


(Miles of Laterals _0_) 


Totals 


(Total Miles_11_) 


#SSOs (1)Spill 


Rate 


(see 


below) 


Gross 


Spill 


Volume 


#SSOs (2)Spill 


Rate 


(see 


below)  


Gross 


Spill 


Volume 


Total 


SSOs 


(3)Total 


Spill 


Rate 


(see 


below) 


Total 


Gross 


Spill 


Volume 


2010 3 27 29,200 NR -- -- 3 27 29,200 


2009 2 18 14,300 NR -- -- 2 18 14,300 


2005 1 9 1,300 NR -- -- 1 9 1,300 


          


          


Total 6  44,800 NR -- --    


 


(1)Spill Rate = [(#SSOs in main pipe) X 100]/Miles of Main Pipe in System 


(2)Spill Rate = [(#SSOs in laterals) X 100]/Miles of Lateral in System 


(3)Total Spill Rate =  [(#SSOs in Main + #SSOs in Laterals)X100]/[Miles of Main + Miles of 


Laterals] 


 


Spill Cause 


Year 


(as 


listed in 


Table 


above) 


Blockage Gravity 


Pipe 


Break 


Force 


Main 


Break 


Pump 


Station 


Capacity 


Grease Roots Debris Multiple 


# % # % # % # % # % # % # % # % 


2010             2 66 1 34 


2009             2 100   


2005     1 100           


                 


                 


Total                 


 


Please attach a copy of facility spill records for each of the past five years.  The information for 


each spill should include, at a minimum, the following:  Date of spill, time spill reported, 


location of spill (address and city), whether the spill occurred in a private lateral, whether it 


reached a surface water, total volume of the spill, volume of spill recovered, volume of spill that 


reached a surface water, the appearance point of the spill, final spill destination, spill cause and 


explanation, whether a health warning was posted.   
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BUILDING BACKUPS (list only backups caused by problems in sewer mains) 


Year Number of backups Cost of Settled Claims 


2010 1 In process 


   


   


   


   


TOTAL 1  


 


 


STAFFING 


Indicate *Number of Staff – As pertaining specifically to collection system responsibilities  


*Provided as numerical or FTEs or positions 


Management and Administrative: Budgeted_0.2_  Filled___0.2___ 


Maintenance: Budgeted__0.0__ Filled__0.0_______ 


Electricians and Mechanical Technicians: Budgeted _0.0__ Filled __0.0_____ 


Operators: Budgeted _0.6_ Filled _0.6____ 


Engineering: Budgeted _0.0_  Filled _0.0____________ 


 


Number of Certified Collection System Operators/Certification Program: _0.0____________ 


Number of Sewer Cleaning Crews: _1.0__ 


Sewer Cleaning Crew Size: _0.6_ 


 


Contractor Services Contractor Name(s) 


(NA if contractors not used) 
Cost ($/year) 


Sewer Cleaning Performance Pipeline $20,000 


Chemical Root Control None $0 


Spot Repairs Jamison Eng. $10,000 


CCTV Performance Pipeline $20,000 


Spill Response None $0 


Other:    
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EQUIPMENT 


List Major Equipment Owned by the Utility: 


Equipment Number  Number in Service 


Combination Trucks 


(hydroflush and vactor) 


1 1 


Hydroflusher 0 0 


Mechanical Rodder 0 0 


CCTV Truck 0 0 


Utility Truck 2 2 


Portable Pumps 3 3 


Portable Generator 3 3 


   


 


 


FINANCIAL 
 


Does the collection system operate from an enterprise fund? Yes/No 


 


REVENUES 


Revenue Source Annual Revenue ($/year) 


User Fees $1,330,632 


Connection Fees $10,000 


Grants  


Bonds  


SRF Loans  


Interest $15,100 


  


TOTAL  


 


 


EXPENSES 


Expense Annual Cost  


($/year) 


Cost / Mile of Pipe 


(Total Pipe Mileage: 12.5__)  


Maintenance $225,753 $18,060 


Operations (electric, fuel, etc.) $15,000 $1,200 


Salaries and Benefits $45,573 $3,646 


Capital Improvements (See ACIA budget)  


Debt payments   


Contract services $878,685 $70,295 


TOTAL $1,165,011 $93,201 
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Average Monthly Household User Fee for  Sewage Collection: $36.06  ($432.71 billed annually) 


      Wastewater Treatment: No separate charge 


      Total Wastewater Fees: $36.06  ($432.71 billed 


annually) 
 


Sewer Fee Rate Basis (i.e. water consumption, flat rate, etc.): Flat rate based on number of 


units 
 


Last Fee Increase (Date):  7/01/2009 


 


Planned Fee Increases: A fee increase is expected in FY2011 - 2012 as the sewer master plan 


is developed. 
 


Capital Improvement Fund:  $885,000  for  one years  (see ACIA budget)  (City’s budget is 


attached.) 


 


 


SPILL RESPONSE, NOTIFICATION AND REPORTING 


 


Does the Utility Have a Written Spill Response Plan?   Yes 


Is the Plan Carried by Maintenance/Spill Response Crews? No 


Indicate Elements Included In the Spill Response Plan 


Element Y/N Comment 


Identification of Responsible Staff Y United Water emergency call-out sheet 


DISPATCH   


System for Becoming Aware of Spills Y  


System for Receiving Public Calls Y  


Dispatch Procedures – Normal Hours Y  


Dispatch Procedures – After Hours Y  


Coordination with First Responders 


(police, fire department) 
Y  


Response Time Goal 20 min.  


SPILL CONTROL/MITIGATION   


Spill Response Activity Sequence Y  


Spill Site Security Y Local sheriff as needed 


Procedures for Stopping Spills Y  


Spill Containment Y  


Protection of Storm Drains N Storm drain system provides containment 


Cleanup/Mitigation Y  


DOCUMENTATION   


Spill Volume Estimation Method 


(list method in comment field) 
 Volume based on pump rate and time 


element involved 


Determination of Spill Start Time Y  


Spill Sampling N  


Receiving Water Sampling Y  


Photographing Spill Site Y  


Field Notes Form N  
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Spill Report Form Y  


NOTIFICATION   


Notification of Affected Public 


(schools, recreational users, etc.) 
Y  


Posting Warning Signs Y  


Sanitation Information re: building 


backups 
Y  


REPORTING   


Reporting Procedures Y  


Spill Report Forms Y  


Persons Responsible for Filing Reports Y Plant manager 


Are all spills reported regardless of volume? Yes 


Are Contractors Required to Follow Spill Response Procedures? Yes 


Average Spill Response Time (normal work hours): 0.3 hours 


Average Spill Response Time (after hours/holidays): 0.5 hours 


Does the Utility CCTV Pipes Following Spill? No 


Are Cleaning Schedules Adjusted in Response to Spills? No 


 


 


SEWER CLEANING AND MAINTENANCE 
 


Does the Utility Have Detailed Sewer System Maps? No 


Are Maps on GIS Database? No 


Are Maps Available to Maintenance Crews? No 


 


Maintenance Management System is (check whichever is applicable): 


Written ____ Computerized __X___ Both ________ Other (describe) ________________ 


 


ANNUAL SEWER CLEANING – Include hydroflushing, mechanical and hand rodding 


Pipe Cleaning excluding repeats Pipe Cleaning Including Repeats 


(miles/year) % of system/year (miles/year) 


2 20 2 


What does the crew report for total length of pipe cleaned in a single visit if they clean the same 


pipe segment more than once during that visit?  


 


System Cleaning Frequency (years to clean entire system): _5____ 


Types of problems subject to hot spot cleaning? _None__________________________ 


 


HOT SPOT CLEANING SCHEDULE 


Cleaning Frequency Number of 


Locations 


Pipe length excluding 


repeats (miles) 


Pipe length including 


repeats (miles) 


1/month    


6/year    


4/year    


2/year    


1/year 3 < 1 mile < 1 mile 
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CHEMICAL ROOT TREATMENTS 


Length of pipe subject to chemical root treatments (miles/year): _______ 


Chemical treatment frequency: Never 


Root treatment chemicals used: ____________________________________________ 


 


SPOT REPAIRS 


Spot repairs completed annually: ________ (#/year);  _______ (miles/year) 


Spot repair budget ($/year): _______ 


Spot repair expenditures last year: $_________;  year: ________  


 


ODORS 


Annual number of complaints: _3___ 


Odor hot spot locations: __Pebbly Beach_________________________________ 


Odor treatment facilities: __2____________________________________________ 


 


EASEMENT PIPE CLEANING 


Total length of easement pipes (miles): _0____ 


Annual easement pipe cleaning (miles/year): _0____ 


Do maintenance workers have access to all easements? _________________________ 


 


(The section on cleaning and preventive maintenance differs from what the City said to 


inspection team during the interview.  The City said during the interview that it does not 


have preventive maintenance schedules, but does respond to “problem spots” and reacts to 


problems.  Preventive maintenance is performed only at the pump stations.) 


 


 


FATS, OILS AND GREASE (FOG) CONTROL 


 


Does the Utility have a FOG source control ordinance? _No_ 


Ordinance Citation: __________________________________ 


Agency responsible for implementing the FOG control program: _City of Avalon_ 


 


Number of Food Service Establishments (FSEs) in service area: ___________ 


Number of FSEs subject to FOG ordinance: _0______ 


 


Indicate Elements Included In the Food Service Establishment FOG Source Control 


Program 


Element Y/N Comment 


FSE Permits N  


FSE inspections N  


FSE enforcement N  


Oil & grease discharge concentration 


limit 
N  


Grease removal device (GRD) 


requirements: 


  


    traps N  
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    interceptors N  


    Automatic cleaning traps N  


FSEs subject to GRD installation:   


    all FSEs (new and existing) N  


    new FSEs N  


    remodeled FSEs N  


    for cause at existing FSEs N  


GRD maintenance requirements:   


    Cleaning frequency 0  


    25% rule (grease and solids        


accumulation) 
N  


Kitchen BMP Requirements  


(list required BMPs below) 
  


   


   


   


Allowance for chemical additives? N/A  


Allowance for biological additives? N/A  


FOG Disposal Requirements N/A  


FOG Disposal Manifest System N/A  


 


Number of FOG Program staff: 


 Inspectors _0_ 


 Permit writers _0_ 


 Other _0__ 


 


FSE Inspection frequency: _N/A_ 


Annual number of FSE inspections: _0___ 


Does Utility use CCTV to identify FOG sources? _No__ 


 


Does sewer maintenance staff coordinate with FOG source control program staff? _No_ 


 Cleaning targeted to FOG hot spots? _N/A_ 


 Maintenance crew referrals to FOG program? _N/A_ 


 Pipe repairs at FOG hot spots? _N/A_ 


 


Describe program for public outreach and education related to residential FOG sources: 


______________________________________________________________________ 


______________________________________________________________________ 


_______________________________________________________________________ 
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PIPE INSPECTION AND CONDITION ASSESSMENT 


 


Gravity Main Inspection 
 


Describe Pipe Inspection Methods:  Gravity sewers are inspected using a CCTV system. 


 


 


Miles of Pipe Inspected in the Last 10 Years and Planned Inspection Next 10 Years 


Date Range Inspection 


Method 


Miles of Pipe 


without repeats 


Useable Condition Assessment 


Miles of Pipe 


(without repeats) 


% of System 


(System miles:   ) 


2000 to present CCTV 8.25 8.25 75% 


2000 to present Other -- -- -- 


Present to 2020 CCTV 11 11 100% 


Present to 2020 Other 2.2 2.2 20% 


 


Describe Planned Pipe Inspection:  20% (2.2 miles/year) 


 


 


 


Summary of Condition Assessment Findings: 


 


 


 


 


 


 


Force Mains 


Describe Force Main Inspection Methods:  None 


 


 


Describe Program for Inspecting Air Relief Valves:  N/A 


 


 


Private Laterals 


Does the Utility Inspect Private Laterals? __Yes__ 


 


Number of Private Laterals Inspected 2006 to Present: _325__ 


 


Summary of Inspection Findings:  129 laterals relined, 196 replaced (2008). 


 


Number of Private Laterals Planned for Inspection Present to 2020_____________ 
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CAPACITY ASSURANCE 
 


List Locations and Dates of Repeats Capacity Spills: 


Pebbly Beach Pump Station 


8/31/10 


8/22/10 


10/5/05 
 


List Locations of Known Capacity Bottlenecks:  


 Dry Weather:  Pebbly Beach Pump Station 


   Catherine Pump Station 


 


 


 Wet Weather:  Pebbly Beach Pump Station 


   Catherine Pump Station 
 


Describe I&I Assessments Completed by the Utility (dates, area covered, findings, etc.): 


A hydraulic and infiltration analysis was conducted for each site/basin for the flow 


monitoring period of March 12, 2004 to May 01, 2004.  A summary of the relevant data is 


provided in Table 5.1 (below). 


Net daily average and diurnal flows from each metered area were typical of other like sized 


areas with similar land uses.  Estimated base infiltration (BI) rates system-wide do not 


appear to be unreasonably high, although there is evidence to suggest that some isolated 


zones within the system may be experiencing above standard BI rates.  The BI rates since 


1993 appear to have decreased in Basins 003 and 004 as well as system-wide. 


Hydraulic performance at each metered site indicates the system is not experiencing any 


significant dry-weather capacity issues. 


 
 


Flow Meters (number, locations):   
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Describe Flow Model Used by the Utility:   


 


Inflow 


Does the Utility Prohibit Storm Water Connections to the Sanitary Sewer (roof drains, sump 


pumps, etc.)? Unknown 


 


Describe Program for Enforcing Ban on Illicit Connections:  Unknown 


 


Describe Program for Locating Illicit Connections (smoke testing, etc.):  Smoke testing done in 


1999. 


 


Locations Subject to Street Flooding:  Clarissa and Crescent Streets. 


 


Has the Utility Sealed Manholes in Locations Subject to Street Flooding:  Yes 


 


I&I Control 


Describe I&I Control Projects (miles of pipe rehabilitated or replaced for I&I Control) 


Recently Completed Projects:  All manholes in “the Flats” sealed; all mains in “the 


Flats” sliplined. 


 


Planned Projects:  Unknown 


 


Describe Capacity Control Measures (relief sewers, storage, WWTP expansion, etc.) 


Recently Completed Projects:  None. 


 


Planned Projects:  Unknown. 


 


 


INFRASTRUCTURE RENEWAL AND CAPITAL IMPROVEMENTS 
 


 


Pipe Rehabilitation and Replacement Methods Used:  


 


 


Miles of Pipe Rehabilitated or Replaced: Last 10 Years and Planned Next 10 Years 


Date Range Miles of Pipe % of System 


(System miles:   ) 


1999 to present 6.7 55% 


Present to 20__ Unknown N/A 


 


 


Describe Capacity Improvement Program:  N/A 


 


 


 


List Major Planned Improvements:  
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Per City of Avalon:  The FY 2010-2011 ACIA sewer budget 


contains $885,000 for capital improvements. Listed below: 


 
Decant Tank Refit  245,000 
Casino Sewer Laterals  120,000 
Slip Lining ‐ Falls Canyon 25,000 
Camera ‐ Marilla, et al  20,000 
Slip Lining ‐ Marilla, et al 350,000 
Emergency Generator ‐WWTP 125,000 
Total    $885,000 
 


Describe Master Plan: 


Per City of Avalon:  The City will award a contract to RBF Consulting on November 16, 


2010.  This contract will be the basis of developing a master plan to map, grade and 


improve the system, city wide. 


 


(During the inspection, the City indicated that, although the funds listed above had been 


budgeted, the projects were “on hold” pending review by the new contractor.  The City 


indicated uncertainty that the projects had been properly described and prioritized, as it 


was in the middle of a contract dispute with its O&M contractor.)
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 PUMP STATIONS 


(Please complete one sheet for EACH pump station) 


 


Name and Location of Pump Station: __Pebbly Beach Pump Station_________ 


 


Pump Information 


Pump #/Name Dry or 


Submersible 


Capacity Constant or 


Variable 


In Service? 


Pebbly Beach #1 Drywell Sub 700 gpm Variable Yes 


Pebbly Beach #2 Drywell Sub 700 gpm Variable Yes 


Pebbly Beach #3 Drywell Sub 700 gpm Variable Yes 


 


Pump Station Information:  


 A.  Average flow: __0.46 MGD___________________________ 


 B.  Holding Time: __10 minutes__________________________ 


C.  Does station have sufficient pumping capacity with the largest pump out of  


service during: 


Peak Dry Weather Flow: Yes 


Peak Wet Weather Flow: Yes 


D.  Dry weather capacity limitations?  Y/N (if yes, describe)  No_____ 


 E.  Wet weather capacity limitations? Y/N (if yes, describe) No______ 


 F.  Number of failures resulting in overflows/bypass or backup, in the last five  


       years _3____ 


G.  Total quantity of overflow/bypass:  Gallons or MG  24,300 gallons 


 H.  Is dry well protected from wet well overflow? Yes_X_ No_____  


I.   How often is pump station inspected? _Bi-weekly________________ 


J.   Back up power sources and type: 


On-site 


generators 


Portable 


Generators 


Back-Up Line 


from same grid? 


Back-up Line 


from different 


grid? 


Other (describe) 


Yes_X_No____ Yes____No_X_ Yes____No_X Yes____No_X_  


                   


                        If generators on-site, describe testing and maintenance procedures:  Annual 


inspection and load test.  Weekly run testing. 
 


 K. Station Alarms: 


Low Wet Well High Wet Well Power Loss Unauthorized 


Entry 


Other 


(Describe) 


Yes___No_X Yes  X    No____ Yes_X_No____ Yes___No_X_  


   


      a)  Is there 24 hour coverage for alarms? Yes__X______No_______________ 


      b)  Alarm signal sent to: Duty operator cell phone______________________ 


 


 L.  What equipment is available for emergency response?  Service truck 


 


M.  Are there SCADA controls? Yes ______________ No __X__________ 


     If yes, ability to operate station remotely? Yes __________ No___________ 
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PUMP STATIONS 


(Please complete one sheet for EACH pump station) 


 


Name and Location of Pump Station: __Catherine Pump Station_________ 


 


Pump Information 


Pump #/Name Dry or 


Submersible 


Capacity Constant or 


Variable 


In Service? 


Catherine #1 Drywell Sub 850 gpm Variable Yes 


Catherine #2 Drywell Sub 850 gpm Variable Yes 


     


 


Pump Station Information:  


 A.  Average flow: _0.46 GPM_______________________________ 


 B.  Holding Time: _10 minutes___________________________ 


C.  Does station have sufficient pumping capacity with the largest pump out of  


service during: 


Peak Dry Weather Flow: Yes__X___No_________ 


Peak Wet Weather Flow: Yes__X________No___________ 


D.  Dry weather capacity limitations?  Y/N (if yes, describe)  __No____ 


 E.  Wet weather capacity limitations? Y/N (if yes, describe) ___No____ 


 F.  Number of failures resulting in overflows/bypass or backup, in the last five  


       years __0____ 


G.  Total quantity of overflow/bypass:  Gallons or MG  _0 gallons___ 


 H.  Is dry well protected from wet well overflow? Yes_X_ No_____  


I.   How often is pump station inspected? __Bi-weekly______________ 


J.   Back up power sources and type: 


On-site 


generators 


Portable 


Generators 


Back-Up Line 


from same grid? 


Back-up Line 


from different 


grid? 


Other (describe) 


Yes_X_No____ Yes____No_X_ Yes____No_X_ Yes____No_X_  


                   


                        If generators on-site, describe testing and maintenance procedures:  Annual 


inspection and load testing.  Weekly run testing. 
 


 K. Station Alarms: 


Low Wet Well High Wet Well Power Loss Unauthorized 


Entry 


Other 


(Describe) 


Yes___No_X Yes_X_No____ Yes_X_No____ Yes___No_X_  


   


      a)  Is there 24 hour coverage for alarms? Yes__X_____No_______________ 


      b)  Alarm signal sent to:  Duty officer cell phone_________________________ 


 


 L.  What equipment is available for emergency response?   Service truck 


M.  Are there SCADA controls? Yes ______________ No ___X_________ 


     If yes, ability to operate station remotely? Yes __________ No___________ 
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ATTACHMENT 1 


 


PHOTOGRAPHS TAKEN DURING INSPECTION OF CITY OF 


AVALON, CALIFORNIA 
 


 


 


Photographs IMG_3259 through IMG_3268 were taken by JoAnn Cola on October 28, 2010 


 


 


 


 


 


 


 


 


 
Figure 1:  IMG_3259.  Pump station for the low-flow diversion station at “Busy Bee” location.  The City told 


the inspection team that the sewer system uses the low-flow diversion system to capture sewer system spills, 


which can then be pumped back to the WWTP.  The system is a separate sewer system but is, in effect, 


operated similarly to a combined system. 
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Figure 2:  IMG_3260.  Low-flow diversion system. 


 


 
Figure 3:  IMG_3261.  Manhole located in the alley behind the El Galleon restaurant.  Small amount of 


grease is visible, lots of soap suds. 
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Figure 4:  IMG_3262.  Mike Jones of United Water opening the cover at the Catherine lift station. 


 


 
Figure 5:  IMG_3263.  Catherine lift station. 
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Figure 6:  IMG_3264.  Low point manhole between Catherine & Pebbly Beach lift stations. 


 


 
Figure 7:  IMG_3265.  Outlet to beach from the low point manhole pictured in IMG_3264. 
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Figure 8:  IMG_3266.  Site of spill at Pebbly Beach lift station. 


 


 
Figure 9:  IMG_3267.  Pebbly Beach lift station. 
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Figure 10:  IMG_3268.  Control panel and wet well area at Pebbly Beach lift station. 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


 


The following photos, IMG_3269 through IMG_3275, were taken at the Avalon wastewater 


treatment plant by Brandi Outwin, RWQCB4 on October 28, 2010. 
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Figure 11: IMG_3269.  Rotoscreens at wastewater treatment plant, site of an in-plant spill. 


 


 
Figure 12:  IMG_3270.  Aeration basins. 
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Figure 13:  IMG_3271.  Aeration basins.  Original image has been rotated 90


o
 clockwise. 
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Figure 14:  IMG_3272.  Aeration basins.  Original image has been rotated 90


o
 clockwise. 
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Figure 15:  IMG_3273.  Digesters.  Original image has been rotated 90


o
 clockwise. 
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Figure 16:  IMG_3274.  Clarifiers. 


 


 
Figure 17:  IMG_3275.  Pumps and blowers. 
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ATTACHMENT 2 


 


INSPECTION SUMMARY 
 


1. Introduction.  On October 28, 2010, EPA Region 9, accompanied by Regional Board 4 


and the State Attorney General’s Office inspected the City of Avalon’s wastewater 


collection system.  Information provided by Avalon’s representatives is summarized in 


the Sewage Collection System Inspection Form, above.  This summary provides 


highlights of EPA’s inspection findings. 


 


The City of Avalon is located on Catalina Island in Los Angeles County, California.  


Avalon is approximately 22 miles SSW from Los Angeles Harbor.  Avalon is primarily a 


resort community.  Local businesses consist primarily of tourist-related hospitality and 


retail, with few industrial facilities.  Avalon owns 11 miles of sewage collection pipe, 


including two lift stations, and a waste water treatment plant (“WWTP”).  In addition, the 


City also has a dual piping system to enable it to use saltwater for fire suppression, 


irrigation, and toilet flushing at elevations of less than 180 feet.  The City of Avalon has 


contracted with United Water for the past 20 years to operate its WWTP, sewage 


collection system, and the saltwater system.  The City of Avalon expects to have a new 


contract for operation in March 2011.  Average daily dry weather flow is 0.49 MGD.  


Because Avalon is a resort community, high flows typically occur during the summer, 


when the average daily flow is 1.8 MGD.  The influent to the WWTP is approximately 


50% saltwater. 


 


2. Occurrence of Sanitary System Overflows (“SSOs”).  Discharges to waters of the 


United States without a permit are prohibited by Section 301(a) of the Clean Water Act.  


Part C.1 Prohibitions of the Statewide General Waste Discharge Requirements for 


Sanitary Sewer Systems, DWQ No. 2006-0003, states that any spill that results in a 


discharge of untreated or partially treated wastewater to waters of the United States is 


prohibited.  Part III of the Waste Discharge Requirements for the City of Avalon Order 


No. R4-2008-0028 NPDES No. CA0054372 also prohibits discharges at locations other 


than that described in the Permit, and prohibits overflows of untreated wastewater to 


surface waters or surface water drainage courses. 


 


The City owns and is responsible for the operation and maintenance of 11 miles of pipe.  


According to responses on the inspection questionnaire submitted by Avalon to EPA 


following the inspection, from January 1, 2005 through September 30, 2010, 6 SSOs 


occurred.  The spill rate is 10 spills/year/100 miles pipe, when averaged over the 5.75 


year period.  Of the spills reported during 2009 and 2010, the total spill volume was 


43,500 gallons, of which only 600 gallons was recovered.  During 2010, all SSOs were 


reported to CIWQS to have affected surface waters.  Recommendation:  In order to fully 


comply with the Clean Water Act, the Statewide General Waste Discharge Requirements 
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for Sanitary Sewer Systems, DWQ No. 2006-0003, and its NPDES Permit, the City must 


make all reasonable efforts to eliminate SSOs. 


 


3. Documentation of SSOs.  The State Water Resources Control Board’s Order No. 2006-


0003DWQ Statewide General Waste Discharge Requirements also require Avalon to 


develop and implement a Sewer System Management plan (“SSMP”), including a Sewer 


System Overflow Response Plan (“SSORP”).  State Water Resources Control Board’s 


Monitoring and Reporting Program No. 2006-003-DWQ Statewide General Waste 


Discharge Requirements for Sanitary Sewer Systems establishes requirements for 


monitoring, recordkeeping, and reporting.  Paragraph B of the Monitoring Program 


requires that the documentation related to SSOs must be maintained by Enrollee for a 


period of five years.  The required documents include copies of the report submitted to 


California Integrated Water Quality System (“CIWQS”), logs of SSO calls, service call 


records, SSO records, complaints, and maintenance records. 


 


Except for 911 call audio tapes of those calls made to the sheriff’s department, there is no 


record or log kept of sewer trouble calls made by the public to the City.  Both City and 


United Water representatives told the inspection team that spills are sometimes reported 


by the public in person to City or United Water staff.  United Water representatives said 


that a log book for the WWTP is maintained, and an entry is made to record trouble call 


outs. 


 


The City of Avalon’s Sewer System Management Plan (“SSMP”) is dated September 


2010 and was adopted by the City Council in October 2010.  Section 5, page 17 of the 


SSMP describes the actions for staff to take when responding to spills.  It says the 


response staff is to first call to dispatch equipment, then, “…2) determine the flow path, 


width, length, and depth in order to document the volume of the spill.  3) If possible, take 


pictures to document the spill and your efforts to contain the flow and restore the area.”  


United Water’s Sewer System Overflow Response Plan (“SSORP”) is attached as an 


appendix to the SSMP.  Item three of the SSORP instructs response staff to “take camera, 


GPS, and reporting packet”.  Based on the statements made by the City during the 


interview, response personnel do not follow the procedures established by the City’s 


SSMP and SSORP for documenting SSOs.  City staff told inspectors that the city 


vehicles used for spill response do not contain either spill response forms or cameras, and 


that the response staff does not photograph spills.  Although the CIWQS reports prepared 


by United Water do contain the coordinates of the spill location, the City staff told 


inspectors that the City has no GPS capability, nor any staff currently trained to use it.  


United Water staff said that response staff used a photo chart to estimate spill volume.  


The SSORP contains a “sewer overflow volume estimation guide” comprised of a series 


of nine photos depicting manhole overflows ranging from 5 to 275 gallons per minute, it 


is a very poor quality copy, and the SSORP includes no alternate methodology for 


estimating spill volume.  During the interview, the City staff told inspectors that the spill 
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responders do not take any notes at the spill site.  The City told inspectors that, except for 


the trouble call log binder kept at the WWTP, it does not maintain any written 


documentation of the spill.  United Water staff said that the project manager writes and 


submits spill reports to CIWQS, with a copy furnished to the City.  The inspection team 


viewed the trouble call binder, which contained copies of the spill response forms 


submitted to CIWQS, but it contained neither supporting documentation nor other spill 


documentation required to be maintained under the Statewide General Waste Discharge 


Requirements.  Recommendation:  To comply with the Statewide General Waste 


Discharge Requirements for Sanitary Sewer Systems, the City should fully implement its 


SSMP, and establish standard procedures for preparing complete and accurate spill 


documentation, beginning with logging initial calls from the public until the final spill 


report is submitted to CIWQS.  The City should also consider preparing spill response 


documentation kits to be maintained in service vehicles, consistent with its SSMP and 


Overflow Response Plan.  Staff should receive additional training in preparing and 


maintaining SSO documentation. 


 


4. Reporting of SSOs.  According to the State Water Resources Control Board’s Order No. 


2006-0003-DWQ Statewide General Waste Discharge Requirements, the City of Avalon, 


was required to commence reporting all SSOs to the State’s CIWQS database on August 


17, 2006. 


 


According to the State’s CIWQS database, no spills were reported by Avalon to CIWQS 


prior to July 2010.  Three spills were reported during 2010.  However, the inspection 


form filled out by Avalon representatives and submitted to EPA, listed a total of six 


public SSOs and one building backup as having occurred during the past five years.  All 


SSOs are required to be reported under the State’s Order No. 2006-0003-DWQ. 


 


During the interview, City of Avalon representatives told the inspection team that spills 


in Avalon’s downtown area flowed via the storm drain system into the storm water low-


flow diversion system at Crescent Ave. near Metropole Ave. and then pumped to the 


treatment plant.  However, the City staff also said that the diversion system was such that 


runoff went directly to the ocean after about an hour of heavy rainfall.  Although the City 


did state to inspectors that such downtown SSOs were “usually due to pipe failure”, the 


number of such spills was not stated, and no such spills have been reported to CIWQS.  


All spills from the sewage collection system are required to be reported to CIWQS, 


regardless the spill is pumped from the low-flow diversion system to the treatment plant.  


Recommendation:  The City is required to report all SSOs, including spills that may 


occur on private property but are due to blockages in a city-owned pipe, as required by 


the State’s Monitoring and Reporting Program No. 2006-0003-DWQ.  The City should 


provide EPA with an explanation of the reasons any SSOs were not reported to CIWQS.  


The City should report all missing spill data to CIWQS, as appropriate. 
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5. SSO Containment and Mitigation. Part D.3. of the State Water Resources Control 


Board Order No. 2006-0003-DWQ states that in the event of a spill, the Enrollee shall 


take all feasible steps to contain and mitigate the effects of an SSO. 


 


Of the three SSOs reported to CIWQS, the total volume reported is 29,000 gallons.  600 


gallons, or 2%, was reported as recovered.  United Water has a service truck and also a 


trailer available for response to SSOs.  The trailer is equipped with bypass pumps, sewer 


snake, and jetter.  The City of Avalon owns a combination truck, but United Water must 


call to request it from the City’s Department of Public Works; city staff operates the 


combination truck.  According to the City, Public Works does not usually get calls to 


respond to spills.  Two of the reported spills were reported to have occurred at Pebbly 


Beach Pump Station; which carries virtually all of the City’s flow.  The first reported 


SSO, on August 21, 2010 was caused by corrosion of the control system due to hydrogen 


sulfide and saltwater.  United Water representatives told inspectors that the pump station 


was serviced weekly; however, the stainless steel support in the control panel failed due 


to corrosion and the SSO occurred before the panel was repaired.  United Water 


contracted electricians from the mainland to make the extensive repairs.  The second SSO 


occurred ten days later and was caused by a pump becoming vapor locked while the 


repairs were ongoing.  The third SSO occurred at the WWTP following an electrical 


“brownout”.  When asked whether the pump station was routinely checked out following 


electrical problems, United Water representatives stated that “someone should”, but did 


not state that this was actually a standard procedure.  Recommendation: The City should 


fully implement its SSMP, and improve its efforts to contain and mitigate SSOs.  Because 


of the proximity of the sewage collection system to the Pacific Ocean, the City should 


consider developing and implementing spill contingency plans. 


 


6. Sewer System Maintenance.  State Water Resources Control Board Order No. 2006-


0003-DWQ requires Enrollees to develop an SSMP, including an Operation and 


Maintenance Program and Preventative Maintenance Program.  Although the City 


indicated on the inspection form that 20% of the system is cleaned annually, the City told 


inspectors during the interview that sewer cleaning is not done on a schedule, but that 


cleaning is reactive to a problem.  United Water staff told inspectors that it was “aware of 


several problem spots”, but there is no accelerated cleaning schedule.  Avalon owns a 


vactor truck and jet rodder, but this equipment is used by the City Public Works staff 


primarily for the low-flow diversion system, and not used for cleaning the sewage 


collection system.  Preventive maintenance is done only at pump stations.  There are no 


programs established for either grease or root control.  The City of Avalon provided 


copies of CCTV work done during July 2010, which shows evidence of both heavy root 


intrusion and pipes in need of urgent repair in the west side of the city.  According to 


statements made by the City during the interview, there is no maintenance management 


system, no written work orders, no preventive maintenance schedules, and no long-term 


capital improvement plan.  This appears to conflict with information provided on the 
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inspection form.  There is only one hard copy sewer map, which the City told inspectors 


was “not accurate”.  The inspection team visited the WWTP, and noted that although 


some refurbishment had occurred, the decant tank appeared to be in need of urgent repair, 


and was not being used.  Recommendation:  To fully comply with State Water Resources 


Control Board Order No. 2006-0003-DWQ , the City should fully implement its SSMP.  


The City must have an accurate sewer map.  In addition, the City must plan, budget, and 


complete appropriate maintenance measures, including preventive maintenance and pipe 


repairs, in a timely manner to prevent failure and repeat SSOs.  Scheduled preventive 


maintenance may also help to reduce costs by reducing costly emergency repairs. 


 


7. Maintenance Management System and Record Keeping.  State Water Resources 


Control Board Order No. 2006-0003-DWQ requires all Enrollees to maintain records of 


all SSO calls, spill records, work orders, and lists of complaints from the public.  When 


requested by the inspection team, the City had no such documentation available.  The 


inspection team was also told by the City that Avalon has no digitized sewer system 


maps, no computerized maintenance management system, and no automated system for 


generating work orders.  There is no system for scheduling routine maintenance, tracking 


maintenance completed, for facilitating or adjusting the frequency of maintenance, or for 


generating work orders following SSOs.  Recommendation:  The City should implement 


its SSMP and adopt a maintenance management system that would more efficiently allow 


the City to integrate, track, and record maintenance, spills, inspection history, and 


condition assessment of its pipes.  In addition, it would provide a system for maintaining 


the SSO documentation required by the State’s Order No. 2006-0003-DWQ. 


 


8. Capital Improvement Program and Aging Infrastructure.  State Water Resources 


Control Board Order No. 2006-0003-DWQ requires all Enrollees to develop an SSMP 


which “should include a capital improvement plan that addresses proper management and 


protection of the infrastructure assets.  The plan shall include a time schedule for 


implementing the short- and long-term plans plus a schedule for developing the funds 


needed for the capital improvement plan.”  Although the City lists several projects on the 


inspection form, the City told inspectors that there is no long-term plan currently in place 


for capital improvements.  During the inspection, the City told inspectors that it had 


refurbished the WWTP, but the inspection team observed a decant tank at the WWTP 


that had been taken out of service and was clearly in need of repair.  The City told 


inspectors that the funds for repairing the decant tank is in the budget and the project is 


authorized.  The City explained to inspectors that the work had not been done because it 


doesn’t have confidence that projects had been correctly prioritized.  The City said that it 


has had the funds budgeted for its capital improvement projects, but has not started work 


because it has been awaiting the award of a contract with a consultant to reevaluate and 


rank proposed improvements. 
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During the inspection, the City staff said that most of the sewer pipe was installed 


approximately 100 years ago.  Much of the downtown pipe has been slip-lined, which 


may account for the apparent conflict with pipe ages listed by the City on the inspection 


form that indicate no pipe older than 50 years.  Most of the city’s pipe is clay, although 


some is of cast iron.  Although the lifespan of clay sewer pipe does vary, the average life 


of a clay sewer pipe is often considered to be approximately 70 years.  According to the 


City staff’s statements during the interview, approximately 80% of the City’s system has 


been CCTV inspected, and 50% of that was slip lined approximately 7 to 8 years ago, 


mainly in the flat area of the City.  Therefore, approximately 4.5 miles of the 11 mile 


system has been slip lined, and 6.5 miles of unrehabilitated pipe remains, mainly in the 


west side on the slope above downtown.  However, the inspection form filled out by the 


City says that 6.7 miles of the pipe had been rehabilitated during the past 10 years.  


During the inspection, the City told inspectors that it currently makes repairs upon 


failure, and rehabilitates its sewer pipes in conjunction with street repairs.  Although 


approximately half of the system has been slip lined, the City stated that there is currently 


no long range program in place to systematically repair, rehabilitate, or replace 


components of the sewage collection system before it fails.  Recommendation:  The City 


should fully implement its SSMP and consider instituting a Capital Improvement 


Program that includes sufficient funding to refurbish its wastewater infrastructure over 


time so as to avoid failure. 


 





























































































































































Exhibit 3
City of Avalon SSOs


* Not reported in CIWQS
** Not reported 1 of 1


EVENT ID SSO 
Category Start Date SSO Address SSO City SSO Vol Vol of SSO 


Recovered 


Vol of SSO 
Reached 
Surface 
Water 


Name of impacted 
beach(es)


Name of 
impacted 
surface 
water(s) 


CWC Section 13267 Letter - 
Date issued


Response to 
issued 13267 
Letter - Date 


Received
955123 Category 1 11/12/2011 3:20 Pebbly Beach Rd. Avalon 6,750 0 6,750 Pebbly Beach Pacific Ocean 13350/13385 11/22/11
754687 Category 1 07/01/10 9:00 PM 123 Pebbly Beach Rd. Avalon 7,000 0 7,000 Avalon boat yard Pacific Ocean 13350/13385 07/14/10 08/10/10
756528 Category 1 08/21/10 11:00 PM  Pebbly Beach Rd. Avalon 23,000 0 23,000 Pebbly Beach Pacific Ocean 13350/13385 09/07/10 11/18/10
756511 Category 1 08/31/10 7:15 AM  Pebbly Beach Rd. Avalon 1,200 400 800 Pebbly Beach 13350


**2005 (1 spill) Avalon 1,300 NA NA 13350/13385
*2009 (1 spill) Avalon 10 NA NA 13350/13385


Total = 39,260 400 37,550





		Exhibit 1
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Summary  
 
Background and Problem statement 
 
The City of Avalon, located on Catalina Island, is a recreational destination for boaters, 
fisherman, divers, beach goers, and other ocean oriented visitors.  In 1999 the County of 
Los Angeles began testing Avalon Bay for fecal indicator bacteria in accordance with AB 
411.  The test results frequently exceeded California single-sample standards for fecal 
indicator bacteria in coastal bathing waters, and as a result beaches in Avalon are 
frequently posted as unfit for swimming.   
 
In response, a series of studies and mitigations efforts were undertaken: 
 
a) In 2000, Ms. Alison Davis in Jed Fuhrman’s laboratory at USC was hired to conduct 


a microbial source tracking study, to determine if there was evidence of human fecal 
pollution in Avalon Bay.  This study, which was very small in scope, found no 
evidence of human viruses in Avalon Bay.  Based on the results of this very limited 
study, the City concluded that the fecal indicator bacteria problem in Avalon Bay 
was due to fecal material produced by birds, in particular pigeons.  Accordingly, the 
City focused on controlling bird populations in and around the City 


 
b) In  2001, the City received a $500,000 grant from the State of California’s Clean 


Beaches Initiative to further investigate the water quality problem in Avalon Bay, 
and pursue mitigation measures.  This grant had three goals: 1) to determine the 
sources of fecal indicator bacteria in the Bay, 2) to conduct further microbial source 
tracking studies, and 3) to characterize circulation in Avalon Bay.  These studies, 
which were carried out by Professors Stanley Grant (UCI), Burt Jones (USC), and 
Jed Fuhrman (USC) between September and November 2001, concluded that: 


 
i. Fecal indicator bacteria in Avalon Bay appear to originate from several 


land-side sources, including bird and animal fecal droppings, broken 
plumbing under wharf structures, run-off from street wash down activities, 
and contaminated shallow groundwater. 


ii. Within Avalon Bay, fecal indicator bacteria concentrations are highest in 
ankle depth water along the shoreline.  Fecal indicator bacteria 
concentrations in the water and sediment are generally below detectable 
levels a very short distance (<10 m) bayward of the shoreline. 


iii. Microbial indicators of human fecal pollution (including the human-
specific bacteria Bacteroides/Provetella and human enterovirus) were 
detected at several locations in Avalon Bay and in groundwater sampling 
pits, suggesting that human sewage may contribute to water quality 
impairment of Avalon Bay. 


iv. The rates of advection and turbulent diffusion within Avalon Bay (ca. 1 to 
6 cm/s and 1 m2/s, respectively) is sufficient to disperse contaminants 
introduced to the Bay within an hour or so, provided that the source of 
contamination is not continuous.  
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v. A significant fraction of the water in Avalon Bay is exchanged with the 
ocean over a single tide cycle.  


vi. The region of the Bay impacted by the storm drain (near the beach site 
called “Channel”) does not appear to have a circulation problem.  Within 
one hour, pollutants released into this area of the Bay are transported 80 to 
100 m into the Bay and diluted by a factor of 100 or more.   


 
Based on these results, the City implemented the following mitigation measures: 


 
i) Sewer mains and manholes in the first three blocks from the waterfront 


were slip-lined and sealed; this effort was completed in May, 2002. 
ii) Bird control measures were intensified; this ongoing effort was initiated in 


2001. 
iii) Plumbing under the wharfs was repaired and a regular twice per year 


inspection program initiated. 
iv) Street wash down procedures were modified to prevent run-off. 
v) Sewer laterals in the first three blocks from the waterfront were repaired 


and sealed; this effort was initiated in May 2005 and completed in 
November 2005. 


 
Current Project Purpose, Scope, Goals, and Activities 
 
The City was also awarded a follow-up grant from the Clean Beaches Initiative 
(Agreement No. 07-582-550) to support the following activities: 
 
Task B.1.: Characterize the extent of the sewage-contaminated shallow groundwater  
 
Task B.2.: Conduct bench-scale pilot remediation study on sewage contaminated 
shallow groundwater. 
 
Task B.3.:  Identify the sources of fecal indicator bacteria in ankle-depth waters. 
 
Task B.4.: Carry out capital improvement of the sewer infrastructure in Avalon 
 
Below is a brief summary of the main findings and accomplishments associated with the 
first three sub-tasks.  Work carried out under the last sub-task (Task B.4.) is described in 
a separate report prepared by the consulting firm Robert Bien and Frost (RBF). 
 
Task B.1. Characterize sewage-contaminated shallow groundwater  
 
In this task a set of studies were carried out collectively aimed at characterizing fecal 
pollution in the shallow groundwater beneath the City of Avalon, and the exchange of 
shallow groundwater with Avalon Bay.  Major results obtained are summarized as 
follows (Figure 1 is a map showing the location of field studies described below): 
 
1.  Electrical resistivity surveys--including marine electrical resistivity (MER) surveys 
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and electrical resistivity tomography (ERT) studies--revealed several areas of the Avalon 
Bay shoreline where brackish shallow groundwater is discharged to the Bay, including 
near the Pleasure Pier, at Busy Bee Wharf, and at Step Beach.  Repeated ERT 
measurements at Pleasure Pier, Busy Bee, and Step Beach indicate that shallow 
groundwater discharge at these locations is modulated by the tides.  Saline water from 
Avalon Bay flows into the shallow aquifer during rising tides, and brackish groundwater 
flows out of the shallow aquifer into Avalon Bay during ebbing tides.  The resistivity 
surveys cannot determine the source of high resistivity (lower salinity) water in the 
shallow aquifer. Possible sources include meteoric water (i.e., from rainfall), infiltration 
of surface water, and sewage from leaking sewer lines.   
 
2.  A total of 27 shallow groundwater wells were installed in the City of Avalon.  20 of 
these wells were arranged in a "picket fence" along the Avalon Bay shoreline.  The 
remaining 7 wells were installed at various inland locations, including landward of the 
Pleasure Pier along Catalina Avenue, and landward of Step Beach. All wells were 
screened between 1 and 2 m below ground surface, and surveyed to within sub-meter 
accuracy; well head elevations were also determined for a subset of wells.  The location 
of the wells, relative to Avalon Bay and the sewer line infrastructure in the downtown 
area, is displayed in Figure 1. 
 
3.  The 27 shallow groundwater wells were sampled over a range of time scales (hours to 
months) and weather conditions (dry to wet).  Shallow groundwater samples were 
assayed for salinity and the culture dependent fecal indicator bacteria (FIB) Escherichia 
coli (cEC) and enterococci bacteria (cENT).  Most of the shallow groundwater samples 
had FIB concentrations at or below the detection limit (10 MPN/100 mL).  FIB 
concentrations above the detection limit, and in some cases above the AB411 criteria for 
marine bathing waters, were measured in shallow groundwater near the Pleasure Pier, in 
front of Busy Bee, and at Step Beach.  Salinity at these sites varied from oceanic (ca., 32) 
at the Pleasure Pier, to slightly fresher in front of Busy Bee (ca., 28), to brackish at Step 
Beach (ca., 15 to 20).  The salinity of shallow groundwater also varied significantly in the 
cross-shore direction.  For example, along Catalina Avenue the salinity of shallow 
groundwater increased from less than 10 to more than 30 over a horizontal distance of 
less than 30 m.   
 
4. Shallow groundwater sampled from wells near Step Beach, and in front of the Busy 
Bee Wharf, had a number of additional characteristics consistent with sewage 
contamination, including:  (1) elevated orthophosphate (upwards of 10 µM); (2) low 
dissolved oxygen (<0.2 mg/L); (3) elevated ammonia concentration (upwards of 10 µM); 
(3) a sulfidic smell; and (4) an unusual gray color.   
 
5.  Several advanced microbial source tracking (MST) methods were employed to 
determine the source of FIB in the shallow groundwater beneath the City of Avalon.  61 
putative ENT isolates were cultured from inland wells.  These isolates were identified to 
genus and species using an automated biochemical substrate utilization system.  Of the 61 
isolates analyzed, 46 belonged to the genus Enterococcus, and of the confirmed 
Enterococcus isolates 100% were identified as E. faecium.  The fact that E. faecium was  
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Figure 1.  Map of Avalon Bay showing the location of studies carried out as part of Task 
B.1.  Bathymetric contours of the Bay are in meters relative to mean sea level (MSL).  
Also shown are the elevation of the sewer trunk line at 2 locations along the waterfront 
 
the only Enterococcus species isolated from the inland wells is consistent with the 
differential survival, or perhaps even environmental proliferation, of E. faecium in the 
shallow groundwater. Unfortunately, a relatively low number of isolates were cultured 
from foreshore wells, so it is not known if the low enterococci species diversity 
associated with inland wells also applies to shallow groundwater closer to the Bay, 
including wells located near Pleasure Pier, Busy Bee Wharf, and Step Beach where the 
shallow groundwater may be contaminated with sewage.   
 
6. Samples collected from foreshore wells, inland wells, raw sewage, and the ocean were 
tested, using quantitative polymerase chain reaction (qPCR), for four groups of 
Bacteroidales spp., including universal, human-specific, dog-specific, and cow-specific; 
in addition, groundwater samples were tested for the bird-specific organism Catellicoccus 
marimmalium.  Furthermore, all samples were divided in two and tested with and without 
the addition of propidium monoazide (PMA), which inhibits the qPCR amplification of 
nucleic acid from cells with compromised cell membranes or present extracellularly.  The 
universal Bacteroidales marker, which is generally associated with fecal waste of one 
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form or another, was detected in all water samples collected from foreshore wells, inland 
wells, and the ocean.  The human-specific Bacteroidales marker was detected in an 
inland well and in an ocean sample but not in foreshore wells.  The dog-specific 
Bacteroidales marker, which can cross-react with both human stool samples and with 
sewage, was detected in all samples, but at particularly high concentrations in water 
collected from an inland well and the ocean. The cow-specific Bacteroidales marker was 
measured at high concentration in an inland well and in the ocean, but not in the 
foreshore wells.  The bird-specific Catellicoccus marimmalium was not detected in any 
shallow groundwater samples.  PMA results yielded conflicting information (e.g., in 
some cases addition of PPM lowered the qPCR signal, while in other cases it increased 
the qPCR signal), and consequently further studies are needed to interpret the PMA 
results.  Collectively, these results demonstrate that Bacteroidales is relatively ubiquitous 
in the shallow groundwater beneath the City of Avalon, and point to locations near 
specific inland wells where further testing may be warranted.   
 
7. Water level was monitored continuously (every 15 min.) for approximately 1 month in 
six foreshore wells, and four inland wells.  Water levels measured in all ten wells 
displayed tidal and fortnightly (spring-neap) variability, although the timing and 
magnitude of fluctuating water levels varied in both cross-shore and along-shore 
directions.  As expected from other studies of tidally influenced flow in unconfined 
aquifers, tidal fluctuations in the shallow groundwater are progressively attenuated and 
time delayed with increasing distance landward of the beach. Water levels measured in 
closely spaced wells near Step Beach exhibit significant well-to-well variability in the 
timing and attenuation of tidal fluctuations, suggesting that subsurface flow in that region 
is complex and three-dimensional. 
 
8.  Overall, these results are consistent with the hypothesis that FIB contamination along 
the shoreline in Avalon Bay is caused, at least in part, by the discharge of sewage-
contaminated shallow groundwater into the Bay.  Based on the results presented in this 
chapter, future mitigation efforts should focus on three areas along the Avalon Bay 
shoreline—Pleasure Pier, Busy Bee Wharf, and Step Beach.  A number of lines of 
evidence indicate that shallow groundwater at these sites may be contaminated with 
sewage, and geophysical measurements suggest that shallow groundwater in these areas 
undergo significant exchange with Avalon Bay. 
 
Task B.2.—Pilot Disinfection Studies 
 
Activites in this task were center around pilot testing several different strategies—
including chemical disinfection, permeable treatment barriers, and subsurface 
mobilization of fecal pollution using linear alkylbenzene sulfonates—for remediating 
fecally polluted shallow groundwater beneath the City of Avalon.  These studies support 
the following conclusions: 
 


1. A series of laboratory-scale studies were carried out to evaluate four disinfection 
strategies for removing sewage-associated FIB (in particular, culture-dependent 
measurements of enterococci bacteria (cENT) and Escherichia coli (cEC)) from 
shallow groundwater in Avalon Bay: (1) aeration alone,  (2) aeration with 
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addition of brine, (3) aeration with addition of peracetic acid (PAA), and (4) 
aeration with addition of peroxymonosulfate (Oxone).  The effectiveness of these 
different disinfection strategies was evaluated by reporting the log reduction in 
FIB concentration achieved after a 15 minute exposure time.  A schematic of the 
laboratory set-up used in these experiments is shown in Figure 2.  


2. Aeration alone and aeration with brine did not significantly reduce cEC and cENT 
concentrations in mixtures of raw sewage and shallow groundwater; i.e., no 
reduction in either cEC or cENT was achieved after 15 minutes of exposure. 


3. Four to 5 mg/L of PAA achieved > 3 log reduction of cEC and cENT in mixtures 
of raw sewage and shallow groundwater after 15 minutes of exposure.  The 
biocidal properties of PAA do not appear to be affected by the salinity of the 
mixture. 


4. Disinfection of cEC and cENT by Oxone depends significantly on salinity; all 
else being equal, greater log-reduction was achieved at higher salinities.   


5. In general, cENT was more resistant to disinfection by both Oxone and PAA than 
cEC.   


6. The formation of hypohalous oxidants probably accounts for the enhanced 
biocidal properties of Oxone at high salinity, and implies that Oxone is likely to 
form toxic disinfection by products (DBPs) in marine waters. 


7. Based on these results, it does not appear that Oxone would be appropriate for any 
application in which the disinfectant, or its DPBs, might find their way into 
Avalon Bay. 


8. Particulate matter naturally present in shallow groundwater strongly interferes 
with PAA disinfection.  Therefore, the turbidity of ambient waters must be 
factored into the design of a successful strategy for remediating sewage-
contaminated shallow groundwater in Avalon. 


9. For above-ground pump and treat remediation to be effective, a procedure must 
be developed for effectively mobilizing FIB out of sewage contaminated 
sediments into the pore fluids, where they can be pumped to the surface and 
treated.  We hypothesized, based on previously published studies involving the 
mobilization of viruses in sewage contaminated groundwater, that injection of 
linear alkylbenzene sulfonates (LAS) might mobilize FIB out of sewage- 
 
 
 
 
 
 
 
 


 
 
 
 


Figure 2. Schematic of the batch experiments used to evaluate the disinfection of sewage-
contaminated shallow groundwater. 
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contaminated sediments, but that does not appear to be the case based on packed 
column experiments carried out with both coarse and fine-grained sediments from 
Avalon’s main beach area.  Interestingly, we found that a significant fraction (50 
to 99%) of FIB in sewage contaminated groundwater were removed by passage 
through just 28 cm of beach sand, suggesting that the native sediments have 
significant filtration capacity, even when the pore fluids possess brackish 
salinities (15). 


10. Within the resolution of the filtration set-up used here, granular activated carbon 
(GAC) did not remove sewage-derived FIB to any appreciable degree. While 
better filter media could probably be found, permeable treatment barriers are 
probably not a viable option in any case, given the spatially complex and 
temporally variable nature by which sewage contaminated shallow groundwater is 
exchanged with Avalon Bay. 


 
Based on the data obtained from these pilot studies, the most promising remediation 
approach would appear to involve the use of the chemical disinfectant PAA, either 
applied directly to sewage contaminated sediments, or injected into high-risk laterals, like 
those that pass through foreshore sands (e.g., connecting sewage lines at the Pleasure Pier 
to sewer mains in the downtown area of Avalon).  Pump and treat methods and 
permeable treatment barriers are less promising, because of unresolved difficulties 
associated with mobilizing FIB and pathogens out of sewage contaminated sediments, 
and proper placement of in situ filter media in the face of a contamination plume that is 
highly variable in both space and time. 
 
Task B.3.—Source Identification of FIB in Ankle Depth Waters in Avalon Bay 
 
The field investigations described in this task were intended to identify sources of FIB in 
ankle deep water in Avalon Bay, and determine how these bacteria are moblilized into 
shoreline waters by either “overbeach” or “through beach” transport processes.  Primary 
findings from this effort are summarized as follows: 
 


1. FIB concentrations in surficial sand pore fluids are consistently elevated at two 
locations:  (A) in front and upcoast of the Busy Bee Wharf, and (B) downcoast of 
the Pleasure Pier.  It also appears that culturable enterococci bacteria (cENT) 
concentrations are frequently elevated in pore fluids with brackish salinity.  FIB 
measured in waist deep Bay waters are frequently elevated near the Busy Bee 
Wharf, and more rarely near the Pleasure Pier.   


2. Radon-222 activity measured along the Avalon Bay shoreline lends credence to 
the idea that shallow groundwater is discharged into the Bay on falling tides.   


3. There is additional evidence that FIB may be associated with Bay water 
containing elevated radon activity and depressed salinity. During one of the 
shoreline surveys (on 11/12/08), two locations were identified as radon “hot 
spots” and likely areas of significant shallow groundwater discharge during low 
tides:  southeast of the Pleasure Pier, and near the Busy Bee Wharf.   
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Figure 3.  Comparison of Radon-222 activity, FIB concentrations, and nutrient 
concentrations measured in ankle deep waters at the Pleasure Pier.    
 


4. Nearshore currents along the shoreline in Avalon Bay are dominated by boat 
traffic, including boats docked at the Pleasure Pier and large passenger ferries that 
run their reverse thrusters continuously while docked at the Mole.  Nearshore 
currents generated from these docking activities typically manifest as westerly 
current pulses that last approximately 1.5 hours and have peak velocities of 
approximately 25 cm/s.  The nearshore currents could affect FIB concentrations in 
ankle depth waters in several ways; e.g., by resuspending particle-associated 
bacteria off of the sediment bed, and by advecting clean (or polluted) water 
toward the main beach area.  A research article describing the influence of boat 
currents in Avalon Bay on shoreline water quality was accepted for publication in 
the journal Environmental Science and Technology.1 


5. Conductivity-Temperature-Depth (CTD) profiles in the nearshore region of 
Avalon Bay revealed little in the way of temperature, salinity, or depth 
stratification, as evidenced by relatively low Buoyancy Frequencies (0.013/s).  
There is a subtle but consistent increase in Bay water salinity during large ebb 
tides, suggesting that at least a portion of the shallow groundwater discharged to 
the Bay is hypersaline (i.e., salinity in excess of oceanic salinity). 


6. Water samples were collected along a groundwater-to-ocean transect, and 
analyzed for nitrogen species (nitrate, nitrite, ammonia) and orthophosphate.  In 


                                                 
1 Ho, L.C., Litton, R.M., Grant, S.B. (2011) “Anthropogenic currents and shoreline water quality in Avalon 
Bay, California”, Environmental Science and Technology, in press. 







 FINAL REPORT 


Avalon Bay Report Summary-11 3/11/11 


addition, samples were analyzed for the relative distribution of the 16O and 18O of 
oxygen in water.  The oxygen isotope studies indicate that, to a first 
approximation, shallow groundwater beneath Avalon is a variable mixture of 
meteoric groundwater and recirculated Bay water.  Street runoff was isotopically 
similar to ocean water, probably reflecting the fact that the domestic water supply 
in the City of Avalon is generated by reverse osmosis desalination.  Raw sewage 
had an isotopic signature intermediate between ocean water and meteoric 
groundwater, perhaps reflecting the infiltration of meteoric groundwater into the 
sewage collection system. 


7. The different nitrogenous species measured (nitrate, nitrite, and ammonia) were 
summed to yield the total dissolved inorganic nitrogen (DIN), and compared to 
the dissolved inorganic phosphate (DIP) as orthophosphate.  Sewage, 
groundwater, and Avalon Bay water can be distinguished by their DIN and DIP 
concentrations. The DIN and DIP concentrations measured in several shallow 
groundwater wells (including inland well IW3 located near the Marlin Club and 
foreshore well W19 near Step Beach) were consistent with significant levels of 
sewage contamination, ranging from 1 to 20% by volume. 


8. High frequency measurements of FIB, Radon-222 activity, and nutrients next to 
the Pleasure Pier support the hypothesis that foreshore sands and ankle depth 
water infuse with FIB-laden shallow groundwater as the hydraulic gradient tilts 
toward the Bay with the falling tide.  Measurements of ammonia and 
orthophosphate in ankle deep water at the Pleasure Pier also increase with the 
falling tide (Figure 3). 


9. FIB concentrations along the shoreline of Avalon Bay appear to be correlated 
with several environmental variables, including temperature (negative 
correlation), onshore wind (positively correlated), and wave period (positively 
correlated).  These associations may reflect the influence of environmental 
conditions on the sourcing, fate, and transport of FIB in Avalon Bay. 


10. Measurements of temperature profiles in foreshore sands reveal that, at specific 
times during the tidal cycle, pore fluids in the foreshore exhibit an inverse 
temperature gradient (i.e., colder water sits on top of warmer water) sufficient to 
cause the convective overturning of pore fluids.  Convective turnover of foreshore 
pore fluids may “eject” FIB laden pore waters into the Bay.   


11. Overall, these data support the hypothesis that sewage-contaminated shallow 
groundwater is discharged to Avalon Bay at specific locations along the 
shoreline—specifically Pleasure Pier, Busy Bee, and Step Beach.  Furthermore, 
evidence is presented that the seepage face—which forms when water level in the 
Bay drops below the shallow groundwater table—is contaminated with sewage 
markers.   


12. The possibility that foreshore sediments in Avalon are periodically infused with 
sewage-contaminated shallow groundwater raises the possibility that human-sand 
contact may represent a route for the transmission of fecal-oral disease at this site. 


 
 
 





