STATE OF CALIFORNIA

REGIONAL WATER QUALITY CONTROL BOARD�PRIVATE ��

SAN FRANCISCO BAY REGION



STAFF REPORT





To:	Loretta K. Barsamian				Date:	October 10, 2002			Executive Officer



From:	Tobi Tyler

	Water Resources Control Engineer

	North Bay Section of Watershed Division



Subject:	ACL Complaint No. R2-2002-0100; Cosentino Winery and Vintage Grapevine, Inc., Napa County; Violation of California Water Code Section 13350, Failure to Comply with Cleanup and Abatement Order No. 00-120 



�



SUMMARY



Cosentino Winery, a commercial winemaking facility located at 7415 St. Helena Highway (State Highway 29) in Napa County, and Mustard Grill, a restaurant located next to Cosentino Winery, at 7399 St. Helena Highway are both served by a single, jointly owned wastewater treatment and disposal system for treating wastewater produced by the two facilities. The two facilities, Mustard’s Grill, owned by Cynthia Pawlcyn, and Cosentino Winery, owned by Vintage Grapevine, Inc., contract out the operation and management of the wastewater treatment and disposal system.  This Staff Report recommends that the Executive Officer bring this Complaint for Administrative Civil Liability (ACL) in the amount of $10,200 before the Board for their consideration. The ACL Complaint is issued to Cosentino Winery and its owner Vintage Grapevine, Incorporated, (hereinafter collectively referred to as the Discharger), for violations of Cleanup and Abatement Order No. 00-0120 (CAO).  A separate ACL will be issued to Mustard’s, Inc. DBA as Mustard’s Grill for violations of the CAO.

On November 3, 2000, the Board’s Executive Officer issued Cleanup and Abatement Order (CAO) No. 00-120 for violations or threatened violations of the Discharger’s permit requirements in Water Reclamation Requirements (WRR), Order No. 89-072.  Provision 2 of the CAO required the Discharger to obtain coverage under the General Permit by November 22, 2000 for storm water discharges associated with the wastewater treatment and disposal system. In order to obtain coverage under the General Permit, the Discharger was required to submit a complete Notice of Intent (NOI) to the State Water Resources Control Board and prepare a Storm Water Pollution Prevention Plan (SWPPP).  In addition to submitting an incomplete and unacceptable NOI until October 30, 2001, the Discharger did not have a SWPPP and a Monitoring Program.  Failure to obtain General Permit coverage, to comply with the General Permit, and to develop and implement an adequate SWPPP resulted in the potential for illicit discharge of pollutants into storm water from wastewater associated with the Discharger’s operations, in violation of the Clean Water Act (CWA) and California Water Code (CWC). 

The CAO was amended on January 29, 2001, to include two provisions. Provision 11 required the Discharger to control wastewater flows to levels specified in their permit, and Provision 12 required the Discharger to submit a technical report describing how they propose to control the wastewater flows discharged to the treatment ponds in order to comply with flow levels permitted in Order No. 89-072.  The Discharger complied with these Provisions on April 30, 2001. 

This Staff Report discusses the details of the Discharger’s violation of CWC Section 13350, by not complying with Provision 2 of the CAO.  In summary, the bases for this allegation of violation by the Discharger is that a complete NOI for coverage under the NPDES Storm Water Industrial Permit (General Permit) was not submitted on November 22, 2000, as required by Provision 2 of the CAO.  A complete NOI was not submitted until October 30, 2001. Instead, an incomplete and inadequate NOI was submitted on November 22, 2000, as discussed below.  Based on the findings in this Staff Report, staff recommends issuance of Administrative Civil Liability (ACL) in the amount of $10,200 in accordance with CWC Sections 13323 and 13350. The basis for the amount of the fine assessed is presented in the following table and are discussed at the end of this report: 



Table A. ACL Fine Assessment Pursuant to California Water Code

CAO Provision No.�Description�Compli-ance Date in CAO�Date of NOV�Date Acceptable NOI Rcvd.�# days from NOV�Min. Fine a w/o dschg ($100/day)�Max Fine b($5,000/day)�ACL Fine Assessed ��2�SW Permit Coverage�11/22/00�8/24/01�10/30/01

�67�6,700�$335,000 �$6,700 

��Staff costs�������$3,500��Total (Maximum and Recommended)����$335,000�$10,200��NOV = Notice of Violation; WW = Wastewater; SW = Storm Water

a Fine based on CWC 13350 (e), minimum fine of $100 per day without discharge for each day that the CAO is violated.

b Fine based on CWC 13350 (e), maximum fine of $5,000 per day of violation.



DISCUSSION 



History of Violations of their WRR Permit

On May 17, 1989, the Board issued Water Reclamation Requirements (WRR) in Order No. 89-072 for the discharge and disposal of reclaimed water from the Discharger’s wastewater treatment system to designated areas of land on the Discharger’s property (the disposal site). 



The Discharger has had a history of not complying with Order No. 89-072.  During the summer of 1992, Regional Board staff documented three (out of three possible) Biological Oxygen Demand (BOD) violations over the permit limit of 30 mg/l with samples as high as 110 and 120 mg/l.  Within the same period, two of the four coliform samples exceeded 240 MPN.  Order No. 89-072 requires that the daily maximum coliform value not exceed 240 MPN in any two consecutive samples. An additional ten samples were not taken or reported as required in the monitoring and reporting program. Between 1995 and 1998, numerous and significant violations of daily maximum coliform were reported during most of the months when discharge to land was taking place. Between 1995 and 1998, approximately 40% of the reported coliform samples exceeded the 240 MPN limit.  Within the 1996 reporting period, approximately one third of all coliform samples exceeded 1600 MPN.  During 1999 and 2000, the reported coliform values generally complied with the permit, which may be the result of a recently upgraded chlorination system.  However, within those two years more than 100 required samples were not collected or reported as required by the Self-Monitoring Program of Order No. 89-072.  The Discharger often failed to report 7-sample medians in their Self-Monitoring Reports (SMRs) leaving it to Regional Board staff to determine whether a violation existed.� 



During at least the past five years, monitoring data submitted by the Discharger (but not discussed in the summary reports as required) indicate numerous low dissolved oxygen (DO) concentrations in the ponds and/or effluent, which may have been the cause of the frequent odor complaints. Another possible cause for the odors could have been the result of pumping pond wastewater out of the treatment ponds resulting in low water levels and thus exposure of the sludge to air. In addition, flow data has not always been reliably or accurately reported in the SMRs, often due to flow meter failures. However, based on the reported data, it is safe to state that the Discharger exceeded permitted flows every year during the last 10-year period. This failure to measure and report precise flow data is also significant, in that the wastewater treatment ponds have frequently been reported to have inadequate freeboard and overflows of the ponds have occurred. 



This summary only includes violations reported on the SMRs.  Numerous other minor or technical violations may have also occurred, as violations were often not reported as required by the permit.  During the last several years, the Discharger also failed to sample at the frequency required by the permit. For example, the original sampling requirements were monthly BOD monitoring and reporting, and bi-weekly coliform sampling during periods of discharge. Subsequent revisions to the permit’s Self-Monitoring Program required much more frequent sampling and monitoring.  However, the Discharger often failed to sample in accordance with both the original and amended monitoring program. During 1998, 1999 and 2000, the Discharger failed to submit analyses for at least 27, 138 and 101 required samples, respectively (typically coliform, chlorine residual and BOD samples) and there is no evidence to suggest that those samples were ever collected.  



Nuisance conditions (spray drift, effluent ponding, and odors) generated by the facility were usually reported as citizen complaints and, due to a time lapse between the complaint and regulators’ arrival at the site, they were not always confirmed.  On several occasions, Regional Board and County inspectors did verify such complaints lending credibility to other, unconfirmed complaints. Low DO concentrations often reported on SMRs also support claims of odor problems originating from the facility.



Violation of the CAO 



Provision 2 – Failure to Properly Obtain Coverage Under the General Permit

Provision 2 of the amended CAO required that, by November 22, 2000, the Discharger apply for permit coverage for the wastewater system disposal area, under the State Water Resources Control Board (State Board), Water Quality Order No. 97-03-DWQ, NPDES General Permit No. CAS000001, Waste Discharge Requirements for Discharges of Storm Water Associated with Industrial Activities (General Permit).  Application for permit coverage under the General Permit requires submittal of a complete Notice of Intent (NOI) to the State Board. The Discharger’s NOI was incomplete and unacceptable because it was not filled out in accordance with the NOI instructions in the Attachment 3 of the General Permit as described below. 



The Discharger did not develop or implement a SWPPP, which is a requirement of the General Permit. Instead of checking one of the options required in Section VII.A of the NOI (“A SWPPP has been prepared …” or “A SWPPP will be prepared …” by a specified date), the Discharger’s representative wrote “not applicable” next to the choices. There are no circumstances under which development and implementation of a SWPPP would not be applicable. As stated in the NOI instructions: “As a permit holder you are required to have a SWPPP and Monitoring Program in place…  Failure to do so is in direct violation of the General Permit.”  The “not applicable” statement also directly contradicts the certification statement in the NOI that the  signed on behalf of the discharger by the consultant, which states that the “provisions of the permit, including the development and implementation of a SWPPP and a Monitoring Program Plan, will be complied with”.  



In addition to requiring development and implementation of an effective SWPPP, the General Permit requires that the SWPPP be maintained on-site at all times and be available to staff during an inspection.  During staff inspections on February 2, July 3, and August 15, 2001, a SWPPP was not available for Board staff review as required.



A complete NOI also requires submittal of a map of the facility and its immediate surroundings, including storm water discharge points and storm water collection points. The site plan submitted with the incomplete NOI did not identify any storm water drainage features, receiving water bodies, or sampling locations.



During phone conversations and multiple meetingswitht eh discharger and their representatives, staff discussed the above and other details and the lack of adequacy of their reports to the Board.  In conversations during these meetings, Board staff made it clear to the Discharger that compliance with the CAO and permit had not been met.  The Discharger and their representative repeatedly told staff during these meetings that they would do everything in their power to comply with their permit and CAO.  However,  the Discharger has not followed through with these assurances.



ACL Summary



The Discharger was given adequate notice of its obligation to comply with the CAO by obtaining General Permit coverage through the SWRCB and RWQCB.  Despite the compliance date established in the CAO and the notification given in the NOV on August 24, 2001, the Discharger operated without coverage under the General Permit from the date an NOI was due, November 22, 2000, until October 30, 2001, thereby violating the CAO for 342 days.   However, at this time staff recommend assessing civil liability only for a period of 67 days based on the period of time between the date that the NOV letter was sent, August 24, 2001, and the date that a complete and acceptable NOI was received, October 30, 2001.   



LEGAL BASIS FOR ACTION

Under Water Code Section 13350(a) and (e), any person who intentionally or negligently violates any cleanup order is civilly liable for which the Board may impose civil liability in an amount of up to $5,000 per day of violation, but generally not less than $100 for each day of violation where there is no discharge.  Here, the Discharger intentionally or negligently violated the CAO.    With respect to the former, Regional Board staff communicated to the Discharger by phone and at meetings staff’s concerns regarding past and continued violations of the CAO, including the Discharger’s failure to obtain General Permit coverage by filing a complete NOI.  The Discharger continued to assure staff that they would comply with the Order, even though they failed to follow through with these assurances.  Thus, despite actual knowledge of its lack of compliance with the CAO relating to the General Permit coverage, Discharger nonetheless continued to violate the CAO by not obtaining permit coverage until October 30, 2001, thereby intentionally violating the CAO.  

Even if the Discharger did not intentionally violate the CAO, the Discharger, at the very least, negligently violated it, which alone gives rise to civil liability.  The Discharger did not exercise reasonable or ordinary care to comply with the CAO.  For example, even after being told about the Discharger’s failure to comply with the CAO, the Discharger did not comply within a reasonable time period.  Such actions clearly fall short of reasonable and ordinary care, such that the Discharger negligently violated the CAO’s requirement to submit a valid NOI to obtain coverage under the General Permit between November 22, 2000, and October 30, 2001 (a total of 342 days), for which the Board may impose civil liability pursuant to CWC Sections 13350 and 13323.  Water Code Section 13323 provides the procedures on the imposition of civil liability.

As described above, the Discharger violated the CAO from November 22, 2000, to October 30, 2001; however, civil liability is proposed only for 67 days from August 24, 2001, the date a written NOV was issued, through October 30, 2001. Thus, the Board may impose an administrative civil liability against the Discharger under Water Code Sections 13350 in accordance with the procedures set forth in Water Code Section 13323. 



ENFORCEMENT CONSIDERATIONS 

Pursuant to California Water Code Section 13351, the Regional Board must consider the following factors in determining the amount of civil liability: “the nature, circumstances, extent, and gravity of the violation or violations, whether the discharge is susceptible to cleanup or abatement, the degree of toxicity of the discharge, and, with respect to the violator, the ability to pay, the effect on its ability to continue its business, any voluntary cleanup efforts undertaken, any prior history of violations, the degree of culpability, economic benefit or savings, if any, resulting from the violation, and other matters that justice may require.  



Nature, Circumstances, Extent, and Gravity of the Violation - The Discharger was adequately notified of the requirement to obtain General Permit coverage and to comply with the requirements in the CAO.  When compliance was not forthcoming, the Discharger was sent a Notice of Violation. By not obtaining General Permit coverage, pollution prevention elements of the General Permit were not implemented between November 2000 and October 2001, resulting in the potential for polluted storm water discharges and significant threat to the beneficial uses of the Napa River.  Failure to obtain storm water permit coverage is a violation of the federal Clean Water Act and California Water Code, and has given the Discharger’s business an unfair economic advantage.  



Whether the Discharge is Susceptible to Cleanup or Abatement – The amount of polluted storm water discharges, if any, is unknown.  Generally, however, storm water discharges are typically not susceptible to cleanup or abatement. 



Degree of Toxicity – The amount and toxicity of polluted storm water discharges, if any, is unknown.  



Ability To Pay and the Effect on Ability to Continue in Business - In determining the amount of civil liability, the Regional Board shall take into consideration, with respect to the violator, the ability to pay and the effect on the ability to continue in business.  Cosentino Winery is a privately owned and operated winery. It consists of a vineyard(s), a wine processing building, and a visitor center.  The Discharger employs approximately 12 full-time and 4 part-time employees, and has a permit to produce 30,000 gallons of wine per year.  The Discharger is considered a leader among the producers of premium wine, and currently produces more than 30 award-wining wines.  In the last two years the Discharger has expanded its vineyard acreage to other areas of the State, and it is the understanding of staff that the discharger plans to establish additional production facilities at the newly acquired properties.  The recommended penalty amount of $10,200 is based $6,700 in minimum fines required pursuant to CWC 13350 and $3,500 in staff costs.   The Board has no specific information that the proposed civil liability would affect the Discharger’s ability to continue its business.  



Voluntary Cleanup Efforts Undertaken – Any voluntary cleanup efforts undertaken at the facility are unknown.  



Prior History of Violations – In October 1994, the Discharger was issued Administrative Civil Liability – Citation No. 94-137 in response to the illicit discharge of process wastewater from the winery to waters of the State, via a storm water collection system tributary to the Napa River.  On November 3, 2000, the Regional Board Executive Officer issued CAO No. 00-120 in response to chronic violations of Water Reclamation Requirements Order No. 89-072, regulating operation of a wastewater treatment system shared by the Discharger and the neighboring Mustard’s Grill restaurant. In February 2002 the Discharger was issued another ACL, Citation No. 02-003 in response to the illicit discharge of process wastewater and/or industrial stormwater from the winery to waters of the State, via a storm water collection system tributary to the Napa River. A thorough discussion of the Discharger’s violation history is discussed in the State Board’s “Evaluation of the Compliance History of the Mustard’s Grill/Cosentino Winery Wastewater Treatment and Disposal Facility” dated June 4, 2001, which is attached hereto.

 

Degree of Culpability - It is the Discharger’s responsibility to ensure that General Permit coverage is obtained and to ensure compliance with all permit conditions.  The Regional Board staff notified the Discharger of this responsibility both verbally and through correspondence, including a Notice of Violation dated August 24, 2001.  The Discharger failed to comply with the CAO despite repeated phone call reminders from staff.  Accordingly, it seems reasonable to conclude that the Discharger was aware of State requirements, but knowingly or negligently avoided them.  Therefore the Discharger is fully culpable for the cited violations.



Economic Benefit or Savings Resulting from the Violation -Actual costs savings for violating the CAO are difficult to estimate and to quantify.  However, by operating the treatment system  for many years with influents that grossly exceeded the  Discharger’s permitted allotment and design capacity for the system (from October 1999 through September 2000), the Discharger realized significant savings.  Since these savings are not the subject of this fine, these economic savings are not assessed here.



Other Matters As Justice May Require – The Regional Board incurred $3,500 in staff costs in order to prepare the Complaint and supporting information.  This amount is computed based on an hourly rate of $100 per hour for 35 hours.  



RECOMMENDATION

After consideration of the above factors and discussion, staff recommends that civil liability be imposed for a total of $6,700 plus recovery of $3,500 in staff costs, for a total of $10,200.  This recommended penalty amount of $10,200 is based on recovery of the minimum amount, $6,700, for violations of the CAO as required under CWC Section 13350 for violations without discharge, and $3,500, for reimbursement of staff costs. 

The recommended assessment represents approximately three percent of the total maximum liability of $335,000. Staff believes this penalty is fair and reasonable given the Discharger’s degree of culpability, the cost savings associated with the violations, the recent history of another ACL issued to the Discharger, the potential adverse impacts to water quality and public health resulting from the violations, and the need for the liability to serve as an effective deterrent from future violations at this winery and other industrial facilities. While the Discharger has had persistent and ongoing violations of Order No. 89-079 and CAO No. 00-120, at this time the staff is only recommending fines based on the period subsequent to the NOV, August 24, 2001.  If violations continue at the site, the Executive Officer may bring this matter back to the Board for consideration of fines for the past violations.



Concur:       _________________________            	Concur:__________________________

	William B. Hurley, Section Leader                  	Ron Gervason, Division Chief





Concur:	_________________________

	Yuri Won, Counsel





Attachments:

Location Map

State Water Resources Control Board’s Evaluation Report

� Per State Water Resources Control Board’s “Evaluation of the Compliance History of the Mustards Grill/Cosentino Winery Wastewater Treatment and Disposal Facility”, June 4, 2001, submitted as Attachment 2 to this document.
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