

















The discharge of waste shall not cause the following limits to be
exceeded in waters of the State in any place within one foot of
the water surfaces

a. Dissolved oxygen 5.0 mg/1 minimom. Median of any
three consecutive months shall not be
less than 80% saturation. When
natural factors cause lesser
concentration(s) than those specified
above, then this discharge shall not
cause further reduction in the
concentration of dissolved oxygen.

b. Dissolved sulfide 0.1 mg/1 maximumn
¢, pH Variation from natural ambient pH by
more than 0.5 pH units,
d. Un~ionized 0.025 mg/1 as N Annual Median
aavonia as N 0.4 mg/1 as N Maximum at any time

The discharge shall not cause a violation of any applicable water
quality standard for receiving waters adopted by the Board or the
State Water Resources Control Board as required by the Federal
Water Pollution Contrel Act and regulations adopted thereunder,
If more stringent applicable water quality standards are
promulgated or approved pursuant to Section 303 of the Federal
Water Pollution Control Act, or amendments thereto, the Board
will revise and modifiy this Order in accordance with such more
stringent standards.

Sludge Storage Reguirements

1.

The discharge or processing of sewage sludge shall not cause
waste material to be in any position where it is, or can be,
carried from the site and deposited in waters of the State.

Any sludge storage site shall have facilities adequate to divert
surface runcff from adijacent area, to protect boundaries of the
site from erosion, and to prevent any conditiong that would cause
drainage from the materials in the storage site. Adequate
protection is defined as protected from at least a 100-year storm
and from the highest tidal stage that may occur.

Permanent sludge storage or disposal activities are not
authorized by this permit. A Report of Waste Discharge shall be
filed and the site brought into compliance with all applicable
regulations prior to cowmencing any such activity.



L.

Provigions

The requirements prescribed by this Order supersede the
requirements prescribed by Order No. 81-40, adopted by this Board
on July 15, 1981.

Where concentration limitations in mg/l are contained in this
permit, the following mass anission limitations shall also apply
as follows:

Mass Emission Limit in Ibs/day = Concentration limit in mg/l X
8.34 X Actual Flow in mgd Averaged Over the Time Interval to
which the Limit Applies.

The discharger shall comply with all sections of this Order
immediately upon adoption.

The discharger shall provide a plan and time schedule by April
1, 1984 for removing to an authorized disposal site all sludge
discharged to the old Redwood shores oxidation ponds. Clean-up
shall be completed no later than Qctober 1, 1984.

The discharger shall provide a plan and time schedule by December
1, 1984 for construction of additional facilities to increase
the plant capacity to 26 mgd and 30 wmgd respectively.

The discharger shall review and update his Operations and
Maintenance Manual annually, or in the event of significant
facility or process changes, shortly after such changes have
ocourred. Amnual revigsions, or letters stating that no changes
are needed, shall be submitted to the Regional Board by April 15
of each vear. A time schedule for completion of the initial
revigsion shall be submitted by March 1, 1984. Documentation of
operator input and review should accompany each annual update.

The discharger shall review and update by April 15 of each vear
its contingency plan as required by Beard Resolution No. 74-10.
The discharge of pollutants in vioclation of this Order where the
discharger has failed to develop and or implement a contingency
plan will be bhasis for considering such discharge a willful and
negligent violation of this Order pursuant to Section 13387 of
the California Water Code,

The discharger is required to effectively implement a
pretreatment program under the authority of Section 307(b) and
402(b)(8) of the Clean Water Act. As part of this responsibility
the discharger shall ensure compliance with pretreatment
standards promilgated under Section 307(b) and (¢) of the Clean
Water Act:

(a) Compliance by existing industrial sources with pretreatment
standards shall be within 3 years of the date of
promuiigation of the standard unless a shorter compliance
time is specified,



10,

11.

(b} Caonpliance by new sources of industry with promaigated
pretreatment standards shall be required upon commencement
of discharge.

The discharger shall comply with the self-monitoring program as
adopted by the Board and as may be amended by the Hxecutive
Officer.

The discharger shall comply with all itens of the attached
"Standard Provisions, Reporting Reguirements and Definitions"
dated April 1877.

This Order expires July 15, 1986, The discharger must file a
report of waste discharge in accordance with Title 23, Chapter 3,
Subchapter 9 of the Califoria Administrative Code not later than
180 days in advance of such expiration date as application for
issuance of new waste discharcge reguirewments.

Thig Order shall serve as a National Pollutant Discharge
®limination System Permit pursuant to Section 402 of the Federal ,
Water Pollution Control Act or amendments thereto, and shall
hecome effective 10 days after date of its adoption provided the
Regional Administrator, Environmental Protection Agency, has no
obdection. If the Regional Administrator objects to its issuance
the permit shall not becomne effective until such obfdection is
withdrawn .

I, Rover B. James, Executive Officer, do hereby certify the foregoing is a
full, true, and correct copy of an Order adopted by the California Regional
Water Quality Control Board, San Francisco Bay Region, on January 18,

ROGER B, JAMES
Hwecutive Officer



