
FORMAL NOTIFICATION TO OPERATORS

TO IMPLEMENT ENHANCED LEAK DETECTION TESTING

This is a formal notification that your underground storage tank (UST) system is subject to a new requirement for Enhanced Leak Detection (ELD) testing, based on information in the State Water Resources Control Board’s (SWRCB’s) Geographical Information System (GIS) mapping database (“GeoTracker”).

Finding:  Our information indicates that your UST system is subject to ELD testing because it has a single-walled component and is located within 1000 feet of a public drinking water well.  Based on this information, the owner or operator is required to submit and have a program of ELD testing approved by your local permitting agency within six months from the date of this formal notification.  An approved program of ELD testing must be implemented no later than 18 months following this formal notification.  Your UST system will be subject to this requirement every three years thereafter, or until you replace all single-walled components with double-walled components.

Information Sources: Local permitting agencies provided information regarding UST systems, including single-walled components, to the SWRCB.  The Department of Health Services and water districts provided information regarding locations of public drinking water wells to the SWRCB.  Both UST system information and well location information are available on the GeoTracker web site (http://geotracker.swrcb.ca.gov).  Due to recent security concerns, the well locations are not available to the public. To view well locations, you will need to enter the Facility ID and PIN numbers, which are located next to the address block on Enclosure 1, on the following web page:  http://geotracker.swrcb.ca.gov/opust.  The SWRCB has attempted to improve the accuracy of the information in the GeoTracker database. However, the database may still require updating to make it current and complete.  As described below, if you believe GeoTracker’s information regarding your UST system or nearby public drinking water wells is inaccurate, you may request reconsideration.
Authority:  ELD testing is required by Section 25292.4 of the Health and Safety Code and by the SWRCB’s implementing regulations (California Code of Regulations, Title 23, Sections 2640 and 2644.1-see Enclosure 2, Local Guidance Letter 161).  These regulations require ELD testing for UST systems with one or more of the following: single-walled tank, single-walled pressurized piping, or single-walled conventional suction piping. The regulations also require ELD testing if the UST system has any dispensers that do not have under-dispenser containment, or if the UST system has any turbines that are not secondarily contained.  However, vent or tank riser piping, vapor recovery piping, and "safe" or "European" suction piping are not considered single-walled components if they meet the applicable criteria in the regulations [California Code of Regulations, Title 23, Section 2636(a)].

· Alternative to ELD Testing: To avoid ELD testing, you may upgrade your UST system so that it does not have a single-walled component, according to the regulatory criteria discussed above.  For example, if your UST system has double-walled tanks and under-dispenser containment but has single-walled piping, you can avoid ELD testing by installing double-walled piping.  If you decide to replace single-walled components with double-walled components in order to avoid ELD testing, you should notify both the SWRCB and your local permitting agency and follow all required permitting procedures. You should also submit an ELD plan, as required by regulations, and complete the replacement work at your facility by the date that ELD testing is required for your UST system.
Low interest loans and grants are available to help qualified owners and operators of small independent UST facilities remove and replace UST components. See Enclosure 3 (Yellow) for details.
Under-Dispenser Containment Requirement: Under-dispenser containment is required at all UST facilities by Section 25284.1(a)(5)(A)-(C) of the Health and Safety Code and Section 2636(h) of Title 23, CCR.  If you have any questions regarding this requirement, including the applicable time frames, please consult your local permitting agency. It is important to note that performing ELD testing does not relieve you from the requirement to install under-dispenser containment.
To Request Reconsideration of this Notification: If you believe that your UST system is not subject to the ELD testing requirement, you may request reconsideration from the SWRCB’s Underground Storage Tank Program Manager.  Information on this request for reconsideration process is included in Enclosure 2 (LG 161) and Enclosure 4 (Blue Request for Reconsideration Form). Enclosures 1 and 5 are details and a map of your facility and nearby public drinking water wells, according to GeoTracker. 

The request for reconsideration must be in writing, submitted to both the local permitting agency and the UST Program Manager, and be received no later than 60 days after the date of this letter. The request must be adequate to demonstrate that the UST is no longer in operation, the center of the well head is more than 1000 feet from the closest component of the UST system, or the UST system has no single-walled components. Regulations require the UST Program Manager to make a decision on the request, and notify the person who requested reconsideration and the applicable local agency of the decision within 90 calendar days.  

If you have questions about this notification or wish to request a copy of the regulations regarding ELD, please call the SWRCB at (916) 341-5856 and leave a message so that a staff person can return your call. If you are no longer the operator of this facility, please inform us at the above address and notify your local permitting agency.  A similar notice is being sent to the owner of the UST, if this is a different person than the operator.  

Sincerely,
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Elizabeth Haven, Manager

Underground Storage Tank Program

Enclosures (5)

1. Details of UST facility and nearby public water supply wells
2. LG 161 
3. RUST flyer
4. Request for Reconsideration Form / Instructions
5. Map from GeoTracker showing UST facility and nearby public drinking water wells

