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 State of California 
 CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD 
 LOS ANGELES REGION 
 320 West 4th Street, Suite 200, Los Angeles 
 

FACT SHEET 
WASTE DISCHARGE REQUIREMENTS 

FOR 
MACERICH MANAGEMENT COMPANY 

(MACERICH VILLA MARINA MARKET PLACE) 
 

NPDES NO. CAG994002 
CI-6834 

 
 
 PROJECT LOCATION    FACILITY MAILING ADDRESS 
 13455 Maxella Avenue   401 Wilshire Boulevard, Suite 700 
 Maria Del Rey, CA  90252   Santa Monica, CA  90401 
 
 PROJECT DESCRIPTION 
  
 Macerich Management Company operates a permanent groundwater dewatering 

system for its underground parking structural. The dewatering system has been in 
operating since 1995.  Extracted groundwater is treated by passage through two 
activated carbon vessels that are connected in series.  The treated groundwater is 
discharged to the storm drain. 

 
 Regional Board staff have completed a review of the NPDES permit and the discharge 

monitoring reports for the facility and determined that NPDES Permit No. CAG994001, 
Order No. 97-045 is inappropriate for the discharge. Regional Board staff have 
determined that the discharge from the facility is more appropriately regulated under 
NPDES Permit No. CAG994002, Order No. 97-043, General National Pollutant 
Discharge Elimination System Permit and Waste Discharge Requirements for 
Discharges of Treated Groundwater from Construction and Project Dewatering to 
Surface Waters, adopted by this Board on May 12, 1997, which will now serve as the 
facility’s new waste discharge requirements and a revised monitoring and reporting 
program. 

 
 VOLUME AND DESCRIPTION OF DISCHARGE 
 
 Macerich Management Company discharges up to 40,000 gallons per day of treated 

groundwater from the facility.   The treated groundwater is discharged through an existing 
storm drain located at Del Rey Avenue (Latitude 34° 58’ 45”, Longitude 118° 27’ 30”) to 
miscellaneous Los Angeles Coastal Stream within Ballona Creek Watershed, a water of 
the United States. 
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 FREQUENCY OF DISCHARGE 
 
 The discharge is continuous. 

 
REUSE OF WATER 
 
There are no feasible reuse options for the discharge. 


