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July 22,2010

Mr. Don Schmitz
Schmitz and Associates, Inc.
Malibu Headquarters
29350 West Pacific Coast Highway, Suite 12
Malibu, CA 90265

Dear Mr. Schmitz:

WASTE DISCHARGE REQUIREMENTS AND WATER RECLAMATION REQUIREMENTS
(WDRlWRR) AND MONITORING AND REPORTING PROGRAM (MRP) FOR MALIBU LA
PAZ, 3700 LA PAZ LANE, MALIBU, CALIFORNIA (FILE NO. 08-0101, R4-2010-0107, CI NO.
9617)

Our letter of June 28, 2010, transmitted revised tentative Waste Discharge Requirements and"
Water Reclamation Requirements (WDRlWRR) and Monitoring and Reporting Program (MRP) for
Malibu La' Paz located at 3700 La Paz, Malibu, California. The WDRlWRR and MRP were
revised in response to comments received and as an outgrowth of the discussion at the hearing.

Pursuant to Division 7 of the California Water Code, this Regional Board at a public meeting held
on July 8,2010, reviewed the revised tentative WDRIWRR and MRP, considered all factors in the
case, and adopted WDRlWRR Order No. R4-2010-0107 and MRP No. CI-9617 (copies enclosed)
relative to this discharge. Standard Provisions, which are a part of the WDR, are also enclosed.

You are required to implement the Monitoring and Reporting Program No. CI-9617 on the
effective date of Order No. R4-201 0-01 07. Your first monitoring report under these
Requirements is due to this Regional Board by August 15, 2010. All monitoring reports should
be sent to the Regional Board, Attn: Information Technology Unit, and ref~renced to our
Compliance File No. CL 9617.

The WDRlWRR, MRP and Standard Provisions are enclosed for' the addressee only. However,
these are on file in our office, and a copy will be sent to interested parties upon request.

California Environmental Protection Agency
Jl5'
~J Recycled Paper

Our mission is to preserve and enhance the quality ofCalifornia's water resources for"the benefit ofpresent andfuture' generations.



Mr. Don Schmitz -2- July 22,2010

If you have any questions or need additional information, please call Project Manager, Ms.·
Elizabeth Erickson at (213) 620-2264 or me at (213) 620-6156.

, Sincerely,

.;&u.
Rebecca Chou, Ph.D., P.E.
Interim Chief of Groundwater Permitting and Landfills Section

Enclosures:
1. WDRlWRR Order No. R4-201 0-01 07 and MRP CI-9617
2. Standard Provisions

cc: Mr. Craig George, Mr. Granville Bpwman, Mr. Andrew Sheldon, City of Malibu
Dr. Mark Gold, Heal the Bay
Mr. John Yaroslaski, Ensitu Engineering, Inc.
Mr. Mark Pesterella, Department of Public Works, County of Los Angeles
Mr. Chi Diep, CA Dept. of Public Health Drinking Water Program
Mr. Mark Abrahamson, Santa Monica Baykeeper .
Ms. Tatiana Gaur, Santa Monica Baykeeper
Mr. Carlos Borja, Los Angeles County Public Works, Cross Connections
Mr. David Pedersen, Los Angeles County Public Works

California Environmental Protection Agency
.~

~J Recycled Paper
Our mission is to preserve and enhance the quality ofCalifornia 's water resources for the benefit ofpresent andfuture generations.



MalibuLa Paz
3700 La Paz Lane
WDR/WRR forTitle 22RecyCled Water

OrderNo. R4-:201O-0107
File No. 08;;0101

,. .. "

StCite:of',Califofriia
C;ALlFORNIAREGIONAL VVATERQUJ.\L1TYCONTROL 'B(JARD LOS ,ANGELES REGION

,'-''''-"

ORDER NO.FM~20tO;'Ot07

(File ;No.OS-0101)

'WASTE DISCHARGE REQUIREIVIENTSAND,WATERREGYCUNG REQUIREMENTS
FOR

TITLE 22 RECYCLED WATER

, ISSlJEDrO

1VIAt.IBl.J LA'PAZRANCIiI·LLC,

TbeCaJiforniaRegional WaterQualityControlBoard, Los Angeles Region., (Re.gional Board),
,'" " _ .. "'." "',' '.. ,.... ',-" .. ". "-, ,', . ,",. "',"', - '- " ' ...".'.,' "'.," .... ..

·finds:·

1. Malibu 4a Paz .Ranch LLC. (h~r~c:lfter Dischar~er)se$ks to buildabout1UO,OOO
squc:m~fe~tof offip~s, reta,lgn~ r~~ta'urantfaGiiitiesClt37QOLapazLane'inth~Giv.ic
Centerareaqf Mc:t1ib!J •(hereafterLa Paz) on tW0 p~rcel~ totaJing18;~C(es,:(FigurEils
1'?'c:lndJVlap1 ). TfH:l,::,f$piliWwillproduce·:an averag~qrJ9,OOOgaIIRn~/Perday
(gpd)9f'effluenttr~atedto'Titl~22.•recYC:lecl.waterquc:ll.itYC:1n<:l"\Nillirrig?tei~6,P9rdin~to
theNya~tE3PischC:1rge~.e8uirernents (WDR) and Water 'Recyclil1g<Req~irements
(V\fRR),c>rder~4'::2010-'9'1'07. . .. ' '. .

2. T92 ..WI~?t$T)iScb~rge~~qwr~~e~:~s .... are. p.rcJp.o~~~ ... 8M r;~~aqtt.~.·Y~lifger"jJsrVY?t$r
Coaesecfiqn····1.·~2?'3·)b~'cau$e ••'this::pr()jeGt···has··tneRdtentiClJ·toa~ept~the···.q·Uci'lityofthe
watEill"pofAbe Slate;; to, ,irnpaqt thE) benefibiClI ,LJSes9fthbse,watefs,()rtoGali~e a
nuisance, ,esp$ciallywithth'e existingadjacentdischarges. The,se VVpRs conform to
California:Water Cod~~\9ctiqn 13¥41 peGexpse they meetthE;lnE3e¢ fqr recYcled w.ater
use. In addition, pa$t,pfEilserit iand probable future benefiCial uses, hydrographic
environmental' Gharacteristics,:op'tions forcoordinatecl control of water qqality,
economic consideratiQps, and housing needs have all b~en considered in the

. preparation ofthe WDR. .

.3. Thevvater Recycling Requirements are proposed pursuant to California W~terCode

section 13523. They prescribe the limits for the recycled water and the Discharger's

1 The third parcel (parcel C, APN#4458-022-025), of 2.3 acres, may be developed and receive discharge
generated by the City of Malibu in the future .. This WDRlWRR allows Parcel C to receive irrigation from
the La Paz development at agronomic rates; subsurface discharge to groundwater is prohibited. Should
Parcel C serve municipal uses, the WDRlWRR would be revised ..

July 8,2010
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'MalibuLaPaz
,3700LaPazLane .....
VVDR/WRRfor Title 22 Recycled Water

Order No. R4-201D-Ot07
FileNo. 08-01 01

respon.sibiIitiesfortheproduction,'distribution,.monitoring, ·and.apPlicationOf·recYcle8
.water. TheDJschargeris'also .responsible for inspecting point-of·use facilities,ang
ensuringcompliancevJith the water recyclingrequirementscontainedinthisOrder.
The delivery ofrecycled water is subjectto. approval by the California Department of
public Health{8PH),and/or its delegated local health agency.

. . .

4. On.February 4, 2010, Malibu La . Paz Ranch, LLC received Waste. Discharg~
Requirernents Order .. No. H4-201O-022 Prohibiting Discharge to the .groundwat~r

fromiM~libuEa.PazRanchLLCat3700La PazLane, Malibu. TheWDRstates that
itcJ()esnorpr~c1ud~ th~.Board fromi?suirlgvvDRJVVRR, .without prejudice, .JJpC:m
r~vi)'J()nof·the·R~p()rt.· ofWaste. Dis.charge •• CR-pWD). Ihis tentative.W9RIWR~:·is

...pr9PQ~edb~caHSEl the'R()WD h~sbeerrrlodifiEldto'~lim'inateanydIs.cha~ge to the
gro~.9cJ"'{atElr. The Board isalsoterminating·WGRQrderNo. R4~2010.;022 in this
Order,' .. .

'•.~'.l" ~.heiproj.~.6t}~ite '...••liEls ••·.within .•.t\nali·bu..•Val·leY,·.1·.,.OOG·.··f~et •••·we~t •.Ofi·Malibu.·.6re~1<,a ·..•half
rnJIEl.i9I~ecJ,9.ntgei·Pa9ifi(;08eananO.a.rTIilee§§t.of;the.~oastal·•• are~ •.dElsignateOby
th~§tCltE?"'M.at~FR7?()WSec9ntrpl·l?oar(l(§Y\'Rql3}as .,ry1uguLa,goonJo>!,::atigq .POint
Ar<3a'()fSp~GiaIJ3i.oIOgi98:1Signifi9~ngeNurnt)e'r24:· ..., \ ....

6. Th~~it~iSJ()6Clt~dnear Malibu Lag,?()J1,arl(lthe~9~~rider8~.ach ... TheSVV,RC13.and
·th~Regignal¥¥.fltElrqUality, •.•·O()ntr91·,..•·E3oard(~.egi0PCl1 .•. '•.,BoClTdj .. ·designated'-'I\i1ali.bu
9reek'f0qlit>LJ~agoCDnanq.Malip~ -Lag99n(Suifrider)\l?each'a~ •.irnpairedforG()liforQl,
nutrients(~lgCle), .... scum/foam:;unnatural; ... virus~s; ...~utrop'hisation ' •. ·••.• coHform.s • and
sWirntl1ingT~strictions;and. beach closures amdcoJilol"l11s, respectively, 'ohAhe ·2002
3p3(~);li~~2..~h~_20()63()3(d)TiSfinGllJdedfbe$arh~jmpairm~.ntsIe~6eplthafCM~!ihG
9[e~~.,fI?1§lib~;Lag()9Q.and.·-·Sl.lrfriderB~ach·.·\fI.ElrE?·:pJa9~d.i0r1t.h.~ ••• List()fVY.9terQuaHty

. '. LiiT1ited'Segn7lE?ntS;BEHng. Addressed ':by"LJnited'$tatesErrJironmental' -Protection
I\gencY{lJ.$ePA.)Approved lTQtaLM.C3xirnumDaiIYLoads (TMDLs). '

",' ,'- ,- '. , -;'. , .., "

7. OnJan~.Clry.?4, 2002.and on December 12,2002,th8. Regioni31 Board adopted
TrvlDLs for bapteria during dry and wet weather,respectively, "intoSanta MoriicaBay
whjch"'{~rEl\~mendedto the BasinPlan..'QnDecember 13,2004, the Regi.onaLBoard
also adopted a TMDLfor bacteria in MalibuCr~ek'and Lagoon as an amendment to
the Basir'plan.• QnMarch 21, 20pi3,theUSEPA promulgated a nutrient TMDL for
Malibu Creek Watershed. ThisVVDRlVVRR considers the existing impairment of
beneficial uses in these water bodies adjacent to the site.

8. These WDR/WRRs have been written in order to preclude any changes in the
elevation or quality of the groundwater. These restrictions are necessary because of
the ,potential that irrigation may cause elevation of the groundwater table. Further,
the water table intersects the ground surfc~ce,causing ponding, in the Malibu Civic
Centeronboth sides of Pacific Coast Highway under critical conditions. And finally,
the project is directly upgradient of existing subsurface disposal systems at Malibu

2 Federal Clean Wate'f" Act seCtion 303(d) list ofWater Quality Limit~d Segments.
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Malibul.:a Paz
,3700.La Paz Lane
WDRlWRRforTitleZ2·.RecycledWater

Order No. R4-2010-'0107
File NO. 08-:0101

.'Lumber,<M~IibU ..•..CountryM~rts '1,·" 'll· ••••?r1d·· ·.JII,:~~.libU. ·0iJlage,· .~nd:'.·.• the·.Malib,u
Professiorye:tll3~ilding'c:lllof which haveJeachfields)JVhich require.5 feet ofsoil above
the groundwater for additional effluent treatmelJtandallofwhich .have vIolated the
requirer11ents.6ftheir'WDR~sWithin the last five y~ars. ", .

9. Groundwater was consumed from Malibu . Valley as recently as the .1960's anq
remainsqpoterytialdrinkingwat«r source. The aqUlifernow contains salts, nitrogen
andpathogEmindicators at concentrations approac;hlngorexceeding drinking'water
limits. . .

1O.Alth()u9hdth~rsourGes' C:ontriR.4te to waterq9alityirnpairrnerits, . unsUitable
,hydr.9geQlogic.conditi()rlsJor·~VB~LJrface?isP9Sal?fvVastew~t~rsarea'sigDificapt

.'. factor.... ThE3 'h igb. ··wat~r.ta bledQmuc;hofth~:e:tre~predudf:lsc9hsistf:lntp?ssi\le
'tr~atrtJent.ofC9ntClrninants(ipparti9LlIc:l.r,path0~eri§'~n.dinitrogen).thataren~eded'fpr
su.8c~s~fulopere:ttiQn. pfconve.ptional'.·~~pticsystf:lrns,'. This Iimitation,isfurthe.r

...~ggrave:ttf:ld"t>yt~erel.ativede.nsity()fwa~tewate(9I§cb?rges .. int~e9IvicGenterar~a,
,..VJlhf:lW.··D"lflnypl.l§inesses.,r;n~.nIc;ipaliti.es., .•••an9\8()rne9wners ·.havE3litUe .·latefa.lspac;eJq
,spre.gd,their.wastewaterlo?ds.' '.' " . " •. " '.. ' .. . ,.

11 ,·.·•.~.m:Noye'rnt>$r .5, .2dQ~,.the.·•• R~~j98~1'~O~>ai~d:9P.t~q .•..,ah'i~Il1e"9-cjme.r)t .•,19'.the .. \fijate.,r
QPe:tlity.()?ntrol •.,PICln ..·.fpr.·,t6rQge~t~L\N~tyrsH~9~" pf,l.i'()f3·.··Angel.f:l~, ahd',\!6DtiJra
q()~,nti~s to .P'roDibif .. 9n-~It~Vy?st~\N~ter;9i~pp~a'l 'Sy~t§m~ .indtheM9IipqC;iVic
Center ArE?a. .Although1he•••~rPf:ln9rt1~nt ..:h~spot ...xetipE:)er1 .••·.appr()YE3d'~y .1heiStCite .
"\f'.latf:lr:R~f3oLlrc~··.C()ntr()I.'Bo~rd,.jitddE3nti~ie~'ap,6li8y\dIrestionfOrthi§::ge~·,ip.nal.~o~rd.
M~UPLlLa'PCl?,·is'JVithinthe.,prc>hibiti9.nbp.un(JarieSa6q'ClI()nQvvith .CllhLJsE?fs,:~()pld,be

- requiTE?dt() ce.asesubsurtgc;e9,is8hC:lrg.enO.lat~rthgn.'~O\(E3rnbet·5,'201'5 •. Aftec,that
.8e:tt~_,,~a.pafjWill;pe'requi.rrqt()s,~h.dt~~(3~luentV\ftJic;hq9~s, •.rlotcprnpIY.'v\'Ith •thE:)
WDR1\l'v'F-(Rtoa s<:?wer,oEoth~rsept.r~li2:e.ctfgcility, intheeVe'rlHhat{a,Paz¢xceeds
··itsistorage, treatrn,(3ntor re::us'El'GgpgpililiEls; .

. .. .(

OEseRIPl'IONOF'FAqlLITY AND· TREATIVI.I?NTPRQCESS

12. The9iSc;har~erestimates that.adtivIties at the facilities, vvillgellerategn. average of
19,000 gallons .per .day (gpd):ofTitle 22recycledwaterwithS,540gpdbElirig reused
within fhebuildings fornop::potable PLlIJJO?~$"'i.~. toiIElrfI8~hing, and 11,460gpd
being USE?O for,landscape,jrri,g§tion. The site reguiresirrigationat a rate of up to
14,200'.gpd pf wasteandab9pt .3,0'OO~p(j6f.pOJgble wat~r. The ,peak}lolN of the
plaQtis.~4,870gpd.lfalIof the· waste:vy?terwereto~~gchthegroundwatertit woUld.
ihcre.'aseliqLlid wastes 'inthe'CiviGCerlterarea(cur~~ritlye~Hmated 'tolotal 270,000
gpd)byabout 1'0%. Indoor recycling (e.g. toilet recyclin,g) may reduce the volume to
be discharged through evaporation and reduce the volume, of im'ported 'water
required by the prdj'ect. Outdoor recyCling (e:g. irrigation) is expepted to eliminate
the wastewater through evapotranspiration (ET).

13. The coIIe,ction and treatment system consi~ts of grease interceptors and septic tanks
which supply clarified effluent to CJpressurizedcoliection system that discharges to
an equalization tank that feeds the treatment system on an equal flow basis
throughout the day. It also includes four filters (recirculating media filter, Nitrex
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Malibu La Paz
3700 LaPaz Lane
VVDRlWRRforTitie 22RecyciedWater

OrderNo.H4-2010-0107
File No. 08-0101

"'i,

. ··'cJenitrifi6ationfHter.,polishing tHter, final pressure pre-filter).• Storage-will .bewith ..~
800.o0q'gallon ;~egrnentedtank,with 350,000 gallons resewed Jor.·effluent which
does notmeetdischar.gerequirements,364,000galionsforTitle 22<Disinfected
Tertiary RecYcled.Waterfor:use and delayed recycled use and 86,000 gallons for
contingency. Ozone disinfection, and, if necessary, Ultraviolet disinfection are used
for disinfection. ,chlorine will be used during .storage prior to .building re..useand
.before irrigation tbprevent bacterialgrowth.in the distribution system as is used in all
municipal watersqpp!ysystems. .

: ,"" ,', :",<.,", ",'.'.' , .

14._Discharger'sreiqlairhedwater ..systetl1jnbludE3s~t()rage.bfJreatE3d,effluent,landscap~
irrIgation9pfheproperty, toiletrecyclingand.,··pqs?ibly,dE3liverytorE3cyqledAreclainted .
sy~temlJser.swh.(),h.a\fe .• YE31tobe.identIfied; .. ··In·.addition,dqringconditionS)Nhere
·landsGapearld.on~siteTeGyclingare<not.sufficiel1tand••. ··.i.ns.uffiCientstora.geCapacity

. :exi~tsf()l"anticipatedc()nditions, ..ClPortion,ofth~jnfluent willbeiheIdint~nksfor
dischargE3t9.tankersth'1t-NiII. truck tQE3jnfluent toa ·sanitarysewer..Writtenriotice
shall be given .tOthe Executive .Officerwnen ·thisoccurs. The •areas of r~useare
IbC:atE3~\NithiriM~libu\lalleyHydrol()gicSL1bL1nit.' .. ". .." .

/>'y' ••\/.i '........•.•..•••...•...... · i.. . .•..... .<.. f·.. . ' .
1§..Th~.~gF'esf~QilityVlf;iJI/pr()q t:igetertiarytreat~d.anq;RisinfE3ct~9\iV9terp()tltainingtotal

...?a8t~riCl";9.on.c~:.rJtr~Ji()Qs,)Of2,g:Mq~t ..•.RrClPaplE3 ...·•.~lJn1per;,(if\11PN)J100)T1illi.liters·~(t)l1.;)i§l~
r7ql.lir~dr~yJhe.9aJifOrnia ••.·D7P§limE3nt.·Clf'pl.lhlic;.n'E3alttlCgPH).· ·.·.The?E3;ba9teria .
cPQyenfr'Clli9ns §lre.,a9ovE3the, V>!ater quality 9l:>jegti0e of1, 1MBN(10Q.mL··.in.theI3asi.n
PIClpfortr7prqtE3cti0I10fH()t~ntjal·ml.lnicipal.·.an~:d()rn7stiPsuppl~,b.~nE3ficiClI.us~()f
grt>pnqygC3tE?rintl1~rv1c:lltbuVa.lley .. Addition.aldestrHcfion·of·bacteriais·§lntiqipated
dtlril1gClPpli9Cl\ioQofthE?T~cycledwater tQthelands99,pe. . . .. .. . '.

·16. The;;filt~r?atQC3 .··P,Cl:2:WFi1ove .•bacteria§nd .nutfieptr. ..•puJnot.salt VMitl"fout.asC3 lt
ma.PJ3g~mi$ni,Plqnl.·irrig§l)i()nwith the'·e.ffluentis 're§sQn§lblyexpectedJo'providesC3lt
Iq~8ipg/t()thE()'~~dE3rl¥ing •..~.roundIAfClter ... LE3acha.tE3 .. gnlerjng.>t813grouQqyvater •• may
exce~d.\the;lifnifsfor/MClllbLJ··· V.alley··.of ..2,000 ··mglL... fQr',fota:il.,drssolved·.·.sqliC!sj:50'0
mIIIigrClrn~ l p~rliJ~r(lllg/s)f()r ctlloridi:?; ...500 rn~hL.fqr·s 1.l1.fC1t~ Clnd~.rng/;L:t()r/Bwon.
Therefqr~, .the?e... lImits .shall ... be ·metbefow T13c;YC1irrg·.· .. A.... faSi.lity-specific·..•...splt
man~g~rnerlfplanShaH be developed by the Dischar.gerduring their participation in
the"preparCltion of a Malibu Valleysaltlnutrient managemelitplanas' required in
Provision B.1. ", .

17. ThrFacilityd~Wgn is for 10Q%recycl il1g. However, ifeffluentcannotbe ,qischarged
throughirrig§tion on:luring system malfunction, .storage is available. The Qischarger
predictl:;that1ow.evapotranspiration r_ates will p~eGludeirrigcition for up to 90 days .
under critical conditions.. In addition, theDPH requires an alternative disposal option
during system malfunction,including storage, discharge to the sewer and 'export out
ofthe<Malibu Valley groundwater basin. The storageC:apacity. foreffluerit which does
not meet discharge requirements is 350,000 gallons, or about fourteen (14) days of
maximumdisdharge.

18. ParcelC,a sliver of land along the central west edge of the La Paz parcel (see Map
1), is included in a DevelopmentAgreemenLbetween the City of Malibu and La Paz
as the site of a City Hall or other "municipal use." The future ownership and
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OrderNo. R4-201 0-0107
File No. 08..0101

• ,'. ,~' ',,' _'.' ' - ' .. ;;, __ ..<';"(..,', c- ' :._ ' _ .. ' :, ',... ." , _'.

developrnentplanfor this parcel is not ·c1ear.·. Theg~;WDR!\NRRsaIIOWonIYirrig(itic>n
oflandscaping,ananotsLibsurface.disposal to grqundwater, on this parcel.

. ." " :: .: . .':.'.' " -'>,~, ',:':": '.,' .. ,'. •

APPLICABLE PLANS, POI.JClESANDREGULATlbNS

19. TheRegionaLBoardaaopted arevisedWaterQu~HtYControlPlan for the Los Angeles
Region: Basin Plantar. theCoastalWatersheds(?fLos Angeles and Ventura Counties
(Basin Plan) on June, 13.. 1994, 'pnd amendedby~ariousRegionaLBoard resolutions.
ThisupdatedandconsoIidatedplan 'representslh@ Boar~'s.master quality control
,planningdocl.l.rn(3rJtand.Tegulati?ps;··The.••Basin~I.§n.:O.J,dE:l9ignatesbeneficialu§es Jpr
syrfacEl···§rg] .'. grourpvvat@r,(ii)sEl.ts 'nClrrativ(3.§n8;~Yt;1~ricgl•..'()bjec,tive9.thatmu§t'b~

·attained.ormaintCiinedtopr()tE}ctthed~signatEldle~i9t.iIl9pDdpote~tial)'t>ElnElfIcial'.tl~E}s
and'conform totheState's ... antidegradationpoIicy,,'?Od(iii)inciudesimpier-DentatIon
,provi9ions,.programs,'anq:poHciesto.protec;tallwat(3[§iR.·.·the'••.Region....•,lnaddition,thy
I3Cisin-Plan .incorporate~(IJYTeference) •••aUCiPpIicpbre'§tatEl •••an9..• gegionarBoardplans
ancip-()Ii<::iesar:CJ().therpertir;lEll1tvvCiterqLlalitypdIiGi~s'al1dwgLJIEltiqtils..,. ~... ' ,

2b.·Ta.blE3••.•2;2•• on••••P~9'~ ••2i1?i?fit.h.~·._!~?Si·r;l ••:PJ·an •.•id§rltifie's-~he<b~8efi8i§rn~ElS ••'.•?,fth~;~·.~Iib·u
'~all%Y'.·G;rroLJndo/?ter!3.~sirJaneppt@ntialnauniQipal.andiindqstl7ial·suppIY,,·'§IncLe~ipting
:ag.ricultpralslJPply; ." " .. " '. .' ., ,.., ..

'c.\. . ,0' .•' ." . " .,<" i:""} ,
21. ThE3requir~rpent?celltClined,.inthis, 9rd@rar:e in, cqnforrn§pc;e Withthe9o~lsand

.' oqJElGtive~.··().LthElBa~in.plan-Ciqdil"l"lpL~me.Qtthe r.equirements()f~he,Q~lJfor.hi§lWat~r
'Code?nd VVaterge9YGliq9GriJeriaand .poliqy. . ..

. I " , -

22.TheDischargE3rprpposestousereqyCledwat@r forirrigfiti9nol1l§ncispapeat the
, .faeilitx· ...•. FutuFe.uses.mi~HtinGlu~e.;ql~posal t()P~r:~~;;.·· .•~()lf'c().UF~~,~;fr~%vJCJY
lanq~ea.pes, .•. school·.·yards, ..•()e~eted@s, ..other·.I~rldsqapedOr'.CigriGultur(;\l:areas,()ther

'.•,fqdLlSctripl .. USE}~,.a.ndTecre~ti9nal' irnpopnprne,nts: '.' 'fl(iJth~Sc@T~qSc~ •. ~.p.pJi,c;(;\ti()hScc9uld
.. 'affecffne' "h8a'ltl1; ·.··safety; "'and'" welfare"dfth~'" pUblic; ~therefdre"Teqtijrements::are
ne.Ge~sary. ' ..

23. The Discharger .•prepareo ', ..an . enginE3erin~ .' report .. on its .propo?eq .pr()qyction,
distribution, and use 0frecY9led waterfor irrigatiqn'asTequired lJys§Ctign60323'of
titl%.22"CalifopniaCodeof'l3@gulations.(GWC)...• On·;J11Iy23;2009, .. th\?'PP.H·•• issu,ed
conqitional approval of theengineerin£freport and provided the'RElgiqnal Board with
comments andrecommendatj'()tis an the{])ischargef"'s recycling project.

24. Pursuant to California Water Code section 13523, the RegippalBoardhas consulted
, With the DPH regarding the proposed recycling project and has incorporated their

recommendations in this Order~

25. Additional criteria are codified in title 22, California Code of Regulations, Chapter 3
Water Recycling Criteria, including such requirements, as Sources of Recycled
Water, Uses. of ;RecyciedWater, and Use ·of Area Requirements. The DPH adopted
revised Water Recycling Criteria that became effective on March 20, 2001.
Applicable criteria are prescribed in this Order.
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26,' On FebruC3ry.3, 2009, the StateWat~rResourceContrOlBoard (SWRCB) adopted
Resolution. No.. 2009-0'11 directing the adoption ·of the Recycled Water Policy, .
apprOved by the Office of AdministrativeLawonMay 14, 2009. On JulyJ,2009, the
SWRCB also adopted General Waste Discharge Requirements of Landscape
Irrigation,of Municipal Recycled Water in Order No. 2009-'0006-DWQ.. In addition, .

. the SWRCBconvenedanadvisory panel on MayA, 2009, t08valuate.Gonstituents
of Emerging Goncern and evaluate the need for future revisions of the Recycled
Water Policy. . ," . . "\ . /. .

27, Executiv~OfficefD()rothyRicedirected the RegionC;lIBoardsJo.complywithher
Augysl28f2Q09rnemowpichspecifiedthe .. provisions to be inGlpded in .landscape
irrigation.'projectssl1cnaslhisWDRIWRR '.,.'

28; TheRecYcledW~t~rJ)OliGy.girects thedi~GhargerslodeveioP.·a. salt rnanagement
. planJof Cldditiqnat Ioading.·of.totaLdissolvEld.solids., chioride,·.•..• sulfate.and.borbn.Ao

.·groundwater'basins,like Malibu.\jalley, thrOughrecyded .• water.use.·.via 'irrigationby
".Febrl1ary3,2014,.iftheDischar~er~aremakingprogresstowardsawatershed:-wide
plan,andthe'grql.Jpsn1ayhClY~LJp.·:0ritiIEebruClry3,2016.'Malib.u'L.C} Paz•. isJE3quirE3o·
\cipartiqfp~tEli.inthe ••. >d~VElloPrDent·pJa> sa.'tinu,trignt •.rnanagE3rne.ntpIan· for.·.Malipu
Y/Cl·.II~y ~aI]9.:c9mpIY\Y'!ith·arJYQf •.tt-J~rrn0rlitor}.ngg[la •.TeP9riing.·.•r.~9··u.i.re.fl1e.pts·i.n·.·th.~t 'pl?r;l:

..\lAfacilrtY-spe,cifics·altlqqtri~.ntqlar1~g~rne~f:pI99.st1alj.'9El.'su8mitted',·acco.fdingJo·tI18
requiEerne.ntsoftbeFRecycJ$d,VVat~rPolicy,beforeFebnJarY$,·· 201'1.' . .". '... . . . Ie ... ~ .

. .29.·.¢WC·.~~cti()h1?$Z3.5 ·on.w8ter.·re.GY¢lingre8uire.rn~dts'State·.:that.q··•.·R~gIonal ...Board
trJaY"not9~nYii~sYClnGe·ofw.aterr~cyc'ingr@quirenlent~.to'a8rojeGt;thatvio·latE3.S0~ly
aSCllinity~ta9d~rd'in.at>asII1·pJan;Jr:l1985,SO()n'Clfterthisprovision.Wasaddedto
JheVVaterQ()c1~,... the. .State~()C1rd()ffiCe .•.()fChi§fC.oul'1s~li~suedC3J~gal<opinton
GO[lcIUdin~Jhattpi.s ..provisiorr ...·d.oes·.notapp·IY•••.;tov~raste ..•.• cIischargeirequireOlents.

..He..nGe.:W~.ste.:9 J~oharg~ .reqqire. trJent~,forre.c;ycIEltIvv:aterprojElCts ... inaY .•..coptC3in
eTfluenf\21nC[.other·'liinitafiQRS·.on···dis/cnarges,)of,salfs·.>asn'eo8ss8i¥to,,·meet:water
ql1CllitYdbj~8ti\,e$, G9rnply with UJeAntidegradatiqo'PoIiCY, orotherwi$e' 'prot~ct
ben~ficialuses. . .

CEQAAND N()TIFIGATION

3Q: Tbe'.Dis9har~e.r . prepared . a "Final ... §upplemental Environmental Impact
Statement/Environmental Imp'act Report{EISlE:IR)" approved by the Qity of Malibu,
onl\JqvE3mber 10,2008 (SOH No. 200301t131). No significant adverse impacts on
grbun'dwater quality were Identified' in the EI$/EIR as a result ofproposed irrigation
~~. . I

31. The Title 22 recycled water project is the use of tertiary treated and disinfected
effluent, produced by La Paz, as recycled water in conformance with DPH
regulationsandthe Regional Board's Basin Plan. The Regional Board is a CEQA
responsible agency for the project and. has reviewed the E1S/EIR, made

.recommendations for revision, and concludes that based on substantial evidence set
forthintheEIS/EIR thatthere will be no adverse Impact on the environment that

6
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cClnnotbe mltt~at~d

. 32. 'PursuanttotheCaliforniaVV~t~r';Cod~sEl<::tion·t3320,cmyaggrieV~dparty;rn~yseek
.review of this; Drder by.'. filing a,'petition "WIth .theStc:lteBoar-d. Apetitionmustbe
received by the StateWaterR€)soufces .Control Board, P.O. Box 100, Sacramento,
CA9581.2, within30daysofadoptionoLthe order: ... .

33. The RegiOnaIBoa~d. has.notifi¥d the[)i~Chargeran9int~reitea.ageodesand
. persons of ·its.intentto.issue\j\JasteDischargeRequirElrnents;:mq .Water'R;e8ycling
. R;equirernerlt§.()rder,NCl;i H~.:§01.0-0107for·Jhe .. ·prodyctio·ri;.. di~tri9;utiotI.arl(j.~§e·Qf

tElrtiarY .. treat~<:l,an9disinfeGt~ge~ILJ_eljt'used. asreGyqled.'~a~Elr>.ahphClsprOvidEld
themwiih an opportunity toslJbflJittheirwritten VieV\l9 andr~c;Ommendatioris,

,.; '. . ,).;,

Theg~glonClIBoard,.•.. inaPLJbJic.rrleetiJJg"beard, aqd .Cdrl§ip.eredallcol11hJents,perfai.qing .to
.tl1ese\JVaste Dischargeandseparate VVaterRecyci ing Requiremsnts. ' " . .

". '""",'.' '.,", ',"'j' ,"',,-, ,".,,"' .. ," '..... , "',", ,- .... ,

I,

A.'!P~E:l"REATMt~Nir~~~l:JIF'{I;M~@rs

1.. ·BE~1l"eahneritsd[Jc~ti¢Ff:[)is.¢hqh~er's hall .provide 'dbpurnent~ti98thaltn~yhay~faKeo
j§.ttps•.·.to ·.prey~ri[cn.ernicals.:~d9Eld.J() the ••.V\later by -qctiYitfElsat·~alit~~.;~aip~~(~uch:a~ .
,plu.rp-binga'g.ent5;,.·;pieapingag.E;nt.s,and cosmeti91gro()min9 •.•pr()d~8ts),fr()rn'jnteffElrih~Witb

'., qicjlq'gical prpcEls$esJntM.e<frElr=itqlentsystem. TheE>i§p~?rgE;rqn9()RtF~t9{Sh~lIgopt[QJ
yh'yrpic:al' Cldd itivEl~.· intbElinfL~entth!o ugh. ,the epLlcafipn .of,t~m§nt§'~rrd yLlstorners' fo
rnJniinize.the preserlcElofpOllut~n.ts of concern in tne wasteW:ater'str:~amand .. vi9Iatiqn:of

--the.effluent limits.' . .'. -.- ".

a. C).,99Upgot§ 9ftbe.pr9P~~y snail .bE} n9tifie;pby,thElPii~.911A~ge.r~tbatJ6ElX·9EEl
resporl5;ibfeJor'eliminati.pg influent waste from. garbage· disposWs,'everY"flush
toilet bowl cleane'rs, grease, and cleari'ing products: ..' . . ···u ...

b. V91Clti1e orgapiS99mpOunds, such as those found irl gC3sq'line" sq1vent;:;,and
cosmetic products (il)cluding hair, nail. and skin -care and treatment products),
shall not ib.e dischargeqintotheClisposalsystem. '

c. Paints, anti-Jreeze,indtlstrialchemicalsand hazardous materials shall not be
discharged ,to thE} treatment plant, but sent to a local recycling or hazardous
waste colleetionprogram.

d. Discharge of chlorine-treated water from pools, water features, and tanks and
pharmaceuticals may cause the system to produce water qua'iity that may not
meet effluent Iiniits and shall not be discharged. .

e. -Documentation of the pretreatment educational materialsand/or'lease provisions
shall be included in a report on water conservation and recycling/recycling to be
provided to :the Executive Officer within 60 -days of adoption of this Order.
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HestaurantWasteManagerr1yhtTlleDischargers shallpr~vide:

a.Asurrlmaryotihead:eqU"acyofthe capacity and design ofthe Best'Managernent ..
Practices:'(BMPS) to trap and manage fats, o'ils,andgrease-bef0re entering the
treatmeritsystem, and

b. Docull1entatiOn dfJheQperation and mainlenanceplanforallrestaurantsand
food services estabIishr)1ents with ,a report onrestaurantwaste managemi3nt
providedtOtheE)(e.cu·tiveOffic~r Within 90 .days6fadoptionbfthisorder~ .

3. water'P~nservatiC)n:i\J\later ...o/qps~.rvation .technOI()gy~ndPra.ctices··.shaILbe.,usedbY
. tenantsandcu$tornersto.,decryase the .addition:of.'potable water to MaIibu Valley

"GroundwaterBasinand the impact on the ••.. wa.ter·bcllance.. 'TbeJeducti~nin water
consumptioqshaJI.be ..predipted,andquantifie.d .. iptheWater'Sonservation~eport,whi.ch
shallipCluclethenurnber.Cindflowstandards<of,al',plumbin9·fixturysand .. waterusage
,assurnPtionS,an?cs~brnitte?wj'thin60'days'tothe]3)(ecptivepfficerof.ado.ptiorlof.th.is' ..
Qrder;'cmdupaated,clrlnuaH;{" '.' .~, .,. ". '..,.

, ~., : '. -.-

2. .'PotableNvkter:Th~.potabl~wa!6r.s4PPIYs~.all'.be repOh~drTl?nthIYingaI16ns.The,po~able
..fI9vvus~df()rirrigati()n$haliberPeasureddaily;ingallons by' mec~anical mean$~nd
, reppr'tedmqhthly. ". .

. , ','. • I •

3....•.bO'@l~#tiE~?~~~,::JQ~geD~<~a.~t,~;.c~n,§'II~y,.!.i.8).i~~(~.tp.·g9~r~tic~q8Qlrl}~rCi?IY\t~~t~yvatrY8pl~ .
.' .t--Jo\vatersofteneri$·al.lqwed.lqt9~h~q8IIestlon 'sY$ter11sfbatflpw.tplhe,frE;latrrrentunlt. ....,.

4;·Biolo'gicaISysfe.m 'Sta'~"Up: ··The·, RegionaIBo~rdrecbgnizes·that .··'advanQed·.···biologic?1
., ,:. :~_,',:',,:_. :_~' .' _.. ' ,",::",',' _'::._ ,_", ,," '," , . ," _.:'J " .. , . "." ,,', :,. .. ,.:'" _ :" , " , " _. n" _: .. : .' _ ", : _: ,.' ,: ". _ ,. ,_ '" ',' _ • ""'''''',' ,': .. _ '.

syst~mssLlchastheadv9nc~d"GV\f-rS'proposedfdrthe.·?itemust .·undergo'a ""st9rt"'?P"
.peripddl:lring .• lJ\/hiChthe$ysf~rt1'?bjOLo9 iQ91pt9ces~13Bre<:JLlire ;.• 7eeding.and"stqbilizatiqn.
Also,t~~re?re rCir~Casl3§,whe6the 'biologk:al system is c0t11prornised andreseeqing is
nec8ssaryfo"assjstthe,repoverY'offbebiologisal freatrnent'sY$ternsqyiQKerfhanw;oUId
bepqssible 'by naturalre:growth. Insuchc!3$es, Dischargersrnay·irrlPorta,sufficiel(lt
2i'rnol.lI11offuIlY.·riitrifi§dslu'dg~ffbm' Ofj'site ''for'thee)(ph~~§ .. pUrp6se;,of .seeding(or
re§6§(]irrg) th§fldV~np13g·.q>WT§'~. '.bi.oIogicaI ·proqes$. DischargershaJI. pr-ovIqe writfen
noticElto theE)(eGutivEl'CDiffiicElrofrheintenttbimport~tI~pst7 days in adv!3ncetorinitial
seeding arid 24hoursadv811.ce for reseeding that includes the, quantity of sludge, its

.sourceandari analysis ofthe'quality:Sljffidellt to demonstrate it is not expected to cause
violations of the effluent ;Iimits of this WDRlWRR. .
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EFFLUENT REQUIREMENTS

. ..,

1. MOhitoringPoint: Theeffluent;shallbe •. sampledandeffluentrequiFementsshall apply (a)
as •. effluentleavesthe .disinfectiansystem.and(b) before 'discharge . to the
recycle,d/reclaimed.system iLtheeffluE3nt is stored for more than 72ho~rs.

2..E#lqentdailyflowsshaIl.be.. rneasuredmechanicallYlwith .an in-streamflovv meter in
.' i gallons (a),after treatm.ent and(b)t~efarediss:hargeta the ·recycledlr~c1Clirnedsystem.

3. 'mh8/gallph9 0f.E:}ffluE3hl..•prq;aOced.,st?ri(3d•.• ;andrecYCled·... shClII.ibe··.rec8rd~p·.da·fIYand
·r(3PoTt~d.rn 0tltnly .• wit~ suffiCie~f..descriplioh ·.anGgraphtcal· ..representaf.ionAhatltshall
.d~rn().nstrate.and .•..quantify.th(3·e~iciE3rl~y •..•ofthe.recycli.ng·systerni)I"(3CoS<:!;tQE3.qu91.ity•• anC:1
letl~thJofstorag(3ofeffluent.,. Treated and untreated efflueht and 'pqtableWgtershalinot .
'be stored in the same :container;. . .' . . .

4: .Theterticlryitr~at(3crand. disihfe.?te.d.effluentdischargedfrpm·.thedi.~infectiansy§t~~.~tld
··.U~(39a~recycled ''vVater "'shaH.np.t.·contain·...cOr1stituentswith·conc<3n!ratiOns. /exce.edin9·
. limits listed in JableP1. ..'. ' ' ..' ....: ........•... . ' .' '! . .' , ..-

'5, ..:~~i~~tic3:~y~T5~r~QYCled· •.·w~t(3.r ..·.sh$J1,.~ti~ll;tim~s.,;;b~,ctdeg.gately:oXicI@~d, •..•.••. mnejF:~tY~I~O
Wcit~r..sh<:lll;'·be GbnSidel"edad.~quately· 'oxiCli#~9 ',when 'it 'mE3et~ the: fcillOVvil19

. cha:rCly~eFistics: . . . . .. . . .

8; '~h~iI1J9r1thly ·ClverageE3jRC9'erniC?lcO~y·~erl;9~81andvalueQBOP5 ..20(}g~i.d?es(qot .
e)(8~~cI~Omg/L. G?mpli9nce.shall.:bed~termil"1ed·.·.m6nthJy .•·usin9th,ea.vera.~e.of··
tgea8.?lytis:al re~0lis of·.·~·II:·24"I:l()urcqh1.po~ite'samples lakehafl(3ast.lf!eek,IY

'.;:'d;p:'r~~·9·,;t:h:~,,::'rTIonth,.· . :.. '-. . , ',' .," '. :'." ' .. '. ,:...~.,

p..·· •. ~h~i\·~8nt~I¥ .•.CiyercWE1. '-B~~I~:'~9§ip§m~~(f~dti~$"'(Tp8) .q()n9~tltsC3ii9·6C18~S{0.9t
·e)(8ee~ ..•1§rng/L. Complia9peshall.be aelerminecf,rn9nthly.usin9the:ayer~g@9f
thE3analytical' results ofaW24;;b1our ccimposite samples' taken' daily dl.1i:ing the
mohth.' . '. '. ..

c. Tbe Totc3l brganicCar~Qn (TOO) Goncentrationdoes not exceed 16 mg/L for
( more than two consecutive days, 'basedon 24.::haur composite' samples taken

daily.

TableP1- Concentrations of
Constituents inTertiary-Treatedal1~tPisinfectEffluent

Co.rlstituents
Oil and grease
TotaldissOlvedsolids·
Chloride
Sulfate

Units
Mg/L
Mg/L

.Mq/L
MgIL

9

30-Day 7~pay
Average Average

10

"Daily
Maximum

·.·15
2,000[1J

500 l1J

500[1J
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10 .

Daily
Maximum

',.-:--

3D-Day' 7-Day
Average Average

M IL
Units

'M IL

. .. ......• Tabl~iP'-'(;()ncentrations()l .'
consfituentsinTeiiiary-TrE,lated andpisinfectEffluerlt

Nitrite':Nitro' en

Constituents

Total Coliform

Nitrate '.' .

N itrate~N iko '.' e"n

BorOn·

NitrateJNitrogen.·pius
Nitrite~Nitro .en'

.T otalNitro en

. I

. Fo()t6ot~:

[n:'tI11Is'isa'Gr"alJhCl"VV~terQl1~Iiw6bjective'in theBasin Plan.

[2Lftlisisa maxirt,tlmtbtalc6liforrrrlimiffQf Title 22 Te'rtiary trElatEld'and disinfected'v\iater.
. '.' '.i •..... ..... . '_" ., '.' .<

6.. Tl.Irpiqtty:ThE3tUfPipity.of th'E3eITIu'~nt>wg'terprior,)o disirife9tion.~h§lll.hote)(9€:1~9.c:ln
?'J.E3F(3ge •. of.2 .••. N"T~V\'ithi n.~Z4;;n()l.Jr·p€:1ri9a()LQ NIl.J rllqfE3.~,tbCln.Q." ~ercept()filRe'tim.~
\NitRin ...~;24..hpur•.:peripd~P910 •••·••NTtJata~ytirne .. ·Wh~nth§ti.Jr.bi.qi1Y.·.requii-errl~nts,__are
e)(Geeq~(J;dE!liYf3r,y()f\r§8xplegv\(atE!r,shaIL.gesq.speQd~d.,••UPtil •••§t1Gh.tlI)]ElJhEl·c~w§eof.tbEl
~~CElEl9c:ln·G~:qc:l'§gE3.E3.D,(9yplitiE39'~f"lg)Y8rr~gt~(t .••i:b@;J;D.i~GM,a[g'~r.§§6?11.'nqtif;ytm§,~egIQnal,
E30ard stc:iffand sUbrnitar~port i3ccqr:qjng to this Ordyr. , ' .'

~. _ '. "... ' , .. '.- .....-' .. .... ..' ..., " ', ..- '. . :' .. ",.'. ",' -'. '..... ,.-, .. AI .. , .• ,- -..--.- .. ,', .. ',-,. '-. .. .. ', .. ;, .. ," ,..,.. :.. - . .... '. - ,

7.Narrativ¥LirDits: Tny\y.?stevv?iyfdi$chargeCl· to thedisP9sB:lsystelil shall,',ri6t¢ontain
lSa:1tlS' ".ITl~ta 'lS' nitrqg,~n .aqgphosphq.r.qusspeyie's;' qrganicdhElfniCell?" or .p[iority'pollutants
atlevelsthatwouldirT:1p~ctgroundwater or. surface water that Imay be in hydraulic

.con'nec.ti.on witl1grouridw.a... ter. . ,
. ~ .. . - ' ..

D.GROUNbVVATER 'RpQUIREMENTS

1. No GrQundwater ImpClc:t: TheJacility is prohibited from altering the quality or' elevation of
the underlying groundwater ofMalibu ValleY.

2. Irrigation Impact: "The irrigation operation and monitoring plan, which must be approved
by the Executive Officer, and shall apply water at ag'ronomig rates and shaH inqlude
eq'uipmentlo provide daiIytesting of the depth of soil moisture,during irrigation to ensure
no discharge to 'groundwater. .'

3. Groun'qwatElr Monitoring: Monitoring of the groundwater far water quality parameters
limited 'in the effluent and for the elevation of the water tablElshall take place accord(ng
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to the requirElJl1ents'ofthesalt/nutrient management plan, but'thefacility-specific portion
of the plan shall include at least oneupgradient and two downgradient wells with
'quarterly testing.' . .. .

E..RECYCLED\I\lJHER REQtHREMENTS

· 1. Total Goliform: Recycled water shall be, at all times,a'dequatelydisil1fected such that the
, .humberoftot~lcoliformbacteriashall not exceed >anyofthe follovJing, 'based,6ndailY

grab~sarnPles: .' .' ,

a..'A.7-"d~Y·ll1edIan.of2.2MPNPer10b\rnI. In.the evenfoffailureto meetfhe7--day
m(3diancolifoFrn. requirement Jor,twp consecutive days, the Discharger shall
sl.lspenddeliveryofrecyciedwaterlJntilsuchlirne the cause of the.failurehas-
been identified>andcorrected. . .•. '.' ........, .' •...... .•.. . .' ". ...,<

b:23MPN .·per100rn.I:inanysarnplepriorto deliveryofTecycled.water~.... Inth(3
eventof failure·tolTleetthisrequiremepf,the'Di~charQershal.l·suspenddeliverypf.

.... recyCledwateruritilsuchtimethecau~eofJhe Jailurebasheen identified and '.....
corrected:'.' . c,> : .,

· 2~;·QhI9Nlle'I).isi~f~GtiClIl:··W;ChLoriheidISinfElcti9Q··'i~.U~~9,Cblbrrne'disirlfe;ctiop ..• Sh5JI ••..,prO\fide·;a ..
..c()nqehtrati0r1.;tin1.eXC;r')·Y~1Uebfn()t'Jes,stban:450'!"Dilligra1TJ7rhinqles;;perliter·•.?1.alllimes·

,. vvitb@rnod~19ontactti.rrle§f ·,atleast9QinninutE3s"b5s.'ed.iorradesign flc>w.of5h;1gd.Th.e
.... " CTj~t~E3.productpftotal ..'.'~hlodne·,residLJar>and:,modal,cqntact

H

time;measured·. C3tthe ..
.'.. ·.s~.rne ..•'..periqd.,.Th.~T1109@1·,c()ntClGttimeis .. 'th~,··C3n19U,llt'qf·tirlJeth?t·.elapsed;betwE3E3n ..• tPEl
timeth~talraGer;Such· .•C1~:~albordye,iis 'inJecteCjinto.the.·•• infiuent.?ttheentrance.··.pfthe "
chloripation::.chanlb~rand. th~·.·· time that the' highe,.st.,. cQ!1centration of the"'tracer .is
obser-veaintheeffluehtfr,om the chamber; ,

3.8~:yTheptlof:.therecYQIedw~ter·sh~lhbe,ataH·tirnes',within the rangeof6;5Jo'8:'5pH
tiriits~· -'. , ' ',. '. .... -. , . ", :;' . . ....

4. P~iQrityP61Iut~nts::erJO[iiypolIutantsi·istedjrlAtt~GhmentA~Z~hall' notl(e .discharged .• in
···.comc~ntra~ionswhiGhexc:eec;! t~emore .restricti\fe'ofth~.Cali.f?rnia .Chronic ToxicityRLile
,drFederaIJvla><imurm'Cont~uninanttirnits. The. 'chemicals shaH;be monitored once
.yearly:

5.80nstituentspf:Prner,gent Gqr)cern{CEC):GECs,.listec:l.in. Attachment X, shelll b,e
hiOnitC{redarinuaIIy~:TheE3xecl.ltive()fficer;,mayaddordeletechemiGal~from this list,.as

. this j~an.ar¢abfrapidly chal1g'ingscience. The Execulive Officer may also make
re'{isions tb. an~lyticalmeth()dsasheeded~ More specific requirements are expected as

'arioutcome of the advisory/panel'seff6rts being conducted per the RecyCled Water
Policy.

· 6. Maximum Contaminant Limits: The recycled water shall not 'contain trace, toxic and
other COhstituehtsinconcentrationsexceeding the applicable maximum contaminant or
action levels for: drihkingwater established by the DPHinsections 64431 and 64444, .
Chapter 15, and section 64533, Chapter 15.5 of title 22 of the California Code of
Regulations, or at levels' that adversely affect the beneficial uses of receiving
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".\

<gr6undwater.JflePrirnarYP~]lutant~·are
.shall berneasured YE3arly.· . "

7.· .RadioaCtivity:The ·.radioactivity orther~GYcledwC1ter$h~'II;cioteXceed the -Iimits~p~6ified~
.in sections 6444t and 64443, .Article5"Ghapter 15,ititle22 iQftheGaliforqiaCode of
Regulations, iOrsubsequentrevisions. .Radioactivity(Attachment A-'2}shaHbe. monitpred
once yearl;( .'. >

L8, Taste 0rbdor:i The:reqycledwater.shall·.pa'tEontC1in,taste'6t()dor7"produciDg.substahce~
irlconcentrati9ns.thatcause nuisance' or ,;r(jverseIY,ciffecLthe benefiCial uses of the
rec(3ivingigroundwater: " . . .... '. '., '. .

!,'

9. "rheTecycledi'Vv'~ter ,~haIL •• ,n6t·. Cause. a. ·meas.urabteihcrease in ()m~l1ic; chernical
contarninantsinthegrolJEld'J\l~ter..

'.ip. '.·.··.ALLOV\l~E3LE\l.JSiES·OF·.·RECYCLEDWA'fER
,-- .. <\'"".- ,-',""" "-C._:.> '>"',':,"" ,:",',-: >. ':',-.'--: ;:," ,.,~."._J.';" "-' ":",_\'" :;,,:.-" :"::.~ __:'.:: ::::,",':: -',.- .-:.<.'.>.:.::..... ":,;,.::._ "_ "" .:_;",'<'::':::',~:::,':~,:",'., "::,"" <, ,', -,'.- ' ,~,:.. L,;.: ,',;':',: ,:' ,:::: ,<,,<:"« "'"':'<':":'. ",': ,:~' ',':;,,',:.-'-,' ': .

:1.:. mh~;disimect(3d .t~rtiarytr(3atec:l <r(3cyqlec:lvv?t~r rn?yH:>gupeq, fqrsuirt'a¢e.irrigetig!1 .in· thFl'
folioWing:',<" ,

..... '::,; ..::,,··c'. '\' ..

··~.·/R~rks,;\ ....f ..;', \ <'f,
.,b. 'Resid~ptial.;ardfr~~\Nayl~nd.sc~ping;

c.. LJnre.strictedaqqE3ssgplfC()y.r~~§;.. ' ' '. ' < ..' '.' "J'. • ••••

d. ···qth~r.?116w~bl(3 ... irrigiftiqni'eppl.i9ati()ns.•.•.~p~Cifi~p:r~.,thg.Y\fater-.~ecxqling9riteriCi;··
9Qapte.r.:3, ·.·Titl§24,()9~,.pnp~i(j~gepprovcI'L "fromP'1?Pi .·~nd ··.B:egiQn?l··. $09r9
E)(ecutiV~()ffic(3t,areo~t~in(3qprior!to,delivE3tY ... . ..

e:R~8reation~11!Jlf?9Llnd.8"l.et1t.§iian~t ' ' ..'
J..' La.PQSCCiP.esurfClqeirrigatiqJf··· .

2:·.·.. ffhe·t'ecy8IecJ.·••• w~teLshall •• not!h~.·t1sed!cJther.·t~an,thQs$·y;sp·eQlfi~dj.:abo\fe·;tlr;fr~ss. "an' .
.....•.~g.9ip~ening.r~Hqrt.D~~·.·.9~~q.syB·q:litteg\:fQr •.. ~qcb .otQ~t<H§x§.;crnc:l!qr·;f~.gl.Jir§EDe.T1ts.f8r

th(3seuseshave.peep!pre.scriBed •.• ·gy·..·thi.s.f3E3gipual.§Pard,... .in .•acc()fda.D.q§vvitb.s(3~tion
13523 ofthe California VVater Code. .' - '. ' ..... '" .....'. ..... '...

3.. ReCydep.wC11er sha.1I notb(3useg fprdire.qtburnan c0r1$9rrJption .orforth(3pr99e.ssing .of
foodmdrinkintendedforhumanconsumption. ".' .'. "'. .

4.. Th~deliyerybf recycled water to end-users shall be subJ(3ct to DPH approval and/or its
del¢gatedJocalagency.

G. USE AREA REQUIREMENTS

Use area is an area of recycled water use with defined boundaries, whi.ch may contain one
or more facilities where recycled water is used.

The Discharger shall be responsible to ensure that all users of recycle.d water comply with
.the following :
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AI16seareas.Where·.recYcled·~~ter·isu~edthat ··areaccessible·tothe.·.publicshall·be
postedyvith .. signsthatare\fisibleto.the'public,in· a siz(3no:less than4incheshigh byB

. inches wide, .that include the Jollowing,.o/prding: ~'RECYCLED'WfTER-DO NOT
DRINI>'\' Each signshalldisplayan,interDational symbol to alertpE?ople who do hot read
English. . . .' . .. . .

2. No physical connectionshalIbeimCideorClllowed to exist .. bet'NE3enanyrecycled water
pipiQgandany pipingconveyIngpotabJew~ter,except as allowe.d· undE:lr'section 7604df
title1?,,' CaHfOrtlia Code of.Re~lulatidns; '. .

·3 .•·~he,po~igns()fthe .•.•reCYCI~d?'Iat~rprPi8g~~st~mth~tare in areas'~Ll9N~8ttbaccessqythEJ
, " ·.. gen~r~l>public.'~pe:tlli:notipcIudeCll1y·p()§~·bi~ps. ·.Oiily.quick couplersthatdi~er.Jrom·those
·•··.· ..~~ed·()n.the'PotablE:l·vvater·systernshallt)e\us~d.·.onthe portionsoNhereqycledwaterpipfQg
'.. systerTli.nar¢assut)jectt()'P~bIica9cess.. '. .. .' .. . . . '.

': "j'. ;" ,"," . '. . .. , .

4;.RetYdedwateruse.shall,noft8s0It.ineartprhovement in.ge()logiball~luqstableareas.
.. ';'v' .. . ":---'--',"",-,

......... .....•;..."... , '. "........,...; ..............,....... ....•.. .'. . . ." ...\.../." .". . .

'. ······.5:.- .Nq"i.ir:n:rgu8dme8tot.••• ~i~inf~9~~QFyqY81~(;1··Wa.ter shall. ()eeur,vyithin ••'itpQ.fe~t •. ·•.of •. ,artY.
,(Ipqi.~§ti9W(3tE?rwe !Is; ·p()ta.IJI~\IV~t(ftrE3s,ervoi fs, and' strl38rnS 'ys;E}c]<as;§oyrces: ofvvat~r
')~t:lPPIY.' . ..' . . .' .'. . .,........,

.' ',i, C,

6. ·AN.O:ihf9a.troh .~~eas with••••·re¢yeI~dW~t~r~baII be .IDeateg .with.im·.·.EYO't~eTdfClnYdortiesti¢
w~t~rs(jp.ply\V~II·Llriles$a.llpftb,E3.f()II()Wingc(:>tlditi()tlshaVE3been-'Il)~t; . ,

a. JX;~$·§()I()gisal ..• inVysti§~tiC)8i~§I11()r,.ptrCltE3s. tbat an .. aquit?rcl§~i~ts.atthewell
6etvv§sntpe upperl'l1~st,aCl·U!fE3tlJ~rngdrawn.frbmanq·.the,grqunq '§ui-faqe;

b. -rheW~II·contaihsah~rlg~I~r.~ecil·thatextendsfrom·theSLJrfab~;inf6>th~~aqUitard;
, ".' ., - .' .'.' '."- " .. ,-'-" .. - -".-".' ' .' , . '--, .' '.', ,- .'.' ,'- ',.'.' .

c. T:he.well·is ,. ho'l:rsedle>lpreVerif'anyreeycled.waterspray.-frOrY\cCQm'ingiinto>eontaot .
withthevvellh8(3dfac::ilitiE3$;;. .

d. The ground sUrfaG.eitt1rll;ec1i~t~lyaroYf1d the wellhead iscontouted t6 allow
surfacewatertodrain'ayvayfrplTrthewell; and,

e. The owner of the well APprOVes oftheelimination of the buff~r zone requirement:

7. f\JO irrigqti9n shall take place within 50 feet of any reservoir or stream used as a source
ofdomestic water.

8. Use of recycled water shall comply with the following:

a. Recycl~d water shall be appIiedat such a rate and volume as not to exceed
vegetative dem,:md andsoil.moisture conditions.

b. Special precautions must be ti3kento: prevent clogging of spray nozzles, prevent
oVE3[-wateri f19, . and minirnize. the production of run."off. Pipelines shall be
maihtainedso as to prevent leakage.

13



OrderNo. R4.,2010.,010Y
File·No.08-0101

Malibu La Paz,
3700 La Paz Lane
WDR/WRR for Title 22 Recycled Water

. j"

• . - "",'::<-.'.:: -:.",:,~, • . '..:,.': ,:,'.>

c. Irrigationatagr:onomicrates shall be confirmed throughtheuseOfequiPt"rlenlfol" ...
. the measurement of soil moisture atdepth,dailyduring the wee~swhenrecyclecl
. water is applied, to demonstrateappIicationiscomplying withtheagronornicrate

required by the Recycled Water Policy. . . .

d..Anyirrigation .runoff shallbec~nfined to the recycled wateruse;ar~aandshaIInot
'beallowed to escape as surface flow,unless the runoffdoesnpt poseiapublic
health threat and is authorized under a National' PollutantDischarge Elimination
System (NPDES) permit issued by this Regional Board....For the purpose ofthis ,
requirement, .. however,minor amounts ofjrrigationretLirr·I·YVcat~F;frorn:periph~ra.1
areas.shalLnot he·considereda vlolationofthisOrder.:· ". . ' .

e. Spray, ··mist,.or:rl1noffshaIlnbtenterdwellings,designate~·"()LJiddbreatihgar~~s,':br
food hatJdliilgfacilities, arid shallnot contact any drinkingwaterJQLJntain:, " ..

. .' -'. '''' ' ,': . " , -'. ,- . "': ,-",,: .,.,,,:, ":.' :."' ",-~' -.;., '. ,.'," , :,- .

:'---:

f. RecyCleclWatershall.not;beusedJorirrigatiolidurirlgj:ierioc:fs·ofrainfalland/Or ·run~ .
.off.·· .',.:"".'

..g~:R~cY~I~d~a:Wru~edJor. ·.irrig9tion.·..•.sha.llnot:be)~IJ9\V¢8:~t§+JJrig#.tr1t;6anysu rfcicEl
\,wat~~;I5().q'y;;" ....." . " .

.7f"Qe,·.publlc,·.water'SlJPPIVshall.notbeuseqa~ .•·...~ •.·.backupor.·.·spP;pl~rn§Rtaf.,~.qurc:~\8fvJat~r .
'for'.'.' a dual-;plumbed.T6cycied water"'system ..·urjles$···.. tl1econneGtiprr.·petWeen.. the.itwo

'. ···.·.·.,··systern~!is.;protebtetf,bY •• an.air;··gapseparati~n .• tha.fc()~'PrlfJ~witHitn~·.····requirerT1.~At$Of
·;S:El:ctiqp760~«aY§ndi7603{a.}ottitle17,qalif;orniaGodePfRegulqtioiis;·.·. .....• ." . ,

.",' -::::~"':'> '.

''',' ,'.-~,,'<.,:.,, :....... .
. .', I .

.Ii: REQUlliEMENTS :FORDUAL PLUMBED'SYSTEM.. ..... ..... '. .'. ,.)

'2." The ••·IJ.i~cn,arger,~fui[I· •..'t'l()t}geliver·reGyqled,water4().··.aJ§c;iljtY·lJ~lfib:9':Cl.8lJ~J·PluT~ed:systElm·
.····'\unlessthereportd·e:quir~d·urndersedi0r1·13522;5'6ftme;'vvat1r:COd~;'whicK':¥eets;the"""""

·requJr¢ITlElntssetforthinsectionAV/,8"andZorJV/.9.;.• has:,beElrl .•.. s.L1blT1itted·to,c:lr1d,approV~q. '.
by,the£xecutive.OfficerendIJPH; '" ":/ . " .;, ", .. .'..' . . ','

3. TheiDisbharger'shaBsubrnittotheDPH, pursuantlo·seqtion1352f:5.dftheWaterG9de,
informatipn.f9r •.duaI pILHllbed••systems·.in.. addition •..·tOJheinforrnati()'n .·[Elquired...••bysectiori
60323 dttitle 2f/of fheCanfornia'Code bf 'Regulations:: AdetElHed description of 'the
intended·usesite;shall.identifythe following: . .. .

. ~- . ' ' . "-.

a. ThenUhlber,locatioll,and type of facilities withIn the use area proposing to
use dual plu1TIbed systems;

b. The average number ofpersons estimated to be served by each facility on a
daily basis;

c. The'specific boundaries of the proposed. use site including a map showing
thelacationof each facility·to·beser\ied;

d. The person or persons respbnsible for 'operation of the dual plumbed
system at each facility; and
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e. The speCific Ijsetobe.m~deoftherecY~led waterateachfacility.

f Proposed piping system to be.Used;

g. Pipe locations of both recycled ,and potable ,systems.
";'

1. Typeanqlocation·of. the oUtlets and plumbing fixtures that shall be
accessiple to ,thepublic;" .

2. Themethods·.anddeviceslo·beusedtppreve'nfbackfIow ',oLrecyCied
.wate"rintotl1ep~blic watefsy§terrL.· '..... '. ' '. .'. . .. '

3.•Themethodstob~.•.~sed.by'theDischa~gertoassurethafthe.installati6n~
and operation of thedualpIurrrbedsystem~halinotresulti.ncross .
.ponnectionsbetweenther~Gycledwaterpiping .systemandthepotable

•/\Alater pipings)istem,Tbeseshall include a descriptionofpressure,.dye,', "
·'.orothertestmethods.t()b~ used to test tbe ,system everyJouryears..·.,·· .... ~,

.·Priorto., the iriitiaL·bperationof·the dual~plumbedrecycledwcrtersystem and 'EmrioallY
, thereafter, tHe dlJalplumbeCJsysternwithinC;eachJaCilitY'a'ndusesiteshall:be :inspected " .

for possible cross ,corinecticmsWiththe potable water .system. The recycled water
.system shall a,lso, be tested for possible, cross cormections at least once everyf()lJr
Years. The testirigshallbe·condueted)h .accordanceWiththemethod described above.
Theinsp~ptionsand th~.te~ting shall.be performed:bYC3.crossGonnection .contrdJ
specialist:certifledby the ealifomia':Nevada .section of th.e <,American Water Works ( .

" AssoCiation .oranorganization with equivalent' certification requirements ...'A written
.'rep()rtdpc::lHlJel1ting \the ~esultoLt~e .inspection ,and testingfb"r'theprior yearshall.:be

sUbniitted tothe',DPH witbi.n30da,Y!3 follow.ing,cbmpletior)'Of the.inspedion:or testing."
"J -; '.'.-'.:"'~/:'.-,.'< <"~<r.-~,.:',/-:··":-\~"-\::·:" .'.~ "'.- ~. .;." :.'.-;<.:--~ .;' '-/"

'5... The. Oischargershall notifythe ORH of any ,incidence,of backflow fromthe deraH~lumbed
.... recycied ~water system illto the potable watersystE?rn within 24 hOurs of discovery :the

incident. .

6/ Any baC~flovvpreventiondeviceinstallecl. tp .protect .thepublicwatersysternserving the
dua.l-:plumbedrecycIed\iVater systemshalibei~sPElcted and rnaintained in accordance with
s~dioQ 76Q5'oftitle:17,GalifonliaeodeofRegulations; .' ' .

I. PROVISIONS

1.. SaltManageme~t Plan:. A. facility-specific!3alt management plan shaIlbe submitted
according to the reqUirements :ofthe RecyclecjV'v'aterpolicy, bwtrio later than February
3,.2011.' While. a basin-wide salt management plan is underdevelopment, the
pischarger will actively participate in its developmentand may perform proJect specific
monitoring. In 'additionto'activelyparticipatingin the development of a basin-wide
salt/nutrient management plan, the; Discharger may also implement'that plan including
reqljirementsforbasin/sUb-basin'monitoring. The facility specific . salt/nutrient
managemeritplan ~ustb~ consistent with GroundwaterRequirell1ents D:3.
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2, Title 22 Approval: Final approval ofa complete Title 22 EngineeringPlan, withpiumbing
.design,shall be approved by DPHbeforerecyCled7reciaimedwater use begins. '

5:0[)isi~f~ction'N1anuat:'fheozone,ultra,"\fioIetand9hlorjnedi~infecti'orlsy:st¢mErnd filtratioq' .
. '~ysterns.···r~quire·c:l?l:Hti()n.?I..qp~rc:ltiopal.··supervisi9n.arr(j •.••rnain~~nan8~to ...ensyr~~JjCc~S$ft.ll·

operationatJI0w.sir:angingfr<;>mn0410w.··fo .fhernaximur,n .fIpw.•·.·.J~·eDis6harger··shalk.
'.' sUbrnit.anO&M.rVlcrnHal.. for.these;·~ystems, .' whip9.theE)(ecutive{)ffi.c~rd~termjlJes'is
,sufficientlydetailed,beforedischarge,.and kept c)n .sit~. Th~treatm entplantmaintenancE}'

. ··.. andpperationshall comply withthe NationalWate~ResearchJristitutelAmericariWater
Works Association Research Foundption UltraVi9IetDisinfectionGuidelines,..' .

6.. VVat~r¢.onservatjon Repprt:. Th~Dischargers . shall provide an annual report regarding
waterconserv~tion.and)Nater 'recyCle/recyCling measures,irnplemented,de$cribing,the
oper~tion.•and.maintenance.,oft~e water'consePJation equipment and variati0rl$ in' pqfabIe,
-ipflueqtand:effluent water' flows. The Jirstreport is due to theExec~tive Offi?er60days
after.approval of this Order, shall be updatedannuallY,and shall includedocumentation of
pre-'treatmenteducation,the method ,of'attaining the recyCle and ..,storage capacities,. and
the maintenance. or operational protocol established to '. enforce additional water
conservation orstoragemeas,ures when discharge is not possible.

7.CECMonitoring:Monitoringfor CEC shall take place annually. ThisWDRJWRR maybe
reopened to allow the i,ncorporationofappropriate monitoring requirements for GECs
after State Board action under Recycled Water Policy paragraph 10 (b) (2) and~as

described above in Recycled WaterRequirements E.g. J
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.-'. ,,'. ," .

, 8.TMDLCompliance: The RegionaLBoard' has amended a Total Maximum Daily Load"
: (TMDL)Jorbacteria 'in the Malibu Creek and LagoontotheBasin Plan. USEPA has

completedaTMDLfdr nutrients in Malibu Creek and Lagoon; The Dischargers shall
complywithvvaste :load allocations developed and approved :pursuantto the TMDL for the
area; The Regional Board may requirethatthe Dischargers meet pathogen ornutrieDt
'Iimitsstricterthan· those imposed in this Order;

9; .:ReCYC:led!Water'qp()liCy: .. TheDiSChargerShall:comPlvwiththe ..reqUirementssetf0rthin
.SWRCI3E)(ecutivEJ. Director Dorothy .RiGe'sl11emoofAugu~t28,.2009 requiring the
. Region;:iL·'~oardtbcornpIY .. With:theReGY6Ied VVatyrPolicy,.··inciuding ..the following"

§PElCific. r§quirElrYlEJJlls;" . . " ..' .'. . . '. " .

]hefabiritysh~rl:d¢r"1troIjncid~ntal"rulloffas8~fin~d\inR~Cycled Water 'Policy
,7{a.1~4)andasdescribed 'above, .

Afiridingof9nusUal'8ircumstance§hasndtbeen .·IT,ladefor MalibyVaIIEJY·.
WhEJre.thisproj~ct.i~lo9ated •... ShoUld}heRegiona.IBoarq determinethatsu9Q"·.·
circurrlstanCEJ§..exisJ;fhe.R~.9i9nal'~09rdtr1aY.'9~()ose ...•• torcevise ..••·:fbis '.'
WlDRJM\{gR.Whichis:bas~dQri,complianc(3vyith,theRec:ycledYVaterP?licy .. ·
./.";-> ',<' ::., '~;-:;;'/<: -...,~,:." .~, ..:"':V':,'.,','/,," :""",' "._<,>'.~.,"." -:~ "";.':,<

"",'.. ,

c. "Recyded. water ,.usemu~f60rriply."wit~;.·CCI1,·.,jitl~'22'·w.kter· 'Recybllng
'RequirementsandanyfecommendafiOnsby.the California '·Depart'menfbf '.,
pUbli(;Healthpursuallt toWater.Code section 13523.' ., ..'.,.

,:,..-, ..., ' ...,.,. ,,'.,,', ",,:'. :... '. ,'.. ,,",.",,' . ''''.::" ." ' ...: :.,',", '..', ,',. '"" "-:,'",, '.:.,"

d. " IrrjgatiofL water: must be '·ap;plied. in . agron6n1ic rat~~. ':, Sp~c!ficaIlY, ,each ' "
irrigatiollproject s~allbe$ubj,ecftoanoperationsand.ma~agerrlentplanithat ,
describes agronomic rates and a set of reasonably p raGticable ·meas.ures '10;
en~ure'90mpIi9ncewiththisre'quirement,which:lTIay inClude'tbedevelopment '
of:wateTb~dgetsfbr' use,areas,.sitesuperyisdi'·training,·.periodicJns.Recti6nS .
and the'tjse ofsrnartcontroll~rsor·C>tber~ppropriate·measures.'·' .' .

" :,,<',~:

. . :

e. The FaQiHtymust .• comply.WithanyapplIcalJlesalt agd :ndtrienf rnanagernent
p~h, ' " .

, ,

f. Ttle.[);schacgermustdOQumenttheappropriateuseqf,feljiHg:eLthat take.s into
accounfthenutrient levels in the n~GYQlecJwater.· .

i. .prioritYP()lIut~ntS(AttachmentA) must 'be monitored ·once per year.

ii. Chemicals, of Emergent Concern (AttachmentX) shall be monitored once
peryear,y}117ss requested m()re frequently by the DPH,as per the
requirements of the RecyCled Water Policy.

. . ,

10. Treatment Plant As..BuIlts: The DisQhargers shallsobmita final engineering reportforthe
treatment ·plant,collectionsysteFn,discharge,systems,·includingfhe. 'asbuilt'engineering
diagrams, to the Executive Officer within 30 ~ days of the beginning ofdischarge.

11. Reduction of Impairments:The,Stat~WaterResource Control Board (SWRCB).and the
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; ,',:; '-~".

"': ."". " :, ':' '" "',: ".:-,'" ," '. ''',,-',,-,'.' ,'.'.:, ,.. - ",,", ",:, "",:', '. ,"- " ", i:,", ,:,:. ",',' .',',',_ ,:'" ,:,,' ,"', '." , ," '::",.'

,14.Standar9Provisi?~s:IhisOrder.inciudestheattached"StandardProvisions.ApplicabIEl •··.. \.
toVVaste .,pischarge·.Requirements",..ilrlhereis.aqyconflict,.,.pet\Veenproyisions.. stated· ,.", '

., .. her~inbefore,andsaid "Standard".Provisions",.the··VyDR,provisionsstated.hereinbefore:
pre\leiL ,·····,·· ". ';

RegiollalBoard designated MaIibu Cree'k,MalibuLagoonand Malibu Lagoon (Surfrider)
BeachasimpairedJor coliform, swimming restrictions; and beach closures on the 2002
303d lisLThedischarge'.from thisfadlity, 'andresultantchangesindischarge from

,adjacent facilities, shall. not cause continuing ,impairment of beneficial <uses in the
waterbodies>·adJacenttothesite. . '

12. Inspection: the Discharger shall cause the treatment and disposal systern to be
inspected once every year during the life qf the permit byaninspectortobe retainediby

. theDischargers. . ,

1~.Monit6rinbarldReporting Program .(MHP)PrecedeDcE3:·Thisqrd~rin6Iudestheattachedl'.'
'MRP.If therEl,isanyconflictbetweenprovi~ionsstatedin.theM()nitoringandHeporting'.

ProgramandtheStandard Provisions,those.provisionsstated 'in the Monitoring and.,
Reporting ProgramprevaiL . '.

\1§;C.OPY:A.'·cO,PYc)ftB~~~'+egUrre~~nts.shalJ,qe..·maintain~d,at'theW~terre9jdl~9fk.CiIityS() ..
···.·.·.a?.tppeavailable'Cifalltimes;to·9perating·..rD,er~onnElI ..... TheDis(:hargershaIIJurni.~heacll

.puryeyqr·.. an9·Llserofrecycledyvatera.. ()ClPy. .pf.·.these •.·.•requirerneflts.andensureJhatthe
requireri1e~t?9ren1aintained)at.the··pl.lrveyorand.. us~r19JacUities·~o.asto· beavaila!?le "~t·
'alItimE3stooperatingpersonneL .. : . . , .'. ,.'

" ",.- ',' ,", '''" ,,"" ,-

, ,,'" ,,_:':", _:.;' , :. -":' "c, " '; _,'_~ ,>', '. "" :.': ',,' :' _,..' _ " ',' ~_ .' ,,'," ,",,, '- '_', \ ,:'". .>'. '",_ '. ',' ":"". ,: ,:," .- -_ ',' ,:.,',:"_', . '>', ".," ";. .".

·t9~Proper'Operatiorl:.··.Yhe.OischafgeFshcrll,>ata}I·"·tirnes,properly operate. and rna.intaip all"
'- treClttl1Elntfa()ilities.an·~.'90ntr91·?y~terri§(an.d.'.relatedappurtenances)~hatarejnstalled'or"

.·.·.us~dbythepischargerto-:§H~i~ye •.fqm,plic:ince.'V\Iiththe:,e9n~itiGns.()ftl)is()rQ.er.;~r()p.e[
..... op.erati()n;amd·.•rn~.intenanGeh}cluqes:effeetive·peForrriance,.· ••Cl.PElquatEl,funding,.adegpate··

·()peratorstClf.fingClnd,tr~ining.,andacleci'uatelab()ratory.and process. controlsi(inqluding
.apPfoprietequaIitYaSsLJranCElPTocedures). .. . '

. :17. Notificatiorr:For any Violation .·OfTt quir8Ipents ·in·mIsQrder, ·the.'.Oischargershal.r notify
. DpHand"Regignal .Boardstaffwithin .24hours of knowledge of the .violationeitherby

teleph()n~i()r.·eledronicmaiLThis notification. shalrbe followed" by. awritten report within
5W?F~in~dp.¥s;()fnotific;atL()n;unle~?'qtherwise:sp~9ified inthis'Order. Thereport shall
include,butisHot<i1rnite<:iio:thefdllowing'in'formatLon,as "C\ppropriate:'"

a. .NahJreElrld extentof the violation;
b, Date and time: when the violation started, when compliance. was

achieved; ahd, when delivery was suspended and restored, as applicable.
c, Duration otviolation;' .
d. CaJse/s ofviolation .'
e. COrrectiveand/orremedialactions takenand/orshallbe taken with time

schedUleforimplementation; and .
f.' Impacfofthe violation',

18



Malibu La Paz
3700 La PazLane
WDRlWRR forTitle..2ZRecycied Water

Order No. R4-2010~0107,
File No. 08-0101

.' . ~

18, Certification: Supervisors and operators ofthewastewaterrecyciingfaCility shall possess
a certificate oLappropriate grade as specifiedin titl(323, California Code ofRegulations,
section'3680 or subsequentrevisions,' ' , ,

19. Material Change: ,In accordance with section 13522.5of the ,California Water Code, and
title 22,section'603230f the California Code ofRegulations, the Discharger shallfile an

'.' engineering repor;1:, prepared by a properlyqualifiedengineer registe'red in California,of any
>materialchangeor proposed change,in character,location or volume of the recycled water
or its uses to ,the Regional Board and ,to the DPH, ,Material changeinGiudes the failure to

"use ,the permitted ,discharge 'system fmthemajorityoHheefflu~nt ' .

a.' Enterupo~theDisc:hargE:l,r'Rl'el}iises\J\lhE3r¢areguJaledfacilit~(oraGtivity
islocati?d.orcondu~ted,.orwhe[erec()rdlsmul?tbe kept under the, '
cOQditionsofthisOrder; . ' '," '

b. HavE3acc:;es~ loancl'cOpy,at,cE38sonaple ~imes,anyrecords thatmLlst be
kept unclertheconditions .6Hhis Grdef; , "

c: In:spectatT~a§on~bletirr)esanYf9Cilities""eqUiprnent(induding monitoring
'anacontrole(JUipmenl~,practiceslorci'perations:re~ulatedor required

under this Order; and '. . ',.

d. Sample orn'lonitor .at reasonable times, f()r the purposes ofassuring
compliancevJith this Order,orasotherwise'authoriz~dbythe California
WaterC6de,ariysubstc:lncesorparameters atanylocatipn.

23,The Discharger must comply with all conditions of these water recycling requirem"ents.
Violatjons+nay result ineDforCernentactions, inclu,dirigRegional Board orders or court
orders,requir:i ng corrective action 0rimposingcivilmonetaryliabil ity, or inmodificatianor
revocation' ofthese requirements. '
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24.'These '.' requirements donotexempttheDischargerfromGompliance with'arlyotherlaws,
regulations, or ordinances thatmay beapplicable;theydo not legalize the recycling and
use facilities; and theylepv~.unaffededanyJurther.constrainfonthe use of recycled
water at .certain site/s that maybe contained in' other statutes or required by other
agencies. ~

(

:,.';".-,

'25. The provisions·ofthese\J\laterrecyciingrequirementsareseverable. 'ifanyprovision"of .
.these requiremeritsisfouridTnvalid, the remainderofthesereq uirementsshall t"lotbe. .'
affected: " '" .

·'2$.~hitfilir:lg6f.c{reqUElst •..•bytAEUDi~Ghal"gerformodification., r$vocation·..•.<:indrel-ssU'arlce;or··
"t§rrnipatjogof.•·tDEl.·.OP?E3-r;pra;hotjficatiorf,.of.•. ·planned ··.;ch?hgEl:~·. ·or 'qnticipate~

. ".,., ::>noncompyiallcedqesnotst~yanycondition·ofthi~Order·: . '. . "
(""

29.TheDischai"gershallfurnish,.withina rElasonabl~.tim(3lan,Xjpf()trnationthe ".Regional .
. . i3oard·.. (X the DPH '. m.e;tyrequestto· deter:rnine whether.Ce;tu~e'existsJorlTlqdifyirlg,'

'·revokingalJd·.·r~is9uing;'·ortElTm·inatingthi.s ··Order. The Dischargershall .. also.furnish'the
Regional Bgard, uRon r~quest,' vvithc()pies of recorcjs reqUired to .be kept under this
Order.' .... " . ,

30;Pufureqiyi¢ .Geriter Coqn$~tiQn: The Executive .Officer may .GhQo~e. to .. re-open the
.VVDBf\Al:RR.f:0rElfnateriaJc~ari.gea:I1owingor.r~quiring :La :Pa.zloacceptspeCified.Givic
G~nter'effluentwher'ithe Irrigation capacity at La Pazisndt met and potable waterwould

.,' otherwise be 'applied. ' . . .,

31. Trucking Reports: The Discharger shall prOVide monthly reports of off...site trucking.
. Evel}/.effortshaII betaken tominimiz:e trucking, byretreatingoDwaterWh iGh does not

me(3tdiscbarge .requirements. TheE)(ecutiveOfficer,mayreYiewthese .. repodsand make
adeterminationifthe volume removed constitutes a material 'change ·from the ROWD
and, if so,re-open the permit.

," '.,"c,:.';- '.":' ,"

'Iii . . ". ..' '. .
.'.26.1nan enfor-cernentaction,·itshall.nofbea'd~fensebythe:pJ~chargerthatjtwouldhav~ .

beennecessary;Jo' ..·haIt;orJoredu?efhe. ,·p~rmitted....activity .in .'order to ·maintait:1.
compliance with this Order.. Up0rlirecluctiori,loss,orfailureofthetreatmentfacility,.t118
Discharger shall," totheextentnecessarytomai.ntairicomplianCEJ with this ·Order,.'ControI····
productionoralldischarges,orboth,PlltiI the facility. is restored Or an alternative meth6~

:'.'. .of' treatment'isprovideg.TI1Isprpvi7ionapplies, JprexalTlple, when the primary.soLlfce< ,.
ofpowerqfth,~tfeatrnE3ntfClcilitYof?il~risT~dLlced, oris lost.> '. . . . ". .

';, :" ';1_;

i •••\·

• ..·.·.27TAfter.n:6tic§anGl:ppipprtlJIJity,(f?fahe;a.riIl9,·.thisOrd.ertnay:'beirnoa.ified:Tevb~e?·arid·.·
. ·..·..... /reissy~(l..()r'tEl.~fn inafe(Lf9r.()ays~,~m.icl1'i9SI ude:bufism9tJl~ ited··'to:ifailuretocornply. "C

··with'anY.'Gonditior},ofin.t~li~"Orger;.. endang'errnerit .. ofhl.lrnan·.·hElalth·.or •••·envirOntne9.t
'c.'' resulting.from·••. tile. :P~rl11itted .... ,actiyities .. >in..·.· this .()rden;·. Qbfaining .•.• this •... prder ... by
" ...misrElprese~tationor. Jailure~o.:Clisclose .all .... rElI(3van.t·.fpcts;ElcqUisilion/ofnej,VinfoIrnatior,l.·

:that·90uld.ha.v~.·jdstified ..the8.ppli9ation.'01 .. differerit ... coriditi.onsj{,knoyvnat··the.. time.·.bf. '
qrcleradbptibnY ,. . . . . . . . ,. . '..
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J.~ PROHIBITIONS

1. Sewer Connection: EfflueritJrom.system upset which cannot. be stored Dr used for
irrigationmustbedischarged to ·a·centralized facility when constructed by the City of
Malibu. LsPaz is in the Malibu Civic Center OnsiteVVastewater Disposal System
prohibition area; and issubjectto the BasinPlanAmendment, IfitisIn effect. .

Limited Discharge: ..•.·•. TherEi .• sh~Ub~.no .directob .•indi'r~9tdiSGharg~of ... wastes•. '\0
9roundwater or surfacewater, .Waters of the State; 'at any timeotl-H3rJh2lnSpecified!?y
thisWDRlVVRR. .... . .' ...

3.. WasteCharacteristics:.VVastesdischarged shallnotimparttastes,: odors,color, foaming ..'
orotherobje~tionablechara(Jteristi<::stotherElGeivinggroundWater,: . . ..

'Stormwater.protection:Adequat~·'fa¢i1itie.sshalll:JEiProvidedtodiv7rt ..'surf~ce .• ao<)·,·,.. ·""·',c,.."f',

stor,rrlw~ter,fJ.wayfr0I11thetreC}trn7nt ••pl,antanddispospl '9ystem',and,.'f~(Jrri areas,'Where"
atlYJ?otElntiarp()Hutant$ar;Elstor~d:,.: : " " ' '."" "" ,;:' , .

.,·····5;·FreeI:>6ard:.AdeqGatef.reebo.~r~~ndj()r·pr6tecti6h···"$liall.bEi+n~ihlairl~djnttie·recycled'·
. waterstorC3gelanksancl process tanks to en$urethafdireptrainfalL shall ". .

overtopping.
',';.. '

'. ·6.Sludge:.Thereshall,b7,no.onsif7·diSP()~aIOfslud9~.AriY',()ffsit~diSP6sardfis~~ageor' .
sludgeshalrbe '. made only-tof2i'tegalpQirlf6f,~isp?saL.For,purpose?)ofthJs'{)Cder;a.....

.' i .·)egal.·.disp.o$.al.,site,isoflefor'-Ybichreql1irernentsihgvElbeen'established[:)}ra9alifClrnig0'
, ."....Begi6naL'JIJ;ater'QUalIty90J1trqt§.p~rd"~t;r9~hich'ip i~..'fl1ll·.····G?rXlplt?~6e'thElt~yy,ith~ ... Any
.··i·,se'NfJ.ge()r.·sludgehandli~gs·H~llcbein$uclJarriann~r ~s'JCl··.prev~ntJWr~§chir1g·9l.1rf~Ge'
•• , n watersOHVaterCQ4fses. '.' .'. . , ' ·l •.. ". ".•...•...• '. ' .. ',;'

T:' Odors:;se\\fageodor~shaHnot,bedef~ctablE3' Th'e d()peprO~imitY()f'thJ;property' t6
······otherbusin~~se~manOatesrnechaniGal .• fHtering .of fo t1')~S thr?ugh•.• fi Iter$ where vaGUum

sealsuC}releastreliable..' .' SUfficientteGhnqlogicalre.mediesexisttopr~ventnod9r
.', dis0harge from.thetreatment.anddisppsalsystem·at:C}lltimEis:, Odor CornpIElipts,eveo'if'
.madeby:the publicand'TlOl,defeqfegby<fhe .operator;a~eGoq~IcJeredindLGative of
improper·operatipD...•rvJ8Ifipteoclprc0rTlP!aipts.arEiG0r1sIderedinqJGgtiveof ,a preventable
nuisancewhiGh'has.·not'been rernediecJ,qjthepischargers. .. ' - ~:-:. . .. : ..'.". ", ,'. '.... '. - " ".:: - - .

j

8.' NUisanoe: The'discharge of lNastesh~lI. not create a condition of pollution, .
contamination, or nuisance. Itshall hOtbecoosidered an excuse that theproperty is in
Close proximity to other businesses .asthi$ treatment process has been selected for this
siteby the Dischargers. . .

£L NoncomplJant waste: Any wastes that do not meet theJoregoing requirements shall be
held in impervious containers arid discharged ata legalpoirit of disposaL .
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c. The'Dischargersni.ustsubmit written'notice at least 24 'hours in advance of the
. need fora bypass }otheRegionall?bard Executive ()fficeL ' ..;.' . .

10. Bypass {the intentional diversibnofwastestream from any portion of a treatment facility)
'is prohibited. The RegionalBoardmaytakeenforcement action against the Dischargers
.Jorbypass unless:

a. .E3ypasswas unavoidable.topreventlossoflife,.personal injury,orsevereproperty
damage~ (Severe property .damage means sub'stantial physical damage to .
property, damageto thetreatment facilities that cause them to become inoperable,
or substantial and permanenLlossin the absence of a t~YPi3ss. Severe,property'
damage does not mean .econ,o.rnicl()sscaused by delays 'in production); .

b."[her~VJere ... nofe~sible:alternati'l~§ ... 4()bypassl .... ~JGbasthe·.·.use .. of ..•.~uxiliarY
.. treatment facilities;retentiqn;ofuntreated'waste, or maintenance during norrriClI
,periodsofequipmentdowntim~: This Gondition is not satisfied if adequate back
up equipment should have beenjnstalled i.A'fheexercise ·of reasonable

'engineeringjudgmenttoprevenLabypassthat could occur during normal periods,.
'of·.equipment downfime or preventive maintenance ... This condition ·is notsatisfiEld ..
because pffailuretodesign,perrnit·prinstall.a Jecycled/reclaim~dwater system for··
operationwhendischargs Glxceepsthe groundyvaterassirni1atiqncapacity..

":; ::', ::.',

'...1).,Pyrripi.r1g •• VvasteJ[()tl"l.thetrf?atrn~rit.sy~tem: .f8K·purP()se~'otherthan':erner~~nCiesancj.
"regLllarIyschequIEldmaintElnance, indicates lossof§ystern.·. peffprmance"and ]s"aI80
prohibited. . . .. '. . " .'

.,j2.~8'rrn)"-his6rde.rish.C3.II,TerJ]ail')'irl.~~~GfJor.Clper!pdi.of:$·yecilrs ...·...•• sh§~ld,4heDis8ha~gElr·
,'" ·~i~b-t()eOrltihue9i?Qhaf"g'ingtogrou~dw.?f¢r.for?,~ElIi()d.Oftirr1~,in'e)(c~ss9f5 .. y~a.rs,jhe.··

:Qis9h.~rger.·r;nust~fiIEl;~ •..Report,qf'vV;a~te:Disc~arg~V\fi~h:t~e.Be.gl0n?LE3Qa~cj.,:rTo;l~ter:tDan'
..... '. ••···.•120.·.·d~y~)n .. ·acl~';ln?e.·()f;~he.··5th-yearann,ivers~rydatElof.the··.()rdElr··fo.r':()ohsicJe'raHon;()f'·

'jssl.lapcf?of·.··new>orFeyis~drequir~A1ent~~· ... AQ¥dischargeofvv?slEl.fl\,8,YElClps.afteptPEl
:··gateofadoplion.of... tpis{)rder,··.witho41t.filing·.a ..Reportof.'W,astE3·.'DischCirge 'wit@,this
·,R'egional130Clrcl;i~.aNiolatiopofVl/ater()odesection.t326.4.. ThEl.RegionalBpClIP .is

Eiuthpriz:eqtoJ';lkGl'appropriate 'f~nforcement aqtion fqr:any noncompliance' with . this
'p'rovisiollincludjng as~essrnellto{penaltie.s. . .

·1$.WDROJx;j~rNo.<134:2(J10"022ishereby terminated.

K. ·EFFECTIVE DATE OF THE ORDER

This Order takes effect upon its adoption. Startup Shall not occur prior to review and
approvalbf the irrigation .operation' and management plan by the Executive Officer"
ensuring that there sis an .adequate plan for agronorriicirrigation'and waterbalance.
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I, Samuel Unger, Interim Executive Officer, do hereby certify that the foregoing is a full, true,
and correct copy of an Order adopted by the California Regional Water. Quality Control Board,
Los Angeles Region on July 8, 2010.

s~u~
Samuel Unger
Interim Executive Officer
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Figure 1: La Paz Location Photo
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Attachment A-3

0.002
0.001
0.018
0.0002
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Monitoringf()rR~rii~iriii~g\Priority Pollutants ' '" ...../\ii ..c .•...•..
Pesticides ··i.>2}."'\ Base/Neutral Extractibles" ..•·.··•· Oi-n':butyl phthalate ·.·~··>.?2.;.····
Aldrin .... <......y ii:,':.'.... Acenaphthene '.. .',.;./ii· Oi~n-octvlphthalate'" .'.ii,

. Dieldrin .....< ........: Benzidine '<Diethyl phthalate .. ....• .•.. '.' .
4,4'-00T ...........>.}, ..•.............• .•..... Hexachloroethane: ....• Oimethyl phthalate.·' ....•.......•.

. 4,4'-00E./. i".,; Bis(2-chloroethyl)ether .;< Benzo a anthracene <:'.,., .
...•.., > 4,4'-000>/<"", 2-chloronaphthalene/i! Benzo a fluoranthene" i'" ...•...

.i; Alpha-endosulfan·)'c·/\'::';/1,3-dichlorobenzene'y:.y Benzo k fluoranthene . ' .....• ··>:IY·
,:}i;' ';':' Beta-endosulfan"~:>.'-;/:'-'i:;~";):'i{i::")1:';~ ,'..:"',,>'./ :3"3'-dichloro,benzidine,,,-··;· ~,-\.,: ..:,.::..: Chrysene.,-'__~"- :':,> :::..,:i.,:"-··,,.,::·:::,/'>~i_:,:~~{;\.:' ,

• Endosulfan.·sulfate'};:;(}'\<·;' .....•...•.... 2,4-dinitrotoluene·'·,ii.....y :,: ''\cenaphthylene'\ii :;j""'~ ..

"Endrin aldehyde;"{ v., ,n, .•, 2,6-dinitrotoluerie' ····i·}" .", Anthracene i.; ,.. ..
•...•• Alphci':BHC·.;·: .. )·" • ···· ••···.··1 ,2~diphenylhydrazine ··'>1;12-benzOpe~i1"';" 'i,) I

•..•.•••..•.. Beta':BHC ....: ......', ..•.. Fluoranthene ..i",;( Fluorene '........•.. ...····.·.·.'.,i}.<. Ie. .' .
.,.' De~ta-BHC.··:q.....• >;iiS··~.·K,;<' A-chlorophenyl phenYI~th~S'· .• Phenant~rene ....:./\"»';",? .

; AcldExtractibles,· ..·\,...• ·.i·· 4-bromophenyl phenyl ether <> • 1,.2,5,6-dlbenzanthracene.·
..:; 2,4,6-trichloropheridJ' .•::.\' Bis(2-chloroisopropyl)etheb7·,.. lndeno1,2,3;.cd)pyrel1e.'c·· ." .. 1'

.......••.•••. P-chloro-m-cresoL,<' ........";..;"... Bis(2-chloroethoxyl)methariEi>":Pyrene .,','<:,;Y'j·:jl<
< .•.• 2-chlorophenol\·;,· · ... Hexachlorobutadiene".';·:< 'Volatile Organi.cs·}".'·······

.•. 2-nitrophenol··;··.'.:·;·';,".··.·••·····Nitrobenzene ·•• ) .. ···,·c·'······.··';Chlorobenzene· i \\ ....."

....• 4-nitrophenol">" ii,;i: .' N-riitrosodimethylamine. i ';,.. Chloroethane •...•; .. ';••\.,. I .

2,4-dinitrophenol:ii.. ',,··.·.',·. N..;nitrosodi-n-propylamihe;,) 1,1-dichloroethVlene.'·;·j
4,6-dinitro.::o-cresol·"r:: ..: N:'nitrosodiphenVlamine " Methyl chloride ....
Phenol < '.' .' :,.: Bis(2-ethylhexyl)phthalate Methyl bromide ." ...•.......••..... ". I

.,--; '.' .... ..'... ..•..... '....... ButYlbenzylphthalafe '2:'chloroethYlvinyLethe{
. . . ., ...: . '. ' '.
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STATE OF CALIFORNIA
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD

LOS ANGELES REGION
. .

MONITORING AND REPORTING PROGRAM CI. No. 9617
FOR

MALIBU LA PAZ LLC.
(File No. 08-0101)

I. REPORTING REQUIREMENTS

Malibu La Paz LLC (hereinafter Dischargers) shall implement this monitoring program for the
project on the effective date ofthis Order.

(

Report Due
April 15 ,
July 15
October 15
January 15

Reporting Period
January - March
April- June
July - September
October - December

For the initial 12 weeks of operation of the advanced onsite wastewater treatment
system, weekly sampling results shall be submitted monthly on the 15th of the
following month with the first monthly report due August 15, 2010. After the initial
12 weeks, monthly samplings results shall be submitted quarterly. The first
quarterly monitoring report under this Program, for July-September 2010, shall
be received at the Regional Board by October 15,2010. Subsequent monitoring
reports shall be received by the Regional Bo?rd on a quarterly basis by dates in
the following schedule:

A.

B. By January 30th of each y~ar, beginning January 30, 2011, the Dischargers shall
submit an annual summary report to the Regional Board. The report shall contain
both tabular and graphical summaries of the monitoring data obtained during the
previous calendar year. In addition, the Dischargers shall discuss the compliance
record and the corrective actions taken or planned which may be needed to bring
the discharge into full compliance with the waste discharge requirements.

C. The required reports shall be submitted to the California Regional Water Quality
Control Board, Los Angeles ,Region (Regional Board) (attn. Information
Technology Unit), and to the California Department of Public Health, Drinking
Water Field Operations, Los Angeles Region (CADPH). Reference the reportsto
Compliance File No. CI-xxx to facilitate routing to the appropriate staff and file.
The monitoring data shall be submitted to the Regional Board and to the CADPH .
in hard copy, and a CD-ROM disk. The Regional Board and the CADPH may
request electronic submittal of data contained in a CD-ROM disk or other
appropriate electronic medium at any time. The submittal data must be IBM
compatible, preferably using Microsoft Excel software.

T-l
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Laboratoryanalyses - all chemical, bacteriological, and toxicity analyses shall be
conducted at a. laboratory certified for such analyses by the California Public.
Health Services Environmental Laboratory Accreditation Program (ELAP).· A copy
of the laboratory certification shall be provided each time a new and/or renewal,
.certification is obtained from ELAP.

EacRm611itbrirlg report mustaffirminwritirlgJhat"J\IIan~lyseswere'.cbnduct~daf:.· "".'•..' v . ....

···alaborfltory:certifiedJorstlch.analyses·bytheCaliforniaDepartmE3ntorHealt~·

·.. Services, and in accordance withicurrenlUnited'S'tales .Env.ironmental·ProtectioIl} ..
'··AgencY.,{USEPA}··'gLiideline procedures.,pr.as specified ·in·· this.···Monitoring:·
,,'progran:J'''l?roper:~hairof .custody:proGedures.rnustbefollowed •..an~.acopy.()t
.·.thecompletedchaip'ofcustody.formshCiII.be.submittedwi.th·. the report; '.' ,',

.E~ch mO!litoripgr~p()rt sbalicont~in •. asep~rateseetion·.·title&"'Surnn1~rydf.Non~, .•.....
COlllpliance" which .discussesthecornpliance recordand·the·corrective .actions',' .
taken.orplanpedthat maybe.needed tobringthediscbargeinto fUII .•complianc~',
with.waste·dispharge requirements..<Thiss,ecti?nshallbelocated .. atlheJrontof:

.' the'reportandshall c1early ..·listall.non-compliancewith discharge requirements;
as well as all excursions of,effluel1t,limitations. .

Fore\jeT'Y,item:VVh~[e.the ..•requir~D1el1ts •• a[e ••·pot..met,tb·~·Disciharger.shClII,sUbmit·a
st<:itementofthe'cause{s},and..actionsunderttakenpLproposedwbiGIJ~willbriDgfhe
dischargeintoJulI .colTlpliance withwast€)'discharge requ irernents ·atine.earl i~st
possibleJime, including atimetableforimplemeritationofthoseactions. .

J. TheDischargershalimaintain all records ofsampling and analytical results: date,
exactplace,and time of sampling; dates analyses were performed; analyst's

. 'name; analytical techniques used; and results of all analyses. Such records shall
be ,retained :for·a minimum ofthreeYE3ars.. This period of retention shall be
e)(tendedduring the course of any unresolved 'litigationregarding this discharge, or
when requested by the Regional Board. ..' .

K Ifthe Discharger perform analyses on any effluent more freq uently than .requir~d
by this Order Using approved analytical methods,the results of those analyses
shall be included in the report. Those results shall also .be reflected_ in the
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.The method limits (MLs) employed for effluent analyses shall be lower than the
,permit limits established for a givenparameter,unless the Discharge can

..•.. demonstrate that a particular MLisnotattainable and obtains approval for a higher
ML from the Executive Officer. The Discharger shall submit a list of the analytical' .
methods employed for each test and the associated laboratory quality, .

. assurance/quality control (QA/QC) procedures upon request by the Executive',
.Officer.

Water/wastewatersamples must be analyzed<within allowable holding time limits···.········
specifi.edin 40CFR Part 136. All Quality Assurance/Quality Control (QAlQC).

<)/.'·.·sarnples mustberunon the same dates whensampleswere actually analyzed.At·
•••c , ••••••••.••••• c '.'. 'Ieastonceiayear,the Dischargershallmaintain .. andupdate a list of the analytical '.. ;' '<.0':'"

.,.....methods,employedforeach testandtheassociatedJaboratory QAlQCprocE3dures; .- .....
··.·:,CfheDischargershallmake.availablefor,inspectionandlor submit the QAlQd' .?:,
. '.' 'd()cuIT1E3ntation upon request by R€)gi0!laIBoard~taff. _',>'., .. ' '

.....



In reporting the monitoring data, the Discharger shall arrange the data in tabular
. form so that the date, theconstituents~ and the concentrations are readily

discernible. The data shall be summarized to demonstrate compliance with the .
. requirements and, where applicable, shall include .results of receiving water

.... observations.

".':' \,\,-':.:.:~::,,;.;,:, c."', "'·:,<.:~-.;~T~'~--~' !~-""

.' "'A;!Pr§treatmeht ahdStart~upMonit()rir"lgi

.. ;... ·······1;· Occupants' of PropertY:ThePisdh~r8~rshall'pr6viden~lT1esof:,ill'andanYhe:.v:,..
·'i8ischargersthatidischargeinto•..th~:onsit~iVJast~yvat~rtr~atnl.entsYsternt?geth.ef'·'·

·····.with·Jhe.JloV\land·phara~teri~tic~.?fthY'.\Nastest~~amJrprl"l.each.·....ocqupallL .,i··

·EVidenc~ofpre:-tregtmentE?dubcrtfon.andIQrleaseAanguageon'pretreatnientshall:;'
beproVidedfore~cD6ccdpa6t. .' .' ..... ·.·i····'i{>/ '.. '.. ..•..........

.2. Title22: .Firi~I~PProvClI.:()fcrcon1plei~title{22Engineering\pla.~, withplumbihQ ....
design, shallbe:approved byDPti···.beforerec,yglE;ld/re9Iaimed,wa'terusebE3gihs~'<'"

3.DisinfectionN1anual:The,,·oz()n~,·.Ult~a"\fiolet·and()hlQrin~disinfection •.systemand··
filtratiopsystems.· reguiwCld9itiongipperationaLsupervision, and'rnaintenap(}e.tp
ensu.re.successful..operClnon.·.·atflo\JVFangingfrot)1:n()-flo~t0 ..·.themClxir:numJL()\I\I: .
The.>Djsc;harger:,shalr:~Sl;lbrnIt:ap\()&ryJ:cMClnual~f?r~thes~.nsystem~;which-thr
Executive Officer.···determines.····issufficientlydetailed,·...before 'discharge,and,kepf
on site .•.•••·.ThetreatmenfplanLmaintenance·andoperation·shaH.···.~omply.with •.t~~
NationalWaterResearchlnstitute/Ameri~anWater Works··Association Researc:h
FoundationljltraVioletDIsinfection Guidelines. -

4.. Operation and Maintenance Manual: The Dischargers shall submit to the
Regional Board an Operations and Maintenance Manual (O&MManuaI) for the
treatment plantanddisposal facilities Jorapprovalby the ExecutiveOfficer before·
discharge. -The Dischargers shall" maintain theO&MManualinuseable
condition~andavailablefor reference and use by all 'personneL The Dischargers
shall regularly review, and revise orupdate as necessary, the O&M Manual(s)in
orderfor the document(s)to remain useful and relevanUb current equipment and
operation practices. Reviews shall be conduCted. annuaHy, and revisions or
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calculation of the average values used in demonstrating compliance with average
effluent limitations.

/



,,' ':'

-·1·;··fVloriitoring---p8ir'lt:·.·~he.fl()Yf.·'if:1fILientto ...the··'triaatmel1t·sy~terh.:shan·b13.··sampled· ·by.
.I'mechanicalmeansbeforethe 'Wpste stream entersJheMalibuLa Paz treatment

system> .

Malibu La Paz LLC
Monitoring and Reporting Program No. CI 9617

updates shall be completed as necessary and submitted to the Regional Board
on an annual basis. The O&M shall include a preventive (fail-safe) procedure
and contingency plan for controlling accidental discharge alid/or delivery to users
of inadequately treated wastewa~er.

Water Conservation Report: The Dischargers. shall provide an annual report
regarding water conservat'ion and water recycle/recycling measures implemented,
describing the operation and maintenance of the water conservation equipment .

"and variations inpotable,influent and effluent water flows. The first report is due
days after approval of this Order and shall .include documentation of pre.:.

'C ···.'trc'<:>trYlOlnt education, the methodqfattaining the recycle and storage capacities,
and the maintenance or operational protocol established te) enforce additional
water conservation or storage measures when discharge is not possible.

.'. "';' ''',6, Irrigation Operation and Management pian:Theirrigatioriproject shall be subjeCt
" ·,.·.·.· ....·:'itb an operationsand management (O&M) plan that describes agronomic rates> ,'

'il: ".",,:;:C'and.describes a set of reasonably practicable measures to ensure compliance>; .
>, '-{'". . , 'with this reguirement, Which may include the development of water budgets for .•
...,.. <Y, .... ,., (.,'lJseareas,siteslJpervisor lraining,periodic .inspections·ahd ···theuse of smart:i ?",

Cr' .';.\" ,;->, ,\ '. 'controllersprother.appropriate measures,s The; irrigation .-systemshallinclude;.' <,"
....... \ ,.... .•..'..•..equipmentfor theregular measurementofs()flmoisture at depth todemonstratE3~ .'

application is complying with the agronomicrate required by the HecycledWater .. ," .'.
..". . ,Policy and consistentwiththeWDRIWHRX3roundwaterRequirements D.3. The"

...•...}i;, , .••....• .•... ···~~~~~~~e ,j~M."1~nU~ISha II b~~pprpved t'y}he Exeoutive Pff]cer belo,e

"'.::<J:~Yk~:·:' .;, ,. .. u".' .'. ,"

- .....• >. ·.·... i<,.f:.}salt.·.·.·.Mana~errienf;Rlad:'·I\J~Cility-~H~ecificisalt: ••..•rr}anageme?t··· ..plan.sh~II.· •.•••b~.·.·, .....•.,
".,'\' .••. ,.... submittedaccordingt?·the,,requirementsof:groundwater .li.mitsin:theBasir1.PJctn:,·..•.· ··.······.

",' ,........•..•. - .. ,.. , .·a~dthe~eGycly~V\fatElrP9Iicy,bytb.olatyrJ~.qnFebru?rj •.•~.;2011 WhileJh~\.··· ." .' ,.
,regional .salt/nutrient management. plan, <is underdevelopment, the Discharg~E

·rnayperform.projectspecific monit?ringin,addition.toactivelyparticipating.. in.th~ .
developmentan~.implementationofasaltlnutri~n,tmanagenientplan, .includipgi
basin/sub~basinl11onitoring .. The Jacilityspecific .. salt/nutrient:managementpla8
rnust·beconsisfentvvithWPR/VVRR.Groundwater.ReqLiirementsD.3. .

2." Potablewater:·.• Thepotable.watersupplyshall:be reported .monthly. 'The'potable
flow used for irrigation shall be measureddailybymechanical means and reported
monthly, . . . . . .' .

C.
. .

t; Monitoring.Point TheeffluentshaTI be sampled and .effluent requirements shall
apply (a) as effluent leaves the disirifectionsystem and(b) before discharge to
the recycled/reclaimed system·if the effluent is stored for more than 72 hours.
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2. Effluent daily flows shall be measuredl1lechanically with an in-stream flow meter
(a) after treatment and (b) before discharge to the recycled/recla.imed system.

The effluentproduced, stored and recycled shall be recorded daily and reported,
monthly with sufficient descriptiori and graphical representation that it 'shall
'demonstrate and quantify the efficiencfof the recycling system, record the
quality and ,length of storage of effluent: '

" '. ", " ',.I ,','.'
3) See Attachment ,A for Priority Pollutants and Attachment Xfor CECin WDRlWRR R4"2010;;010Y.

Monitoring for these constituents are viewed as a diligent wayof' assessing and verifying recycled water
quality characteristics, which can be useful in addressingissu~sofpublic perception about the safety of
recycled water.Further,should there be a positive finding, the Regional Board and theCADPH can give

. the result due iconsideration as to whether it is ·ofconcem or not Just what .such consideration might
entail woulddej:lend on the knownsandunknownsoUhesecQrlstituents, including<itspotentiai:health
effects althe 'givenconcentration, the sourceof'thechemical, as well as possible means of better control
to limit its presence, treatmentstrategies if necess~ry, and oth~rappropriatea~tions." , '

) ,p. >,,",

4) Grab sample is an individual sample collected in a shortperiodoftime not exceeding 15 ~iri~tes:Grab
samples shall be collected during 'normal' peak loading conditions for the- parameter of interest, which
mayor may not be during hydraulic peaks., When an automatic composite sampler is not used,
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-;;.

Irrigation;iMoriitoring :'., daily.testing'.sli~I'bepeHorrn~dt6document krigation rCltes·"'/I.·.~... "
The 'results,shallbe'presented:in' .tabular· forrnverify :that discharge <is 'i3t>d .....
agron6mic;'ratesfor every .dayofirrigation.Jhe.parametersto be tested during.'····

"irrigationtestirigw,I' 'be 'defined intheirrigationQperation andrnaintenance plan
.to be .approved 'by 'the Executive lOfficer6months·after adO,ption.However,a:>
.'minimum,testin~fplan would 'col'ectinformationtoidentify 'salt, nL!trientand water·"
.loadingtq.thesOil~ma.groundwatet.. A,sample .irj-[gatipr:l, monitoriqgprqgramis·as·· .
Jo,llow_s'~;-'~' ;"'i~' .:';", , '-.<,

·'Minimum.
Frequency'

.·of Analysis
". ,AirTemper9tur~ZHumidity.,: •• ··.· .

Tehsi6rh~ter.' . "6inchesdepth
, .2feet:dep'th

.4fee(depth
Chloride mglL ..
Boron mglL ,.

Sulfate ' .. '.........•.......... 'rngfL
Total Dissqlved$oiid.s ••mglL
I0talN.~ ·mgtL.

Baseline Data: IrrigationandGroundwatercdnditibn~'mustbeassessedbefore

,•....,....~.~~:r~~~~ .•.:~.;;~~~~~~~~\~~ysi~~~i~0n~ .•..•qua.ntita~.iv;: ••meas.ures of. the .·.parameters ••...•........•••....... ,......••.•;••..•:•.••
,- - ',' -,; '~":;

composite sampling shall be done as follows: If the duration of the discharge is equal to orless than 24
hours but greater than eight (8) hours, at least eight (8) flow-weighted samples shall be obtained during
the discharge period and composited. For dif)chargeduration of less than eight (8) hours,individual.
'grab'sample maybe substituted '

Typeo't ..
.'....•....... ,,Constituent':", ,'...•. 'Units1 ·,.··· " 'Sample4 ....

~:j:

/- ;_.,:.;;.:~',.,:;'..:,... _,

3. Groundwater Monitorihg::Monitoring of .the , grouridwaterforwater •. quality
parameters limited in theeffluentandfortheele\,tatiQnofthe water table shall
takeplaceaccordingt0the:reCJuir'ements6tth~ facility-specificsaltlnutrient.
managernel1tplanwhic.h includes at leastopeupgradientand two downgradient
wellsV\iith quarterIytesting~ampledquarterly, '
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. ' . . .

The following shall constitute the groundwater monitpring program

Constituent Units1

Total Coliform ... MPN/100mL .
Fecal Coliform MPN/100mL
Enterococcus MPN/100mL
E. Coli MPN/100ml
Chloride .. mg/L
Boron mg~~

Sulfatemg/L
.. Total Dissolved Solids mg/L
. Nitrate-N. mg/L
\. Nitrite-N ··mg/L
.. Ammonia:;N mg/L

Malibu La Paz LLC
Monitoring and Reporting Program No. CI 9617

. The~Dischargers shalridentify all instances ·of non.,complianceandshallsubmit a statemenfof
the actions undertaken, or proposed, that will bring the discharge .into full compliance with

. requirements at the earliest time and submit a timetable for correction. The quarterly reports·
shall contain the following information:
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. . .

b. The Dis~hargers shalL'instruct thejr :claboratoriestoestablish calibration
standards so ,that the DLRs(oritsequivalent ·if thereisa different
treatment of samples relative to calibration standards) are the lowest
calibration standard. At no time shall the Dischargers use analytical data
derived from extrapolation beyond the .lowest point of the calibration
curve.

A statement relative to compliance with discharge specifications during the reporting
period; and . ... . ...

B. Results of daily .observations in the disposal area forahy overflow or surfacing of
wastes,and/or ·other visible effects of the waste discharge..

Malibu La Paz LLC
Monitoring and Reporting Program No. CI 9617

T-8



Malibu la PazllC
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Upon request by the Dischargers, the Regional Board, in consultation with the
" ,USEPA and the State Board QualityAssurance Program, may establish DlRs, in
"anyofthe following situations:

When the pollutant has .' no established method
(revised May14, 1999,or subsE3quent revision);

. -.\ .

'. :, ~.'

d. Samples of final effluent 'must be analyzed withinallow~bleholdingtime.
limits.as specified in 40 CFRsection'136.3. All QAlQC analyses must be
run .onthesame dates when samples' were actually' analyzed. The
Dischargers shall make available for inspectionand/or submit the QAlQC
documentation 'upon request by the Executive Officer, Proper chain of

T-9
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',:'", .:" :',' ",.', ,'},: >

For all bacterial analyses, sample dilutions should be performed so the, ,,'
range of values extends from 1 to 800. The detection methods used for "
each analysis shall be reported with the results of the analyses. '

For unregulated chemical, analyses, the Dischargers
select methods according lathe following approach:

VII. OPERATION AND MAiNTENANCE REPORTING
'. . . ". . . . .

Malibu La PazLLC
Monitoring and Reporting Program No. CI 9617

Intil~~ev~n(that·'wast~·srud~i'e,'sePtage,OrotherWastesare 'haul~d "off~ite, "'the name ,ami"
address' of the hauler shall, be'teported, ,along with ,types and quantities hauled ' during' the

, ',:reporting period and the location of final point of disposal; In the event that no wastes are
hauled dLiring·thereportingpe~iod,a statement to that effect shall ,be submitted .. Thesereports '
are to bepreparedmonthly<"' " , .' . ,> ' , ,

", 'Th~ Di~GhargerSShall'fiI:a te~hnical report for, approval by the Executive Officer' of this
Regional Board before discharge, relative to the operation and maintenance program for this

T-IO '



.... Monitoring .' repo~s' shallbesign~d'by .either the prinCipal£~ecutiveOfficer6;.ranking;·eleGt~d
official. A duly authorized representative of the aforementioned signatories may $ign documentsif:······· .' . ' '. . ' ;.., . . '. ,"

Malibu La Paz LLC
Monitoring and Reporting Program No, CI 9617
facility and annually thereafter. The information to be contained in the report shall include, at a •
minimum, the following:' '. .

A. The name and addressofthepersonorcompa'ny responsible for the operation and'
maintenance ofthe facility;". .' . ..' ....

.'8. Type of maintenance (preventive or corrective action performed); ..
'C: Frequency of maintenance, if preventive; . . . "
. D. Planned maintenance pumping out of all tanks; .and
E. Planned Maintenance ofirrigation systems

.·>',F; Other material as specified thisWDRNVRR .such
.,•....•.. reports. ..... ...
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.Monitoring frequencies may be" adjustedtoaless frequenfbasis or parameters dropped by the
Executive Officer if the Discharger makes a request and the Executive Officer determines that the .
request is .adequately supported by statistical~rendsinthe monitoring data submitted.. '

., \
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STANDARD PROVISIONS
APPLICABLE TO WASTE DISCHARGE REQUIREMENTS

1. DUTY TO COMPLY

The discharger must comply with all conditions of these waste discharge requirements.
A responsible party has been designated in the Order for this project, and is legally
bound to maintain the monitoring program and permit. Violations may result in
enforcement actions, inclUding Regional Board orders or court orders requiring
corrective action or imposing civil monetary liability, or in modification or revocation of
these waste discharge requirements by the Regional Board. [CWC Section 13261,
13263,13265,13268,13300,13301,13304, 13340, 1335~

2. GENERAL PROHIBITION

Neither the 'treatment nor the discharge of waste shall create a pollution, contaminalion or
nuisance, as defined by Section 13050 of'the California' Water Code (CWC). [H&SC
Section 5411, CWC Section 13263]

3. AVAILABILITY

A copy of these waste discharge requirements shall be maintained at the discharge
facility and be availab'le at all ,times to operating personnel. [CWC Section 13263]

4. CHANGE IN OWNERSHIP

The discharger must notify the Executive Officer, in writing at least 30 days in advance
of any proposed transfer of this Order's responsibility and coverage to a new discharger
containing, a specific date for the transfer of this Order's responsibility and coverage
between the current discharger and the new discharger. This agreement shall include
an acknowledgement that the existing discharger is liable for violations up to the transfer
date and that the new discharger is liable from the transfer date ,on. [CWC Sections
13267 and 1326~ ,

5. CHANGE IN DISCHARGE

In the event of a material change in the character, location, or volume of a discharge, the
discharger shall file with this Regional Board a new Report of Waste Discharge. [CWC
Section 13260(c)]. A material change includes, but is not limited to, the following:

(a) Addition of a major industrial waste discharge to a discharge of essentially
domestic sewage, or the addition of a new process or product by an, industrial

,facility resulting in a change in the character of the Waste. /

)

November 7, 1990
WDR
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Standard Provisions Applicable to
Waste Discharge .Requirements

(b) Significant change in disposal method, e.g., change from a land disposal to a
direct discharge to water, or change in the method of treatment which would
significantly alter the characteristics of the waste. '

(c) Significant change in the disposal area, e.g.', moving the discharge to another
drainage are,a, to a different water body, or to a disposal area significantly
removed from the original area potentially causing different water quality or
nuisance problems.

(d) Increase in flow beyond that specified in the waste discharge requirements.

(e) Increase in the area or depth to be used for solid waste disposal beyond that
specified in the waste discharge requirements. [CCR Title 23 Section 2210]

6. REVISION

These waste discharge requirements are subject to review and revision by the Regional
Board. [CCR Section 13263] ,

7. TERMINATION

Where the discharger becomes aware that it failed to submit any relevant facts in a
Report of Waste Discharge or?ubmitted incorrect information in a Report of Waste
Discharge or in any report to the Regional Board, it shall promptly submit such facts or
information. [CWC Sections 13260 and 13267]

8. VESTED RIGHTS

This Order does not convey any property rights of any sort or any exclusive privileges.,
The requirements prescribed herein do not authorize the commission of any act causing
injury to persons or property, do not protect the discharger from his liability under
Federal, State or local laws, nor do they create a vested right for the discharger to
continue the waste discharge. [CWC Section 13263(g)]

9. SEVERABILITY

Provisions of these waste discharge requirements are severable. If any provision of
these requirements are found invalid, the remainder of the requirements shall not be
affected. [CWC Section 921] .
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Standard Provisions Applicable to
Waste Discharge Requirements

10. OPERATION AND MAINTENANCE

The discharger shall, at all times, properly operate and maintain all facilities and systems
of treatment and control (and related appurtenances) which are installed or used by the
discharger to achieve compliance with conditions of this Order. Proper operation and
maintenance includes effective performance, adequate funding, adequate operator
staffing and training, and adequate laboratory and process controls including appropriate
quality assurance procedures. This provision requires the operation of backup or
auxiliary facilities or similar systems only when necessary to achieve compliance with
the conditions of this Order. [CWC Section 13263(f)]

11. HAZARDOUS RELEASES

Except for a discharge which is in compliance with these waste discharge requirements,
any person whq, without regard to' intent or negligence, causes or permits any
hazardous substance or sewage to be discharged inoron any waters of the State, or
discharged or depbsitedWhere it is, or probably will be, discharged in or on ariywaters
qf the StatE;), shall, as soon as (a) that person has knowledge of the discharge, (b)
notification is possible, and (c) notification can be provided without sUbstantially
impeding cleanup or other emergency measures, immediately notify the Office of
Emergency ServicesQf the discharge in accordance with the spill reporting provision of
the State toxic disaster contingency plan adopted pursuant to Article 3.7 (commencing
with Section 8574.7) of Chapter 7 of Division 1 of Title. 2 of the Government Code, and
immediately notify the State Board or the appropriate Regional Board of the discharge.
This provision does not require reporting 'of any discharge of less than a reportable
quantity as provided for under subdivisions (f) and (g) of Section 13271 of the Water
Code unless the discharger is in violation of a prohibition' in the applicable Water Quality
Control plan. [CWe Section 1327(a)]

12. PETROLEUM RELEASES

Except for a discharge which is in compliance with these waste discharge requirements,
any person who without regard to intent or negligence, causes or permits any oil or
petroleum product to be discharged in or on any waters of the State, or discharged or
deposited where it is, or probably will be, discharged in or on any waters of the State,
shall, as soon as .(a) such person has knowledge of the discharge, (b) notification is
possible, and (c) notification can be provided without substantially impeding cleanup or
other emergency measures, immediately notify the Office of Emergency Services of the
discharge uinaccordance with the spill reporting provision of the State oil spill
contingency plan adopted pursuant to Article 3.5 (commencing with Section 8574.1) of
Chapter 7 of Division 1 of Title 2 of the GovernmenLCode. This provision does not
require reporting of any discharge of less than 42 gallons unless the discharge is also
required to be reported pursuant to Section 311 of the Clean Water Act or the discharge
is in violation of a prohibition in the applicable Water Quality Control Plan. [CWC
Section 13272]
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13. ENTRY AND INSPECTION

The discharger shall allow the Regional Board, or an authorized representative upon the
presentation of credentials and other documents as may be required by iaw, to:

(a) Enter upon· the discharger's premises where a regulated facility or activity is
located or conducted, or where records mu~t be kept under the conditions of this
Order;

(b) Have access to and copy, at reasonable times, any records that must be kept
under the conditions of this Order;

(c) Inspect at reasonable times any facilities, equipment (including monitoring and
control equipment), practices, or operations regulated or required under this
Order; and .

(d) Sample or monitor at reasonable times, for the purposes of assuring compliance
with this Order, or as otherwise authorized by the California Water Code, any
substances or parameters at any location. [CWC Section 13267]

14. MONITORING PROGRAM AND DEVICES

The discharger shall furnish, under penalty of perjury, technical monitoring program
reports; such reports shall be submitted in accordance with specifications prepared by
the Executive Officer, which specifications are subject to periodic revisions as may be
warranted. [CWC Section 13267]

All monitoring instruments and devices used by the discharger to fulfill the prescribed
monitoring program shall be properly maintained and calibrated as necessary to ensure
their continued accuracy. All flow measurement devices shall be calibrated at least once
per year, or more frequently, to ensure continued accuracy of the devices. Annually, the
discharger shall submit to the Executive Office a written statement, signed by a
registered professional engineer, certifying that all flow measurement devices have been
calibrated and will reliably achieve the accuracy required ...

Unless otherwise permitted by the Regional Board Executive officer, all analyses shall
be conducted at a laboratory certified for such analyses by the' State Department Qf
Health Services. The Regional Board Executive Officer may allow use of an uncertified
laboratory under exceptional circumstances, such as when the closest laboratory to the
monitoring location is outside the State boundaries and therefore not subject to
certification. All analyses shall be required to be conducted in accordance with the latest
edition of "Guidelines Establishing Test Procedures for Analysis of Pollutants" [40CFR
Part 136] promulgated by the U.S. Environme·ntal Protection Agency. lCCR Title 23,
Section 2230]
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15. TREATMENT FAILURE

In an enforcement action, it shall not be a defense for the discharger that it would have
been necessary to halt or to reduce the permitted activity in order to maintain
compliance with this Order. Upon reduction, loss, or failure of the treatment facility, tbe
discharger shall, to the extent necessary to maintain compliance with this Order, control
production or all discharges, or both, until the facility is restored or an alternative method
of treatment is provided. This provision applies, for example, when the primary source
of power of the treatment facility fails, is reduced, or is ,lost. [CWC Section 13263(f)]

16., DISCHARGE TO NAVIGABLE WATERS

Any person discharging or proposing to discharge to navigable waters from a point
source (except for discharge of dredged or fill material subject to Section 404 fo the
Clean Water Act and discharge subjecttoa general NPDES permit) must file an NPDES
permit application with the Regional Board. [CCR Title 2 Section 22357]

17. ENDANGERMENT TO HEALTH AND ENVIRONMENT

The discharger shall report any noncompliance which may endanger health' or the
environment. Any such information shall be provided 'verbally to the Executive Officer
within 24 hours from the time the discharger becomes aware cif the circumstances. A
written submission shalL also be provided within five days of the time the discharger
becomes aware of the circumstances. The written submission shall contain a
description of the noncompliance and its cause; the period-of noncompliance, inciLlding,
exact dates and times, and if the noncompliance has not been corrected; the anticipated
time, it is ,expected to continue and steps taken or planned to reduce, eliminate, and
prevent recurrence of the noncompliance. The Executive officer, or an authorized
representative, may waive the written report on a case-by-case basis if the oral report
has been received within 24 hours. The following occurrence(s) must be reported to the
Executive Office within 24 hours:

(a)

(b)

(6)

Any bypass from any portion of the treatment facility.

Any discharge of treated or untreated wastewater resulting from sewer line
breaks, obstruction, surcharge or any other circumstances~

Any treatment plan upset which causes the effluent limitation of this Order to be
exceeded. [CWC Sections 13263 and 13267]

18. MAl NTENANCE OF RECORDS

The discharger shall retain records of all monitoring information including all calibration (
and maintenance records, all original strip chart recordings for continuous monitoring
instrumentation, copies off all reports required by this Order, and record of all data used
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to complete the application for this Order. Records shall be maintained for a minimum of '
three years from the date of the sample, measurement, report, or application.' This

\ period may be extended during the course of any unresolved litigation regarding this
discharge or when requested by the Regional Board Executive Officer.

Records of monitoring information shall include:

(a) .The date, exact place, and time of sampling or measurement;

(b) The individual(s) who performed the sampling or measurement;

(c) The date(s) analyses were performed;

(d) The individual(s) who performed the analyses;

(e). The analytical techniques or method used; and

(f) The "results of such analyses.

19. (a) All application reports or information to be submitted to the Executive Office shall
be signed and certified as foUows:

(1 )

(2)

(3)

For 'a corporation - by a principal executive officer or at least the level qf
vice president.· , "

For a partnership or sole proprietorship ,- by a general partner orcthe
proprietor, respectively.

For a municipality, state, federal, or oth,er public agency - by either a
principal executive officer or ranking elected official.

(b) A duly authorized representative of a person designated in paragraph (a) of this
provision may sign documents if: '

(1) The authorization is made in writing by a person described in paragraph
(a) of this provision.

(2) The authorization specifies either, an individual or position having
responsibility for the overall operation ,of .the regulated facility or activity;
and

(3) Thewritten authorization is submitted to the Executive Officer.

Any person signing a document under this Section shall make the following
certification:
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"I certify under penalty of law that I have personally examined and am
familiar with the information submitted in this document and all
attachments and that, based ,on my' inquiry .of those individuals
immediately responsible for obtaining the information, I believe that the
information is true, accurate, and complete. I am aware that there are
significant penalties for submitting false information, including the
possibility of fine and imprisonment. [eWC Sections 13263, 13267, and
13268]"

20. OPERATOR CERTIFICATION

Supervisors and operators of municipal wastewater treatment plants and privately
owned facilities regulated by the PUC, used in the treatment or reclamation of sewage
and industrial waste shall possess a certificate of appropriate grade in accordance with
Title 23, California Code of Regulations Section 3680. State Boards may ·'accept
experience in lieu of qualification training. In lieu of a properly certified wastewater
treatment plant. operator, the State Board may apprdveuse of a water treatment plan
operator of appropriate grade certified by the State Department of Health Services
where reclamation is involved.

Each plan shall be operated and maintained in accordance with the operation and
maintenance manual prepared by the municipality through the Clean Water Grant
Program [CWC Title 23, Section 2233(d)]

ADDITIONAL PROVISIONS APPLICABLE TO
PUBLICLY OWNED TREATEMENT WORKS' ADEQUATE CAPACITY

21. Whenever a publicly owned wastewater treatment plant will, reach capacity within four
years the discharger shall notify the Regional Board. A copy ofsuch notification shall be
sent to appropriate local elected officials, local permitting agencies and the press. The
discharger must demonstrate that adequate steps are being taken to address the
capacity problem. The discharger shall submit a technical report to the Regional Board
showing flow volumes will be prevented from exceeding capacity, or how capacity will be
increased, within 120 days after providing notification to the Regional Board, or within
120 days after receipt of notification from the Regional Board" of a finding that the
treatment plant will reach capacity within four years. The time for filing the required
technical report may be extended by the Regional Board. An extension of 30 days may
be granted by the Executive Officer, and longer extensions may be granted by the
Regional Board itself. [CCR Title 23, Section 2232]
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