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SUBJECT:� Wet Weather Discharge to Escondido Creek, January 9-13, 2005 
Reference Code Number: CA:01-0833.02:stewr 

Dear Mr. Robertus: 

The City of Escondido received your letter dated February 8, 2005 requiring a "technical 
report" regarding the wet weather discharge from the Hale Avenue Resource Recovery 
Facility (HARRF). Your letter specifically addresses the discharge of tertiary and secondary 
treated effluent into Escondido Creek. The following information is provided as the 
"technical report" referenced in your letter, addressing the two specific items (a status report 
on the ultraviolet disinfection certification and documentation of measures taken to comply 
with the permit) as well as providing information relating to compliance with the Cease and 
Desist Order issued in 1996. 

1.� A status report on the curren.! certification of the Title 22 disinfectiorl facilities at the 
HARRF. Ifth,efacilities are not currently certified to treat the 9 MGD auth,orizedfor 
discharge urlder Order No. R9-2003-0380, th,e City should in,elude a full explanation 
as to 1'vl1,y th,e certification h,as n,ot been received and when th,e certification is 
eX/Jected. Your letter previously stated"Unless the City can dOCUl11,en.! auth,orization 
fro 111. t!1e Departn1.ent ofHealth Services to i71,crease the disinfection capabilities of 
th,e tertiary treat711.ent facilities beyol1,cl4 MGD, t!1,e clischarge of9 MGD fro 111. those 
facilities to Escondido Creek yvould 'be a violation ofDischarge Sl)ec~ficatZ:onB.5 of 
Order R9-2003-0394". 

The City of Escondido is cUl1~ently operating under interirn guidelines for distributing 
recycled water. The ultraviolet disinfection system at the HARRF, the UV 3000 from 
Trojan Technologies, was designed for 9 MGD under the 1993 "Ultraviolet Disinfection 
Guidelines for Drinl(ing Water and Water Reuse". Prior to approval of the system, 2000 
Guidelines were published, which affected the UV systelTI rating. The interim operating 
plan, approved by the California Department of Health Services (CDHS), allows the 
HARRF to distribute 4 MOD.of recycled water for Title 22 purposes while we work vvith 
CDHS� on obtaining a higher capacity rating. 
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It is our understanding that Trojan Technologies has sublnitted a draft report to CDHS that 
presents lalnp-aging data for lamps manufactured by Philips. This report presented a higher 
lamp-life factor and lamp intensity than the lamps that were installed at the HARRF. We are 
corresponding with CDHS regarding the status of that report with respect to their 
acceptance. In a letter dated January 4,2005, CDHS accepted the End-of-Lamp Age Factor 
for the Trojan 3000 Philips lamp. Another facility is currently checking their bioassay 
results using the Philips lamps. We have been told that once CDHS has received the final 
report on the bioassay and the proposal for modifying the original bioassay results, we will 
be notified if the same cOITection can be made at the HARRF. 

The City is currently in the process of purchasing the new Phillips lamps in anticipation of 
acceptance of a higher capacity rating. 

Although the HARRF is currently limited to distributing 4 MGD of recycled water, it is our 
understanding that the interim operating plan does not restrict the flows allowed under our 
wet weather discharge permit (Order R9-2003-0394). The permit does specify 9 MGD. 
Before discharging the tertiary effluent to the Escondido Creek on January 9, 2005, John 
Burcham, the HARRF Superintendent, spoke with Brian Kelley, Senior Water Resources 
Engineer with your office, to verify if the wet weather discharge permit was limited to 4 
MGD. He was told that it was not. 

On February 22,2005, John Burcham spoke with Blian Ott, Water Resource Control 
Engineer with your office, and asl<ed the same question. He was again told that the 4 Jv1DG 
limitation was only for distribution of recycled water and did not apply to the wet weather 
discharge permit. 

I have 9ad comn1unication with Brian Bernados, the District Engineer for CDHS, regarding 
the 4 MOD restriction. I was told that the 4 MOD limitation only applied to ilTigation or 
other uses where there may be human contact with the recycled water al1d that it should not, 
in his opinion, be applied to live stream discharges. 

Section B.5 of Order No. R9-2003-0394 states that the ''It\Jastevvclter sl1.all be considerecl 
adequately disinj,ected if'in the effluent at S0111.e location in the treatnlel1.t process, th,e 111eclian. 
nU111ber ofcoliforn1. organis111s cloes not exceed 2.2 per 100 111L and the l1Ll111ber of col~for111. 

organis111s cioes not exceecl 23 jJer 100 171.L in 111.ore than one sa111ple with,in any 3D-clay 
period". The tertiary effluent discharged into Escondido Creek in Janllary did rneet this 
requirement. Tlhe daily IT1axinlU1TI for total coliforlTI on January 10-11, 2005 was 8 MPN/IOO InL, 
The daily InaxilTIUlTI ofE.Coli was 15 per 100 InL on January 11,2005. The Inedian values of total, 
fecal and E.eoli colifornls were less than 2/100 n1L. The number of coliforms has not exceeded 
23 per 100 mL in any sample within any 30-day period. 
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The statement in your February 8,2005 letter indicating that the City is in non-compliance if 
we have not yet received documented authorization from CDHS that the UV disinfection 
can be approved beyond the 4 MOD limitation is of considerable concern to us. We felt we 
had received verbal confirmation from your staff that we could proceed with the wet 
weather discharge. 

Your letter referenced Order No. R9-2003-0380. City staff have been unable to locate this 
order in our files or on your website. Regional Board staff have indicated to City staff that 
this is a "typo". If there is another Board Order that pertains to the HARRF discharge, 
please forward a copy to the city and we will address any remaining concerns. 

2.� Docu111entatiorl of the n1easures take11 by tl'Le City to C0111ply with discharge 
specifications i11 the wet weat7~er per111it inclucling, but not li111ited to: 

a.� Measures to deter711ine '~vheth,er t!1e 1110uth ofth,e San Elijo Lagoon was 
c0111pletely opel1 prior to the initiatiol1 of t71e discharge to Escondido Creek. 

John Burcham, HARRF Superintendent, visually observed that the mouth of the San Elijo 
Lagoon was open on January 8,2005. John also received confirmation of this by calling the 
San Elijo Joint Powers Authority on January 9, 2005. The status of the lagoon was verified 
when I spol<e with Doug Gibson, Director of the San Elijo Lagoon Conservancy, on January 
11,2005. Doug Gibson indicated that the mouth had been open for several weeks. 

b.� The a1110Ul'Lt of'1utrients, total1'Litrogel1 a11d total phosphorus, that was 
deten11iJ'Led by tJ'Le City to be disc!~arged to Escondido Creek during the 
discharge, artd the date, expected duration, and expected an10unt ofnutriel1ts to 
be ren'loved fron1 Escondido Creek as a result of tl1e discharge. 

The total nitrogen from the tertiary water discharge to Escondido Creek was 17.2 mg/L 
which amounts to 2,525 pounds. The total phosphorus was 0.71 mg/L or 104 pounds. 

In the secondary effillent that was discharged, the total nitrogen was 18.6 mg/L or 43 
pounds. The total phosphorus was 2.6 mg/L or 6.1 pounds. 

The nutrients are expected to be relTIoved by July 31, 2005. The amount removed would be 
the total from the discharge in January along with any other wet weather discharges that 
occur before April 30, 2005. We are unable to provide an expected duration for the nutrient 
removal. That will depend on the nutrient concentration in the dry weather flow at the time 
of removal. 
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c.� Th,e average flovv rate ofEsconc!icio Creek, approxil11.cltely 100 yareis upstrecU71 of 
tl'te HARRF, cZurin,g th,e clischarge and th,e 111. in, in1.U111. jlovv rClte recoreleel during 
th,e clischarge o.f secondary effluent to th,e creek. 

Stream flows, as recorded at San Diego County's stream gauging station, averaged 2300 
cubic feet per second (cfs) when the teltiary wastewater discharge began on January 9, 2005. 
The average flow during the discharge period of January 9-12 was 1870 cfs. The minimum 
flow rate recorded during the discharg~ of secondary effluent to the creel( was 91 cfs. 

Your letter states that "tl1.e discharge ofsecondary efflue7~t to Escondido Creek on January 
11-12, 2005 den1,onstrates that the City has failed to con'lply with, the require111ents of CDO 
96-31". As you are aware, the local rainfall this year has been one of the highest in recorded 
history. This was the first incident of secondary effluent wet weather discharge from 
HARRF since 1997. Since that time, the City has been in compliance with respect to 
unauthorized discharges of secondary effluent. The .secondary effluent discharge in January 
occurred as a result of a continuing extreme wet weather condition. 

On January 11,2005, the incoming flows to HARRF exceeded 30 MGD. The City of San 
Diego was sending the HARRF more than what our agreement with them allows. They 
were notified that they needed to reduce their flows. The City of San Diego staff responded 
that if they were to reduce what they were sending to th~ HARRF, they would spill raw 
sewage into Lake Hodges. The operating staff at San Elijo Joint Powers Authority requested 
our wastewater treatment operators to reduce our discharge into our shared outfall. We were 
told that if we did not reduce the outfall discharge, they would spill raw sewage. 

Discharge of secondary effluent into the Escondido Creek appeared to City staff as a better 
option for public health and the environment than allowing two raw sewage spills to occur. 
Prior to spilling, three empty clarifiers were filled with secondary effluent and mixed liquor. 
The holding pond was receiving effluent at such an increased rate that it overflowed and it 
did sustain structural damage. At this point, a decision was 111ade to discharge secondary 
effluent into Escondido Creelc 

We have since notified the City of San Diego in writing that they need to check their Rancho 
Bernardo system for inflow and infiltration sources of water due to the rainstorms, and limit 
their discharges to the agreed upon anl0unts. A meeting will be schedtl1ed with them to 
discuss this issue within the next few weeks. During the rain events this week, we did 
receive considerable cooperation with the City of San Diego staff on limiting their discharge 
to the HARRF. 

We have met with San Elijo Joint Powers Authority (JPA) on improving our communication 
and developing a formal protocol for requesting a cut in effluent flows. Although fJows to 
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I-IARRF exceeded 33 MGD this weelc, we have so far been able to avoid a discharge of 
secondary effluent. Although our operating staff was inforlned that San Elijo IPA would 
spill raw sewage if we did not reduce flows to the olltfall, that inforlnation apparently was 
not accurate. We have recently been informed that they would have spilled secondary 
effluent. 

In addition to ilnproving communication with San Diego and San EIij 0 IPA, city staff have 
investigated possible sources of infiltration and inflow (1&1) into the collection system. 
Staff have found a few areas where residents were diverting their storm water into the sewer 
and have eliminated these connections. Approximately 1800 manhole inserts (storm guards) 
had been previously installed in potential 1&1 areas. These were inspected in January and 
February and the inserts replaced as needed. A program is in place to purchase and install 
additional inserts each year until every manhole in the system is equipped with an inselt. 
There is also an on-going program for video taping the collection system for evidence of 1&1 
and other maintenance issues. Approximately one-third of the system has been inspected 
since 2001 using a camera. 

The City is in the process of adding storage at the HARRF in the form of two tanks that will 
have a combined capacity of 3 MG (2 MG for secondary effluent, and 1 MG for recycled 
water). We are currently awaiting Army Corps of Engineer approval for permits to begin 
the project. 

We feel that the City has been acting with due diligence in complying with CDO No. 96-31. 
The rains between December 27,2004 and January 10,2005 were declared a disaster by the 
State of California and the Federal Government. The continuing runoff from that "natural 
disaster" resulted, in our opinion, in the discharge of secondary effluent and that it was not a 
result of negligence. 

The Self-Monitoring Repolts for Orders 99-72 and R9-2003-0394 are being submitted with 
this letter. They contain additional information regarding the discharges and specific 
CODlpliance issues. As noted in these reports, there were areas of non-compliance associated 
with water quality and monitoring. The monitoring issues are contributed to staff not being 
familiar with protocols associated with discharge events. COlTective measures will be 
implemented to assure that staff are knowledgeable with respect to 1110nitoring requirements. 
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Since I alTI new to the City (I began working as the Utilities Manager September 27, 2004), I 
would appreciate an opportunity to meet with you and your staff to discuss the HARRF and 
related issues. Please feel free to contact me regarding a meeting or if you have any 
additional questions. I can be reached at (760) 839-4528. 

Sincerely, 

~~\\~\G~~\t\~ 
Mary Ann Mann, P.E. 
Utilities Manager 

cc:� Jack Anderson, Assistant City Manager 
Jeffrey Epp, City Attolney 
Pat Thomas, Director of Public Works 
Glen Peterson, Assistant Utilities Manager 
John Burcham, HARRF Superintendent 


